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Deregulation of electricity industry has shifted the operation paradigm of power
systems in the recent years. Combined with the quest for energy efficiency and
stringent environmental constraints, market regulation has driven the recent advert
of decentralised generation. Transmission network expansion has also been affected
as a consequence of deregulation, with network operators no longer being the sole
authority over generation or network expansion planning. In this environment, the
integration of decentralised generation at transmission and/or distribution networks
has resulted in a considerable increase in the system fault levels that are unac-
counted for in long-term planning forecasts by network operators. To enable higher
integration capacity and reliable operation, these networks are also becoming more
interconnected adding to the already increased fault current levels. As a conse-
quence, at certain locations of the grid, the fault current levels are approaching or
exceeding existing switchgear ratings.
Utilities have traditionally employed a variety of passive fault current mitigation
measures to address their fault current problems. However, numerous constraints
associated with these passive measures have compelled them to re-evaluate their con-
ventional fault current management measures and become increasingly interested in
novel fault current limiting technologies. A Fault Current Limiter (FCL) is a de-
vice that can be used in electrical power transmission and distribution systems to
restraint the system fault current to a manageable level so that existing switchgear
can still function as expected. Amongst the emerging fault current limiting tech-
nologies, the saturated core FCL is currently one of the most promising technologies
i
and forms the basis of the research studies presented in this thesis.
Provided they are cost effective alternatives for switchgear replacements, the
potential market for FCLs is expected to be substantial in future utility grids. How-
ever, before deploying this technology in utility grids, it is imperative to understand
the transient behaviour of these devices. While the research and development efforts
into various FCL technologies have been significant, the level of awareness, regard-
ing the potential impact of FCLs on protection schemes and the extent of other
integration issues that could arise, are seen to be fairly limited.
The central premise of this thesis is to contribute to the general study of satu-
rated core fault current limiters by addressing key research gaps prevailing in satu-
rated core FCL network analysis research. Similar to most emerging technologies,
computer-aided modelling and simulation are fundamental steps in demonstrating
the benefits and impediments of this technology in network applications. Transient
network simulations allow the electrical behaviour, performance and feasibility of
the device to be evaluated under realistic grid conditions. In order to perform these
network simulations, an accurate computer-aided model of the FCL is necessary.
However, representing a saturated core FCL on transient network analysis programs
has always been difficult due to the intricate magnetic characteristics of the device.
This thesis aims to establish an accurate time-domain model of the saturated
core fault current limiter, that can represent the full nonlinear range of magnetic
operation of the device. Two modelling approaches to representing a saturated core
FCL are proposed, with their relative merits and demerits discussed. The models
are implemented in the pscad/emtdc Electromagnetic Transient (EMT) simula-
tion package and are validated by experimental observations. The adaptability of
the proposed modelling approaches in accommodating different saturated core FCL
topologies, is also examined.
The transient behaviour of saturated core FCLs in electricity networks is also
investigated in this thesis, with an aim to identify potential problems that could
arise when integrating saturated core FCLs into existing systems. These include
ii
analysing the steady state and transient behaviour of saturated core FCLs under
different system conditions. Further studies are carried out to examine the influence
of a saturated core FCL installation on existing power system protection schemes.
Several other FCL application considerations such as effects on circuit breaker tran-
sient recovery voltage, voltage sags, harmonic distortion and transient stability are
also discussed.
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Electricity is a fundamental necessity to the modern way of life. Since the incep-
tion of commercial generation of electricity in the late 19th century, the electricity
grids have evolved from isolated systems that delivered electricity to limited geo-
graphical areas, to extensively interconnected widespread networks covering large
geographical areas. Today’s electricity infrastructure comprises of a complex sys-
tem of power generation, transmission systems, and distribution systems designed
to deliver electricity, on demand, to a range of consumers.
With modern society’s heavy reliance on the continuous availability of electrical
energy, the reliability of supply has become one of the main concerns of contempo-
rary utilities. The rapid increase in population and expansion in industrialisation
has resulted in a continuous increase in electricity demand, which is outpacing the
network infrastructure that supports it. In the last decade alone, worldwide electric-
ity consumption has grown by 38% to meet demand related to high economic growth
and population expansion [1]. To accommodate the increasing electricity demand,
electricity utilities around the world are perpetually expanding and reinforcing their
electricity grids through:
• addition of new centralised generating facilities;
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• increased penetration of renewable and distributed power generation;
• network upgrades; and
• greater number of network interconnections as a consequence of increased gen-
eration and transmission capacity.
Consequently, with the growth in power systems, there is a considerable increase
in the system fault current levels as well as the outages caused by fault currents.
While the utility infrastructure is designed to withstand and counteract many of
the problems that originate in the electricity grids, they are susceptible to failure
and hence faults resulting from the same are inevitable. These power system faults
give rise to short-circuit current levels that are much larger than the nominal load
current levels and can impose excessive mechanical and thermal stresses on power
system apparatus.
Stability of the power systems could also be adversely affected by occurrence of
power system faults, which can even lead to system outages or cascade tripping of
electricity networks. According to the annual power outages report issued by power
management company Eaton Industry, 162 cases of power outages were reported in
year 2013 across Australia and New Zealand, an increase from 94 cases reported in
2012 [2]. Financially, power outages can cause substantial losses to the businesses
affected as well as to the utilities in the form of costs associated with fault detec-
tion, containment, recovery and financial compensation paid out to consumers for
extended interruptions. Therefore, isolating the faulted part of the network from
the rest of the system using protection schemes, as soon as possible, is of utmost
importance in keeping the power system operational within expected boundaries.
Power system switchgear are typically designed to manage a peak current of
certain magnitude. IEC standard 62271.100 [3] specifies the peak value of the max-
imum short-circuit current of electrical switchgear in a 50 Hz system to be (1.1),
where Isc is the rms value of the short-circuit current.
Ipeak = 2.5 · Isc (1.1)
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With the growth in power systems, the short-circuit current levels are approach-
ing or exceeding the existing switchgear ratings and hence, there is an increasing
need to replace or uprate the existing switchgear in order to accommodate the in-
creased fault levels. This is an expensive solution and a fairly short-term one at
that, as the fault current levels will continue to grow with the continuous expansion
of electricity grids, necessitating perpetual switchgear upgrades. A more appropri-
ate and cost effective approach, would be to reduce the system fault current to a
manageable level so that the existing switchgear can still continue to function.
Utilities have traditionally employed a variety of passive fault current mitigation
measures. Some of these are [4, 5]:
• changes in the network topology (for instance, network splitting);
• sequential network tripping;
• introducing higher voltage connections; and
• use of fault current limiting series reactors and high impedance transformers.
Network splitting, in particular, is a common and a relatively inexpensive approach
to fault current management employed by the utilities. However, it reduces the
degree of inter-connectivity and flexibility and adversely affects the reliability of the
electricity supply. Sequential tripping is a rather complex scheme in which an up-
stream circuit breaker feeding the fault is tripped first, before opening the circuit
breaker within the zone of protection at the location of the fault. This scheme re-
duces the fault current seen by the circuit breaker closest to the fault location. How-
ever, sequential tripping increases the fault clearance time since it makes allowances
for upstream breaker operation as well. The scheme also poses a significant threat
to the system reliability and safety if the scheme fails. A considerable reduction in
system fault level may also be achieved by upgrading to higher system voltage lev-
els, however, constructing higher voltage systems for fault level mitigation purpose
alone may not be financially viable. The use of fault current limiting series reactors
is another common approach to fault current mitigation adopted by utilities, despite
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the many drawbacks associated with them under normal unfaulted conditions. Since
insertion of series reactors leads to a permanent increase in the impedance, not only
under fault conditions but also during normal operation, series reactors can cause
substantial voltage drops as well as active/reactive power losses during steady state
conditions. The use of transformers with higher leakage impedance also has similar
disadvantages, since the increased transformer impedance leads to an increase in
voltage drop as well as reactive power losses.
Due to the shortcomings of passive fault current mitigation measures, a device
that could limit the system fault current to an acceptable level without a permanent
increase in the steady state impedance and associated compromises in power quality,
system reliability or flexibility, would be highly desirable. A Fault Current Limiter
(FCL) is such a device that is ideal for locations in the grid where fault current
levels are approaching or exceeding existing switchgear ratings. Active fault current
limiting devices have a small impedance at normal operation that increases rapidly
under fault conditions, hence limiting the system fault currents. Some examples of
active FCLs are: high voltage current limiting fuses, pyrotechnic FCLs (Is-Limiter),
solid state fault current limiting circuit breakers and superconducting FCLs [6].
Amongst the fault current limiting technologies that have been proposed to date,
the saturated core FCL is one of the most promising technologies that has gained
significant attention from researchers and electricity utilities worldwide and forms
the basis of the research presented in this thesis.
A survey conducted by Electric Power Research Institute (EPRI) in 2004 con-
cluded that the utilities are re-evaluating their conventional fault current manage-
ment measures and are becoming increasingly interested in novel fault current limit-
ing technologies [7]. The survey results also suggested that there may be a potential
market for FCLs provided they are cost effective alternatives for circuit breaker re-
placements. Considering the crucial role FCLs are expected to play in future utility
grids, the network operators will require performance evaluations before deploying
these devices. Of particular interest is the effect an FCL will have on the network
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and existing switchgear [8]. However, responses received from the utilities in the
2004 EPRI survey suggested that their level of awareness, regarding the potential
impact of FCLs on protection schemes and the extent of other integration issues
that could arise, was fairly limited. The lack of literature available in this area, at
the time of the survey, may have contributed towards this ambivalent opinion of the
survey respondents.
Since then, several publications have reported on the potential grid integration
issues of FCLs considering behavioural models of solid state current limiters and
superconducting FCLs [9–11]. These are discussed further in Chapter 2 of this thesis.
The work presented in this thesis aims to fill the existing voids in this research area
by investigating the potential concerns that could arise when integrating saturated
core FCLs into existing power systems. One major reason for this is the difficulty in
representing saturated core FCLs in transient network analysis programs due to their
intricate magnetic characteristics. Nonetheless, before deploying this technology in
utility grids, it is imperative to understand the transient behaviour of these devices
and the interactions they will have with the existing switchgear and protection
systems.
1.2 Research Objectives and Methodologies
The aim of the work presented in this thesis is to make contributions to the general
study of saturated core fault current limiters by addressing key research gaps pre-
vailing in saturated core FCL network analysis research. Some of the areas where
gaps can be identified in the current knowledge of FCLs are:
1. Absence of accurate time-domain models of saturated core FCLs, which would
have the ability to predict the transient response of the devices effectively.
2. Very limited research on the transient behaviour of saturated core FCLs in
electricity networks including:
• effect on transient recovery voltage (TRV) of circuit breakers;
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• effect on power quality such as voltage sags and power system harmonics;
• effect on transient stability;
• impact on the existing principle protection systems;
• evaluation of resetting and re-coordination requirements of protection schemes;
and
• impact on independent power producer installations.
This research has two key objectives:
• to develop an accurate time-domain physics-based model of the saturated core
fault current limiter with a view to use it in network simulation studies; and
• to investigate a variety of transient phenomena when a saturated core FCL is
inserted in to a network.
Computer-aided modelling and simulation is a widely accepted approach for design
verification and analysis of novel power system technologies. Especially, when inves-
tigating power system switchgear behaviour during fault events, use of a transient
simulation tool for modelling is highly beneficial, due to their ability to replicate ac-
tual network behaviour during a fault event in the power system based on available
network data. This thesis aims to establish an accurate time-domain model of the
saturated core fault current limiter, that can provide a platform for investigating
future networks containing FCLs.
Two modelling approaches to representing a saturated core FCL are proposed,
with their relative merits and demerits discussed. The models are implemented in
the pscad/emtdc electromagnetic transient simulation package. The modelling is
supported by subsequent time-domain simulations and validated by experimental
observations. The adaptability of the proposed modelling approaches in accommo-
dating different saturated core FCL topologies, is also examined.
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Installation of any type of current limiting device will have certain effects on
power system switchgear, which are typically configured to existing network condi-
tions. The second objective of this thesis is to investigate the transient behaviour of
saturated core FCLs in electricity networks, with an aim to identify potential prob-
lems that could arise when integrating saturated core FCLs into existing systems.
These include analysing the steady state and transient behaviour of saturated core
FCLs under different system conditions. Further studies are carried out to examine
the influence of a saturated core FCL installation on existing power system protec-
tion schemes. Several other FCL application considerations such as effects on circuit
breaker transient recovery voltage, voltage sags, harmonic distortion and transient
stability are also discussed.
To simulate the transient behaviour of saturated core FCLs in real power net-
works, the FCL model proposed in this thesis is used along with detailed pscad/
emtdc network models developed based on real power system data. e-tran trans-
lator program is used to translate power system data from pss/e load flow format
for use in pscad/emtdc and to generate the base network models. Further detailed
modelling of the networks are then carried out around the main points of interest.
The validation of the network models developed is accomplished through frequency
scans and load-flow studies. Using the developed FCL model and the grid models,
several case studies are conducted to examine the interactions between the FCL and
the power grid and the impact these interactions will have on the system and the
overall performance of the device.
Firstly, the performance of an FCL during steady state un-faulted conditions
is examined, focusing particularly on steady state voltage drop and the effect on
network power flow, and evaluated against the performance of an air core reactor.
Short-circuit studies are also conducted considering different network configurations,
where the operation of the device is examined under different types of fault condi-
tions of varying magnitudes and duration. Subsequently, an analysis of the inter-
actions between a saturated core FCL and three commonly employed protection
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schemes in HV transmission systems overcurrent, distance and differential is
carried out to ascertain possible effects and to identify potential resetting require-
ments of the protection schemes. The impact an FCL will have on circuit breakers,
in terms of interrupting burden and the TRV associated with the circuit breakers
when interrupting an FCL-limited current, is also investigated. Several other po-
tential concerns associated with saturated core FCL application such as effects on
voltage sags, power system harmonics and power system stability are also discussed.
1.3 Thesis Outline
A brief summary of the contents of the remaining chapters of this Thesis is provided
here.
Chapter 2 presents a review of the relevant literature published in the subject
area of this thesis. A brief overview of different types of FCL technologies that are be-
ing developed is given, focusing on three main categories of FCL technologies solid
state FCLs, superconducting FCLs and saturated core FCLs. The basic operating
principle of a saturated core type FCL is discussed in detail, and a review of dif-
ferent saturated core FCL topologies is given. An analysis of the existing saturated
core FCL modelling techniques is presented, with advantages and limitations of each
modelling technique discussed. A review of existing work that has been conducted
to investigate potential FCL grid integration issues is presented and key research
gaps related to saturated core FCL applications and performance studies in utility
grids are discussed.
Chapter 3 presents two modelling approaches to represent the FCL in transient
network simulators: the Nonlinear Reluctance Model and the Nonlinear Inductance
Model. The model development, simulations and experimental validation is given.
The adaptability of the proposed modelling approaches in accommodating different
saturated core FCL topologies, is discussed.
Chapter 4 presents several case studies at different voltage levels undertaken
in the pscad/emtdc transient simulation package to analyse the operational be-
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haviour and performance of saturated core FCLs in utility grids. The Nonlinear
Inductance Model of the saturated core FCL, introduced in Chapter 3, is utilised
to model the device and predict its electrical behaviour when applied to network
simulations. Different network configurations are considered and the operation of
the device is tested under different fault conditions.
Chapter 5 presents a comprehensive analysis, focusing on the influence a sat-
urated core FCL installation has on existing power system protection schemes. A
review of protection schemes and their general susceptibilities to current limiters is
given, followed by case studies on a real power network. The effects on each protec-
tion scheme are analysed in separate subsections and subsequently possible revisions
to these protection schemes are proposed.
Chapter 6 discusses several other application considerations that network oper-
ators may need to take in to account when considering a potential FCL installation.
The influence of a saturated core FCL on the interrupting duty of a circuit breaker
is discussed and potential effect on voltage sags is evaluated. A harmonic analysis
of a system with a saturated core FCL installation is given and the impact of FCLs
on power system transient stability is discussed.
Chapter 7 consolidates the major findings and presents final conclusions on the






Continuous growth in the electricity demand, along with the perpetual expansion
and reinforcement of interconnected high voltage electricity networks, have been
noted to cause an increase in system fault current levels. Chapter 1 discussed the
need for fault current limitation in modern power systems and different fault current
mitigation measures that have been employed by electricity utilities with varying
degrees of effectiveness. A fault current limiter is one such device that has attracted
significant attention from both researchers and electricity utilities. A number of
different FCLs with distinct limiting technologies are currently being developed.
This chapter gives a brief overview of different types of FCL technologies that are
being developed and their applications. Section 2.2 presents desirable attributes of
an ideal FCL. A review of existing FCL concepts is given in Section 2.3, where three
main categories of FCL technologies solid state FCLs, superconducting FCLs and
saturated core FCLs are discussed. Amongst the emerging fault current limiting
technologies, saturated core FCLs are currently considered to be one of the most
promising. Section 2.4 presents the basic operating principle of a saturated core type
FCL, which in essence is a variable inductance iron core reactor. Different saturated
core FCL topologies, including single-core topologies with bridge rectifiers, and dual-
core topologies such as the open core, closed core and hybrid-core configurations,
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are also discussed. Due to the intricate nonlinear characteristics of saturated core
FCLs, modelling the transient behaviour of these devices have always been consid-
erably difficult. A review of the existing saturated core FCL modelling techniques is
given in Section 2.5, where advantages and limitations of each modelling technique
is discussed. Section 2.6, presents an analysis of the potential grid integration issues
of different types of FCLs in power systems. A review of existing work which in-
vestigates these issues is presented and key research gaps related to saturated core
FCL applications and performance studies in utility grids are discussed.
2.2 Functional Requirements of an FCL
As stated in Chapter 1 utilities are becoming increasingly interested in novel fault
current limiting technologies that can offer reliable current limitation with minimal
impact during normal operation. The need for such a device has been established
for over four decades [12] and reaffirmed in more recent studies [7].
The CIGRÉ Working Group A3.10 defined a set of parameters to characterise
the limiting behaviour of an FCL in [13]. This includes parameters such as fol-
low current ratio, peak current limiting ratio, current limiting ratio, action time,
fault duration time and recovery time. From review of literature a set of desirable
attributes of an ideal FCL can be established [7, 13].
Under normal (un-faulted) system conditions, the FCL is expected to have:
• low impedance during normal operation;
• low voltage drop;
• minimal impact on power flow;
• low power loss; and
• minimal distortion.
In case of a fault, the FCL is expected to:
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• differentiate between a temporary overcurrent situation and an actual fault
event and provide immediate response;
• limit the first current peak by decreasing the rate-of-rise of the current within
the first quarter cycle;
• tolerate mechanical stresses;
• provide fail safe limiting operation;
• provide an appropriate follow current (less than the prospective fault current)
enabling the operation of downstream protection;
• endure a sequence of recurring faults; and
• recover immediately following fault clearing;
Several other attributes such as minimal effect on existing protection, low weight
and compact design, reliable operation and low level of maintenance requirements
are considered desirable in an ideal current limiter. Note that while these provide
general attributes for fault current limiting devices, the fault current characteristics
can vary considerably between different FCL technologies.
2.3 Fault Current Limiting Technologies
The literature in the subject area, concerning fault current limiting technologies and
concepts, is extensive covering a number of different fault current limiting devices
which have been designed, prototyped and tested worldwide [8, 14]. A brief review
of several different fault current limiting technologies is presented in the following
subsections.
2.3.1 Solid State Fault Current Limiter (SSFCL)
Solid state fault current limiters use a combination of inductors, capacitors, resistors




















Figure 2.1: Resonance based solid state FCL - switching arrangements
current of the power system. Electronic switches are utilised to insert reactors
or resistors into the path of the fault current following a fault event, resulting in
an increase in the series impedance. There are several different types of SSFCLs
proposed to date such as Resonance based devices, Impedance switch-in limiters,
Bridge type FCLs and Hybrid FCLs.
Resonance based FCL
Resonance based FCLs are discussed in [15, 16], where the fault current reduction
is achieved through the insertion of a parallel resonant LC circuit in series with the
line during a fault using thyristor switches. Two possible switching arrangements are
shown in Figure 2.1 [16]. In Figure 2.1a when a fault occurs, the thyristors/GTOs
are turned on in such a way that the inductor is connected in parallel across the
capacitor, forming the parallel resonant circuit thus limiting the fault current. In
Figure 2.1b the GTOs are turned on during normal system operation and are turned
off when fault current limiting has to be achieved.
Impedance switch-in limiters
In Impedance switched bypass limiters an impedance is connected in series with
the line and GTOs are connected in parallel with this impedance. Under normal









Figure 2.2: A typical bridge type solid state FCL arrangement
Following fault inception, the GTOs are turned off, introducing a large impedance
to the system and thus limiting the fault current [17].
Bridge type FCLs
A typical bridge type solid state FCL arrangement is given in Figure 2.2. In the
bridge type SSFCL proposed in [18], following the fault inception, the stored energy
of a reactor is fed to the power system by operating a thyristor bridge as an inverter.
This design has been refined and further developed in [19,20].
Hybrid FCLs
A novel concept for a hybrid FCL based on a combination of semiconductors,
temperature-dependent resistors, and an ultra-fast mechanical switch is shown in
Figure 2.3 [21]. During normal operation, all three switches are closed and the GTO
is gated-on. Following a fault, the ultra-fast mechanical switch opens and the GTO
is gated-off, forcing the current into the limiting impedance path.
Whilst in general SSFCLs have the advantage of immediate recovery, many of
the solid state current limiter designs have shortcomings such as the on-state losses of
the semiconductors, voltage sags during faults, high cost and complicated auxiliary










Figure 2.3: Hybrid type solid state FCL arrangement containing a GTO, fast-
opening transfer switch (FTS), fast-opening disconnecting switch (FDS), limiting
impedance (PTC-resistor) and a load switch (LS)
2.3.2 Superconductor Fault Current Limiter (SCFCL)
Superconducting fault current limiters use superconducting materials to limit the
current directly or use superconductor DC coils to bias an iron core driving it to
saturation (the latter is discussed as a separate type under saturated core FCLs).
The earliest designs used low temperature superconductors (LTS) [24] that have a
low transition temperature. LTS materials are generally cooled with liquid helium
and due to the low operating temperature the cooling costs are extremely high and
therefore FCLs that use LTS are not commercially viable. Since the discovery of high
temperature superconductors (HTS) in 1986, which have a relatively high transition
temperature and can be cooled by relatively inexpensive and less complex liquid
nitrogen systems, the SCFCL has been an area of active research interest. With
the advancement of superconducting materials and magnet technologies, different
types of superconducting fault current limiters have been designed and developed
to date [6, 13,25–29].
The basic operation of an SCFCL is dependent on the nonlinear response of su-
perconducting materials to temperature, current density and variations in magnetic
field [13]. In steady state, the SCFCL allows for the load current to flow through it
without an appreciable voltage drop across it. However, in the event of a fault, the
high fault current causes the superconductor to quench resulting in a transition from
negligible impedance at normal load current to a higher impedance instantaneously,
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effectively limiting the current. After the fault is cleared, the SCFCL is cooled again
to the temperature below its critical temperature, thus regaining its low-impedance
superconducting state and becomes ‘transparent’ to the power system.
Resistive SCFCL
The basic circuit diagram of a resistive SCFCL is illustrated in Figure 2.4 where a
superconductor is connected directly in series with the line carrying the rated load
current [29–31]. During a fault, when the fault current exceeds the critical current
density of superconductor, it quenches and hence increases the associated resistance
exponentially. The shunt impedance (Zshunt) limits the voltage increase across the
superconductor (due to rapid increase in Rsc) as well as protects the superconduc-
tor from non-uniform heating (commonly known as hot spots) during quenching.
During the limiting phase, the quenching of the superconducting material causes
the superconducting element to heat up temporarily and thus a recovery time is
required for the cryogenic cooling system to restore the superconductor back to the
operating temperature [22]. One of the major drawbacks of this approach is the
slow recovery of the superconducting element.
5B;
5B>D@C%1B>D@CZshunt
Figure 2.4: Basic circuit of a resistive SCFCL
Shielded-core SCFCL
The basic circuit diagram of a Shielded-core SCFCL is illustrated in Figure 2.5.
Shielded-core SCFCL depends on the quenching action of superconductors much
like the resistive SCFCL, however unlike the latter, in the shielded-core SCFCL the
high temperature superconducting component is mechanically isolated from the re-
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mainder of the circuit. The principal of operation is similar to a transformer with
the secondary side shunted by a superconducting element. During normal operation,
the current induced in the superconducting cylinder balances the ampere-turns in
the primary winding preventing flux penetration to the iron core and thus ‘shielding’
the iron core. During a fault, increased current on the secondary causes the super-
conductor cylinder to quench resulting in an increased resistance. Subsequently, flux
enters the iron core inserting a high impedance into the line and limiting the fault
current [22,32]. Recovery of the superconducting element of a shielded-core SCFCL
is faster than that of the purely resistive type, however, re-cooling is still required.










Figure 2.5: Shielded-core SCFCL
Saturated core SCFCL
The basic concept of saturated core type SCFCLs has been reported extensively
to date [25, 33–37]. Since many saturated core FCLs also include superconducting
technologies, they are commonly categorised as superconducting devices. However,
unlike other superconducting FCLs, saturated core FCLs rely on the nonlinear char-
acteristics of ferromagnetic materials to vary the FCL impedance between faulted
and un-faulted states. Superconducting materials are used in saturated core de-
vices, largely, to enhance their performance. Use of HTS coils as DC bias coils,
for an example, can improve the current limiting capability, magnetic field inten-
sity and reduce power losses. HTS saturated core FCLs are also more compact in
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design. While saturated core FCLs can also be successfully designed entirely of non-
superconducting components, the resultant devices are often quite bulky in size and
mass.
Despite active research and development in superconductor current limiting de-
vices, the commercialisation of the SCFCLs has been hindered by various technical
and economical issues as summarised in [38].
2.4 Saturated Core Fault Current Limiter
2.4.1 Operating principle
The basic configuration of a saturated core FCL is shown in Figure 2.6. It consists of
two iron cores surrounded by two separate copper coils wound in opposite directions
carrying the same AC line current. The cores can be saturated using an additional
coil carrying a DC bias current (which can be either superconducting [6, 35–37, 39]
or copper coils), energised by a DC power supply [28,40,41] or by using a permanent
magnet [42, 43].
The operation of a saturated core FCL can be demonstrated through an analysis
of the magnetisation properties of a typical steel core material as shown in Figure 2.7.
During steady state un-faulted conditions, as the AC line current flows through the
AC windings, and the resulting flux density oscillates through a minor loop (C-E)
on the B-H curve as shown in Figure 2.7. As can be seen, the permeability of the
material in this region of the B-H curve is approximately equal to the permeability of
air; resulting in an AC winding impedance equivalent to that of an air-core inductor.
Following fault inception, the rising fault current generates an AC magnetic flux
large enough to drive one of the cores out of saturation into the steep region of
the B-H curve (towards F). As can be seen from Figure 2.7, the permeability of
the core material is much larger in this region. The higher permeance results in a
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Figure 2.7: Material properties of M6 electric steel
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One important aspect of a saturated core FCL is that, while one half of the
AC cycle sets up magnetisation forces that counteracts the initial saturating field
(induced by the DC coils), the magnetisation field set up by the other half of the
AC cycle reinforces the DC-induced saturating field. Hence, to effectively limit both
the positive and the negative half cycles of the AC current, it is necessary to have
two cores and AC coils per phase. Alternatively, [44] proposed an FCL with one
saturable core and a bridge rectifier per phase to limit both half cycles of the AC
current. A typical arrangement of a saturated core FCL with a bridge rectifier is





Figure 2.8: Saturated core FCL with a bridge rectifier
For the dual core configuration shown in Figure 2.6, during un-faulted conditions
the permeability of the device is approximately that of air (µ0 = 4π × 10−7H/m).
The terminal impedance of the device at this state (insertion impedance, Zins) is
approximately equal to the sum of the air-core impedances of the two AC coils, as








where ω is the frequency in radians per second, nac is the number of turns of
each AC coil, Acoil is the cross-sectional area and h is the height of each coil, and β
is a variable that is dependent on the AC coil geometry.
As explained earlier, during each half cycle of the fault current, one of the cores
is driven out of saturation while the other core remains saturated. The impedance of
the AC coil associated with the latter core (one that remains saturated) is equivalent
to the air-core impedance of a single coil. The magnetic flux associated with the
core that de-saturates, varies from the maximum value to minimum value, as the
fault current increases from zero to its peak value. Hence, assuming that the entire
B-H loop is traversed during each half fault cycle, the fault impedance of this coil





where Acore is the cross-sectional area of the core, Bsat is the maximum flux
density at saturation and Ifault is the limited rms fault current.
While the actual FCL impedance during a fault event is not a constant for
saturated core FCL, the ‘fault impedance’ imposed by the FCL at a given time
during the fault cycle can be estimated based on individual coil impedance at each
half cycle given in (2.3) and (2.4). Hence, the fault impedance (Zfault) can be
estimated as [41],













The saturated core FCLs exhibit several desirable attributes discussed in Sec-
tion 2.2. These include:
• self-triggering capability and immediate reaction to fault;
• low impedance and negligible power losses under normal grid conditions;
• maintaining a superconductive state at all times;
• post-fault immediate recovery; hence can handle successive actions unlike the
quench-type FCLs; and
• failsafe operation.
While these features render saturated core FCL technology a foremost candidate
for providing commercial solutions to fault current problems, size, core volume,
mass, and cost concerns have hindered them from reaching their full commercial
potential [37].
2.4.2 Saturated Core FCL Topologies
Since the design of the first single-phase saturated core FCL prototype in 1982 [33],
a number of different saturated core FCL topologies have been designed, proto-
typed and tested. These include single-core topology with a bridge rectifier, and
dual-core topologies such as the open-core, closed-core and hybrid-core configura-
tions. These topology variations have been introduced due to a number of reasons
- such as performance considerations, cost considerations, mass, size and construc-
tion considerations [41]. Since the focus of this thesis is on dual-core saturated core
FCLs, a brief review of several dual core topologies will be presented in the following
subsections.
2.4.2.1 Open-core topology
The concept of a single-phase saturated core FCL with an open-core arrangement
is shown Figure 2.9. As can be seen, this topology involves the cores and the as-
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sociated AC coils being enclosed by a DC bias coil or coils in a magnetically open
configuration, with respect to both AC and DC. Since the AC and DC systems are
electrically and physically isolated, less transformer coupling between the two sys-
tems have been observed [41]. Compared to a closed-core FCL (shown Figure 2.10),
where a high permeability magnetic return path is provided, in an open-core FCL
the return path is through air. Hence, an open-core FCL requires considerably less
material than a closed-core with equivalent performance, significantly reducing the
size, mass and the complexity of the device. Biasing open-core FCLs however, can
be challenging since they typically require a significant level of ampere turns to fully
saturate the cores. In commercial-scale open-core devices superconducting coils are




Figure 2.9: Single-phase open-core saturated core FCL configuration [41]
2.4.2.2 Closed-core topology
A typical arrangement of a saturated core FCL with a closed-core topology is illus-
trated Figure 2.10. The inner core and associated coil arrangement is similar to that
of an open core arrangement, with two inner saturable iron cores and associated AC








Figure 2.10: Single-phase closed-core FCL configuration
current). However, unlike an open core arrangement, where the return path for flux
is through air, in a closed core topology a return path for flux is provided through
the yokes and the two outer limbs. To ensure that these return limbs remain in
a highly permeable state (and not saturate along with the inner cores), they are
typically made with 10% to 30% more cross-sectional area than the inner cores [45].
Compared to an open-core device, the biasing requirement for a closed-core device
is considerably less demanding [41]. However, with the extra material used in the
yokes and the return limbs, this arrangement can significantly increase the mass and
the size of a saturated core FCL.
2.4.2.3 Hybrid-core topology
Hybrid-core topologies are arrangements of magnetic cores and associated coils, fea-
turing some characteristics of both open-core and closed-core topologies. A hybrid-
core FCL topology is proposed in [46] where the DC bias coil is wound on a closed
magnetic core that is open with respect to the AC coil. Addition of a yoke made
of magnetic material between the two cores of the open core FCL (with no outer
limbs such as in closed core) results in another type of hybrid-core topology, where
the cores can be considered to be in an open configuration relative to the DC coils
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and in a closed configuration relative to the AC coils. Hybrid-core arrangements
have several key advantages over open-core or closed-core topologies. Compared to
a closed-core arrangement, hybrid arrangements typically reduce the mass of the
FCL and the coupling between the AC and DC coils. The biasing requirement has
also been found to be less demanding than for an open-core FCL.
2.5 Saturated Core FCL Modelling
As saturated core FCL technology is becoming more commercially and technically
viable for electricity utilities, the demand for accurate simulation models that can
demonstrate the transient behaviour of these devices in electricity networks is rapidly
growing. Most electromagnetic devices operate predominantly in the linear region of
the B-H curve. Saturated core FCL operation however, extends to the nonlinear re-
gion of the B-H curve, with impedance transition of the device occurring around the
knee point of the B-H curve. The intricate nonlinear characteristics of the magnetic
cores during FCL operation, has rendered modelling this device considerably diffi-
cult. Hence, experimental measurements and finite element method (FEM) analysis
have been the most prevalent techniques used to characterise the transient behaviour
of the device.
The electromagnetic characteristics of different FCL topologies of the saturated-
core FCL has been experimentally analysed (under test conditions or in a live-grid)
in a number of previous studies [28,35,36,40,41,47]. These experimental work have
contributed significantly towards identifying issues associated with the technology
and improving the overall performance of the device, particularly during the early
development stage of saturated core FCL technology.
Saturated core FCLs are typically specialised one-off devices and hence in prac-
tice, FEM-based analysis is invariably used as a design verification tool due to its
ability to accurately represent the geometry and the physical behaviour of the de-
vice [48]. Finite Element based FCL models can account for all flux effects including
leakage and fringing effects, thus allowing the nonlinear characteristics of magnetic
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materials to be accurately modelled. Despite its usefulness as a design verification
tool, an FEM-analysis cannot be used directly to analyse the transient electromag-
netic behaviour of FCLs in complex power systems. While it is possible to interface
an FEM model with some electromagnetic transient (EMT) programs to perform
electromagnetic analysis in complex systems, the computational time associated
with such a coupling can be substantially high.
Several different analytical models have been proposed to-date to elucidate the
behaviour of saturated core FCLs [49, 50]. A brief review of these modelling tech-
niques is presented in this section.
The mathematical model presented in [49] is based on (2.5) where per phase
inductance (L) of the FCL due to the core flux alone (i.e., ignoring leakage flux) is








where Acore is the cross-sectional area of the iron core, nac is the number of turns in
the AC winding, l is the length of the flux path around the core and dB
dH
is the slope
of the B −H curve of the core material at an operating point.
A curve fitting approach is used to approximate the B−H characteristic of the
core material and to estimate dB
dH
using (2.6). The net magnetic field intensity H
here is determined combining the effects of both the AC and the DC fields of the
device as given in (2.7),
dB
dH
= eaHce bH (2.6)
H = NdcIdc ± naciac
l
(2.7)
where Ndc is the number of turns in the DC winding, Idc is the DC current and
iac is the AC line current.
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Two major limitations of this modelling approach are:
1. The model neglects the effect of AC fault current on the DC bias, i.e., it
assumes the DC bias current to be constant. However, practically the AC
fault current will have an effect on the DC bias current as shown in Chapter 3
of this thesis. While the effects are more prominent in some topologies than
others, the ‘transformer coupling’ [51] between the AC and the DC systems in
saturated core FCLs can have a considerable influence on the FCL behaviour.
2. Since the model, in its derivation, ignores the leakage flux of the device it is
not universally applicable to most saturated core FCL topologies. The model
is more applicable to closed core FCL topologies where the effects of leakage
flux is negligible.
The closed form mathematical expression (2.8) proposed in [50] is another promi-
nent model that has been used to describe the transient behaviour of the saturated
core FCL. In the model proposed in [50] the B − H curve of the core material is
approximated to an inverse tangent function, and hence the magnetic flux density














where iac is the instantaneous line current, Imax is the line current at which the
core is fully saturated and Bsat is the average magnetic flux density level at full
saturation. K is a factor which determines the range of line currents where the
magnetic state of the cores actively change from saturate to unsaturated.






where Acore is the core cross-sectional area. Note that if L̃ < Lair or iac > Imax,
then L̃ = Lair, where Lair is the equivalent air core inductance.








































To estimate the parameters (Bsat, Acore and Imax) of the closed-form equa-
tion, [50] proposed the use of curve fitting procedures based on static FEM simula-
tions. While the model performed reasonably well in predicting the FCL behaviour
qualitatively, quantitative discrepancies in current and voltage magnitudes can be
observed in model validation exercises. Further analysis revealed that, similar to
the previous model discussed [49], this modelling approach does not incorporate
the transformer coupling effect between the AC and DC windings during a fault.
2.6 FCL Grid Integration
2.6.1 Potential Applications of FCLs
Possible applications of SCFCL in an urban power system is discussed in [52, 53]
focusing in particular on technical and economic benefits an SCFCL application
at different locations on the grid could offer. The potential network locations are
illustrated in Figure 2.11.
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An FCL in a generator interconnection location limits the fault contribution
from the generator unit, thereby lowering the stress on other system switchgear.
FCL devices also have applications in power station auxiliary systems.
FCL devices can be used to couple distribution systems, particularly at the
connection points of large distributed generators. A network-coupling FCL improves
voltage stability, reliability and provides protection from problematic voltage sags
and high fault levels.
Installing an FCL at a bus-tie location in the network, has often been preferred
by the utilities due to the additional benefits such a placement offers [24, 54]. A
bus-tie FCL typically allows two buses to be tied without significantly raising the
fault current level of the system and enables greater network flexibility and improved
reliability.
An FCL in an incoming feeder limits the contribution from the feeder to the
total short-circuit current of the system. In contrast, an FCL in an outgoing feeder
limits the contribution of the system to the short-circuit current in that particular
feeder and protects downstream devices. An incoming feeder-FCL has the added
advantage of greater system availability due to the parallel connection of the feeding
generators and transformers.
An FCL can be used as a shunt path for a current limiting reactor under normal
grid conditions, thereby avoiding voltage drop and losses associated with conven-
tional reactors. FCLs can also be used to protect other superconducting devices
(such as superconducting cables) to protect them from quenching.
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Fig. 3.   Definitions related to fault current limiters 
   a)  Fault current limiter with current limitation only 
   b)  Fault current limiter with current limitation and interruption 
 
ta: action time (time required from fault initiation at t = 0 to 
maximum limited current (3)) 
td: fault duration (time defined from fault initiation at t = 0 
to fault current interruption). 
tr: recovery time (time between current interruption  and 
return of the fault current limiter to its initial  operation state 
at low impedance) 
V.  POTENTIAL APPLICATIONS AND PROTECTION 
Protection devices in power systems are indispensable 
even if FCLs are applied. A power system will be generally 
not energized without a proper protection design and 
protection settings matched to the system configuration.  
Protection behavior can be divided into the steady state and 
the transient attitudes. On the other hand there are different 
protection principles which are processing different physical 
values of the power system. The main protection principles 






Overcurrent 50/51N, 67/67N 
Breaker failure 50BF 
Distance  21 
Low impedance differential 87 Low 
High impedance differential 87 High 
Over / under voltage 27/59 
Frequency 81 / Overflux 24 
Machine specific functions 
 
Depending on the current limiting technique used, as 
mentioned in section II, today’s protection concepts have to 
be adapted or revised to ensure proper network protection 
selectivity. A relationship between fault-current limiters and 
protection schemes should be established by taking into 
account both protection and network specific issues, such as 
the impact of different FCL technologies, existing and new 
protection concepts, selectivity and innovative network 
configurations.  
In principle, protection systems can be influenced by 
following functional sub items: 
-  measuring 
-  pick-up 
- processing  
-  co-ordination. 
Measuring: Transmission errors of inductive current 
transformers under steady state and transient conditions are 
causing a difference between the primary and secondary 
signals. In this case the protection relay is not sensing the 
“reality”. 
Pick-up: The pick-up unit distinguishes between load and 
fault case and is widely based on the current signal. If the 
current signals are not sufficient for proper pick-up additional 
criteria have to be used. 
Processing: The measured values have to be evaluated 
regarding their magnitude, phase angle, etc. Based on that, the 
decision has to be made, whether and when the corresponding 
CB must be tripped to clear the fault. 
Co-ordination: For realization of a selective, sensitive and 
reliable protection system, the relays must be co-ordinated 
among each other and regarding the networks structure, type 
of network devices and the steady state and transient network 
behavior. 
Possible applications of FCLs in transmission and distribution 
systems are presented in Fig.4. The ongoing work of the WG 
A3.16 is to analyze the main difficulties in the application of 
FCLs regarding protection issues e.g. in terms of location, 




Fig. 4.  Typical  high voltage network with different short-circuit levels 
 
Therefore, the WG will focus the investigations in a first step 
on the main protection principles overcurrent, distance- and 
differential protection. The different FCL techniques are not 
considered according to their real physical behavior but 
furthermore as black box representing the principal 
characteristics described in section II. To reduce the wide 
range of FCL applications causing different interaction and 
influence between network and FCLs, the working group 
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Figure 2.11: Possible locations of FCL applica ion in power systems [53]
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2.6.2 FCL Integration Issues
With the maturity of the FCL technology, addressing issues with regard to inte-
grating FCLs to utility grid is becoming increasingly important. In spite of the
extensive scope of literature available in the subject area concerning different fault
current limiting technologies, research addressing the influence of these devices on
the grid and the issues with system integration is limited [4, 55–58]. A number of
potential FCL integration issues have been identified in [55] including;
• potential system configurations and contingencies;
• duration of fault current and the magnitude of current limitation;
• short term fault and reclosure sequences;
• recovery time between faults;
• internal protection features of FCLs, including cryogenic cooling aspects, if
applicable;
• losses associated with current limiters and effects on system power flows;
• FCL maintenance requirements;
• required current and voltage ratings;
• potential operational interactions with other network equipment;
• control of follow current for coordination and to minimise changes to existing
protection schemes and equipment; and
• space limitations, particularly for urban locations and retrofit applications.
Among the significant studies that have been undertaken to examine the behaviour
of FCLs in utility grids, work conducted by the CIGRÉ Working Groups - A3.10,
A3.16 and A3.23 - are notable. CIGRÉ Working Group A3.10 in [13], has laid out
the foundation for a typical investigation on interactions between the FCL and the
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electricity grid. According to [13], a standard investigation should include examining
the impact of an FCL on the existing protection scheme in terms of selectivity, relay
settings and compatibility, as well as the influence on the existing switchgear such
as circuit breakers, impact on the independent power producer (IPP) installations
and effect on the overall system reliability.
As an extension to this work, CIGRÉ Working Group A3.16 [56] analysed possi-
ble effects of several different emerging FCL technologies on the existing protection
principles focusing mainly on the overcurrent, distance and differential protection in
medium and high voltage systems. However, this study was not based on extensive
transient models emulating the true dynamic behaviour of different FCL technolo-
gies, but rather uses simplified models of FCLs in a generalised form in its analysis.
Hence, while [56] provides a general framework for future studies, given the unique
characteristics of different types of FCL technologies, the impact they have on the
power system and its protection schemes could differ considerably depending on the
type of FCL. Therefore, a comprehensive investigation based on the behavioural
models of each FCL technology is essential in examining the potential integration
issues.
At the time of writing of this thesis, several such studies have reported on the
impact of current limiting devices on existing switchgear and protection schemes
considering dynamic models of different FCL technologies [9–11]. These will be
discussed in the following sections.
2.6.3 Solid state FCLs
The effects of a solid state current limiter on power system relaying are explored
in [9] considering both the relaying effects of the SSFCL system itself and the
potential impact of current limiting by the device on existing protective devices.
The report examined several important aspects covering:
• Impact on adjacent relays governed by inverse-time characteristics in terms
of speed of fault clearing; trip times of conventional over current protection
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devices may increase due to the reduction of first peak of a fault current as
well as the subsequent follow current magnitude.
• Possible impact on relay coordination due to harmonics generated by the lim-
iting action; The voltage and current waveforms may be severely distorted due
to the nonlinear impedances introduced into the short circuit path by FCLs
during the limiting events causing some conventional sensors and relays to
mal-operate.
• False readings of impedance relays upstream of the FCL location: The FCL
action may significantly change the network impedance observed by such re-
lays. Distant protection schemes commonly used in transmission systems will
be negatively affected by such readings.
The report further recommended evaluating proposed applications on a case-by-case
basis to ensure effective integration of the device.
The study presented in [10] investigated the potential impact of distorted current
waveforms produced by thyristor-based SSFCL on two coordinated protection relays
in a typical medium voltage (MV) application using an SSFCL model implemented
on a real-time digital simulator (RTDS) platform. The simulation results demon-
strated that due to the distortion of follow current, the tripping times of associated
relays could increase. The study concluded that for applications that could poten-
tially cause considerable distortion in the follow current, the coordination of relays
must be re-examined, especially if the associated relays utilise different measurement
techniques (such as measurement of peak versus the fundamental). Administration
of proper firing angle control strategy on the SSFCL to actively control the follow
current is proposed in [10], thereby eliminating undesirable effects on coordinated
relays with different measurement techniques. Experimental results derived in [59]
using a SEL-311C distance relay and a prototype SSFCL further verifies the simu-
lation results of [10].
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2.6.4 Superconducting FCLs
The limiting performance of a resistive SCFCL installed in an electrical distribution
grid is analysed in [30, 60] using an electromagnetic transient program. Simulation
studies demonstrated that further to limiting the fault current to an acceptable level,
the resistive SCFCL can mitigate the voltage sag levels during a fault event. The
presence of the FCL was also shown to reduce the transient over-voltage and the
TRV across the circuit breaker.
The effect of a resistive SCFCL on a utility type impedance relay was investi-
gated in [61], using a real time hardware-in-the loop experiment. The simulation
results demonstrated that due to dynamically changing SCFCL impedance, faults
within the protection zone may not be picked up correctly by the associated relays.
The impact of a fast switching resistive FCL on a distance protection scheme is
investigated in [62], with some methods of modifying the mho relay characteristic
suggested. The measured impedance at the relaying point where resistive and in-
ductive FCLs are installed are evaluated in [63,64]. The presence of the FCLs were
shown to affect the measured impedance and consequently the distance protection
schemes.
2.6.5 Saturated core FCLs
The transient behaviour of saturated core FCLs in different distribution system
configurations were investigated in [49] using pscad/emtdc. Two different im-
plementations of the FCL were considered: (1) two FCLs in series with HV/MV
transformers on the incoming feeders (2) a single FCL on split bus. For both cases,
the simulation results demonstrated that the FCLs can achieve the desired fault cur-
rent reduction. However, the simulated AC current waveform during fault current
limiting was shown to be clipped to a square wave, indicating significant current
harmonics. In practice, the actual limited current waveforms are seen to be more
closer to a modified sinusoidal wave. Hence, the square-wave-clipping operation of
the ac current is likely to be a result of the limitations in the saturated core FCL
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modelling technique used.
The operational experience of the first commercial installation of HTS saturated
core FCL in the United States, where a 15 kV device was installed in the the Avanti
distribution circuit of Southern California Edison Company is discussed in [40]. The
FCL underwent extensive testing before installation and experienced its first-in-grid
fault in 2010. Based on the voltage data recorded, it was seen to be a multiphase
sequence of fault events lasting over a three second period during which the FCL
operated as designed and limited the fault current. Since its installation, the 15
kV Avanti FCL has also sustained an unexpected loss of DC magnetic bias, causing
the FCL to remain on-line in an unbiased condition. Based on the actual field data
obtained during this event, simulations of a resonance event were performed in [65].
The results demonstrated that under low load conditions, at certain values of reactive
shunt compensation, full insertion of the reactance of the FCL can cause a sustained
but damped resonance. Resonance suppression preventive measures, including pre-
installation system simulation studies with capacitor banks in the vicinity to identify
these conditions, are also proposed in [65].
While some work has been conducted to investigate potential grid integration
issues of FCLs, based on the review of the existing literature, it was seen that
further work is required to address key research gaps related to saturated core FCL
applications and performance studies in utility grids.
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2.7 Conclusions
An overview of different types of FCL technologies which have been proposed and
those currently being developed and their applications were discussed in this chap-
ter. Immediate and reliable current limitation with minimal impact during normal
operation were established as some of the desirable attributes of a current lim-
iter. A review of existing FCL technologies belonging to three main categories -
semiconductor-based, superconductor-based and saturated core FCLs was presented.
The relative advantages of each technology as well as the shortcomings that hinder
them from reaching their full commercial potential were also discussed.
Amongst the emerging fault current limiting technologies, saturated core FCLs
are currently considered to be one of the most promising. The operating principle
of a saturated core type FCL was discussed in detail. A saturated core FCL, in
essence, utilises the dynamic and magnetic permeability of steel cores to function
as a variable inductance reactor. Over the years different topology variations of
saturated core FCLs have been introduced due to several considerations including
performance, cost, mass, size and construction feasibility. Different saturated core
FCL topologies, including single-core topologies with bridge rectifiers, and dual-core
topologies such as the open core, closed core and hybrid-core configurations and their
advantages and drawbacks were discussed.
An analysis of the existing saturated core FCL modelling techniques was pre-
sented, with advantages and limitations of each modelling technique discussed. The
literature revealed that experimental measurements and FEM analysis have been the
most prevalent techniques used to characterise the transient behaviour of these de-
vices. Both these techniques while accurate, can not be used to analyse the transient
electrical behavior of FCLs in real power systems, particularly when investigating
power system switchgear behaviour during fault events. FEM-based FCL modelling,
despite its usefulness as a design verification tool, can not be interfaced directly with
all EMT programs that are in use today.
The closed form equations that have been presented in the literature to describe
36
the transient behaviour of dual-core saturated core FCLs, have been mostly devel-
oped from various approaches to approximate the B-H characteristics of the core
material. To estimate the parameters of these closed-form equations, curve fitting
procedures have been utilised based on static FEM simulations. While the models
performed reasonably well in predicting the FCL behaviour qualitatively, quantita-
tive discrepancies in current and voltage magnitudes have been observed in model
validation exercises. Further analysis revealed two major limitations common to
these modelling techniques:
1. Neglecting the effect of AC fault current on the DC bias, by assuming the DC
bias current to be constant. While the effects are more prominent in some
topologies than others, the ‘transformer coupling’ between the AC and the
DC systems in saturated core FCLs can have a considerable influence on FCL
behaviour during a fault.
2. Ignoring the leakage flux effects of the device. Hence it is not universally
applicable to all saturated core FCL topologies.
In spite of the extensive scope of literature available in the subject area concerning
different fault current limiting technologies, research concerning the influence of
these devices on the grid and the issues with system integration was found to be
limited. Among the significant studies that have been undertaken to examine the
behaviour of FCLs in utility grids, work conducted by the CIGRÉ Working Groups
- A3.10, A3.16 and A3.23 - were found to be of great interest.
The following key aspects in relation to saturated core FCL applications and
performance studies in utility grids were identified in this chapter:
1. The significance of understanding the transient behaviour of the device in
actual power networks and the limitations of the relevant research outcomes
available in the subject area.
2. The need for an accurate transient model of the saturated core FCL that be
confidently applied in relation to power system studies to investigate future
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networks containing FCLs.
3. The need for a modelling technique that has the capacity to represent the full
nonlinear range of magnetic operation including the coupling between the AC
and DC coils of the device.
While some work has been conducted to investigate potential grid integration issues
of saturated core FCLs, based on the review of the existing literature, it was seen
that further work is required to address key research gaps related to saturated core
FCL applications and performance studies in utility grids.
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Chapter 3
Modelling Saturated Core Fault
Current Limiters
3.1 Introduction
Chapter 2 introduced the basic operating principle of a saturated core type FCL,
which in essence utilises the dynamic and magnetic permeability of steel cores to
operate as a variable inductance reactor. These nonlinear characteristics of the steel
cores have, however, made modelling this unique device a difficult task. Hence, as
explained in the Chapter 2, experimental measurements and finite element method
(FEM) analysis have been the most prevalent techniques used to characterise the
transient behaviour of the device. Both these techniques while accurate, can not be
used to analyse the transient electrical behavior of FCLs in real power systems, par-
ticularly when investigating power system switchgear behaviour during fault events.
FEM-based FCL modelling, despite its usefulness as a design verification tool, can
not be interfaced directly with some transient network analysers that are in use
today.
As emphasised in Chapter 2, it is important to understand the potential tran-
sient behaviour of these devices in real power systems before deploying these de-
vices in the utility grids. Computer-aided modelling and simulation are fundamen-
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tal steps in demonstrating the benefits of this technology in network applications.
Hence, there is an increasing need for an accurate model of the FCL that can be in-
corporated into electromagnetic transient (EMT) program such as pscad/emtdc.
pscad/emtdc is a time-domain simulation software package frequently used for
electromagnetic transient studies of large systems, particularly when detailed mod-
elling of control systems and nonlinear devices are required.
In recent work [66], the “magnetic circuit concept” was applied to an open core
saturated core FCL where the geometry of the FCL (including all substantial flux
paths in the device) was represented by a magnetic reluctance circuit. This chapter
makes advancements on this magnetic analysis of the open core saturated core FCL,
and proposes two modelling approaches to represent the FCL in transient network
simulators: the Nonlinear Reluctance Model and the Nonlinear Inductance Model.
The Nonlinear Reluctance Model presented in Section 3.2, extends the magnetic
analysis of the open core configuration, by directly coupling the magnetic circuit of
the device to the AC (i.e. AC coils and the grid side network) and DC (i.e. the
biasing arrangement of the FCL) electrical systems of the FCL. The model imple-
mentation in pscad/emtdc is presented and the validity of the proposed model is
examined using experimental results obtained from single-phase saturated core FCL
prototype. While the reluctance modelling approach demonstrated adequate accu-
racy when simulated in a simplified circuit, it was noted that, numerical oscillations
and instabilities occurred when it was incorporated into a large network (even when
using a very small solution time step).
A second modelling approach is proposed in Section 3.3 in order to overcome this
problem. This modelling approach, termed the Nonlinear Inductance Model, intro-
duces a single equivalent electric circuit model of lumped inductors to represent the
saturated core FCL. The initial electric circuit is derived from the magnetic circuit
of the Nonlinear Reluctance Model, using the principle of electromagnetic duality.
The model implementation in pscad/emtdc is presented and the simulation re-
sults of the time-domain model are validated against experimentally measured data
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of a single-phase prototype saturated core FCL.
A key aspect of the proposed modelling approaches is that there is no unique
equivalent circuit model for all devices. Hence, in Section 3.4, the applicability of
the equivalent electric circuit model developed for the open core topology, to a few
other selected FCL topologies, is examined.
3.2 Nonlinear Reluctance Model of FCL
3.2.1 Derivation of analytical nonlinear reluctance model
When modelling electromagnetic systems, such as transformers and various electric
machines with complex geometries, the magnetic circuit concept [67] has often been
used to derive analytical models with adequate accuracy [68–71]. This concept was
extended to saturated core FCL in [66], where the magnetic field of the device was
represented by a magnetic circuit of lumped reluctances.
The topology on which the initial magnetic circuit analysis was applied in [66]
is shown in Figure 3.1. This device represents a basic configuration of a single-
phase saturated core FCL with an open core topology. It consists of two iron cores
surrounded by two separate copper coils wound in opposite directions, carrying the
same AC line current (AC windings). A winding carrying the DC bias current
(which can be either superconducting or copper) encompasses both iron cores and
the associated AC coils.
Figure 3.2 illustrates the significant paths of magnetic flux identified for this
particular arrangement of the FCL. Each of these flux paths is then represented by
a reluctance element in the corresponding magnetic circuit. The iron cores appear as
saturable reluctances while the leakage paths are represented as linear reluctances.
Reluctance elements <c1 and <c2 represent the flux paths through the core sections
and have nonlinear characteristics resulting from the magnetic properties of the
cores. <′y represents the flux paths between the two AC windings (top and bottom)
and, although theoretically these are leakage paths through air, it has been noted
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Figure 3.1: Single-phase saturated core FCL with open-core topology
that the extremities of the iron cores have some influence on them resulting in a
minor non-linearity. However, in most cases <′y can be approximated to be linear.
The leakage paths between the AC and DC coils are represented by <′a and <i,
where the leakage paths linking the inner section of the AC coil with the other
paths is represented by <′a (top and bottom) while remaining leakage paths inside
the DC coil (linking outer section of the AC coils) is represented by <i. <o represents
the leakage flux paths outside the DC coil lumped together. By using simplifying
assumptions the equivalent magnetic circuit illustrated in Figure 3.3 is derived from
Figure 3.2. The top and bottom <′a and <
′
y reluctance elements in Figure 3.2 are
lumped together and are represented by <a and <y respectively in the equivalent
magnetic circuit. F ac1, F ac2 and F dc represent the corresponding magnetomotive
force (mmf) due to the two AC windings and the DC winding respectively. It should
also be noted that considering the symmetry of the magnetic flux paths identified,
the equivalent magnetic circuit in Figure 3.3 is also symmetrical with identical <a,
<i, <o and F dc elements on the left and right sides of the circuit.
The value of each reluctance element is dependent on the particular geometry
of the device and magnetic properties of the cores. These values can be determined
by analysing the magnetic flux distribution in the device using either finite element
analysis (FEA) or experimentation. As described in [66], flux measurements are
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Figure 3.3: Equivalent magnetic circuit of open core FCL adapted from [66]
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taken under the following three test conditions over a range of applied mmf values
(sufficient to saturate the cores) to determine the values of all reluctance elements.
• Test 1 - F dc is varied and F ac1 = F ac2 = 0
• Test 2 - F dc = 0 and F ac1 = F ac2 (varied)
• Test 3 - F dc = 0 and F ac1 = -F ac2 (varied)
Based on the resulting flux measurements, standard circuit analysis techniques and
superposition are used to calculate the value of each reluctance element in the mag-
netic circuit. The magnitudes of <i and <o are determined using Test 1 and Test 2,
along with the series combination of <c + <a. Test 3 is then used to determine the
values of <a and <y as well as the curve for <c. The complete process of deriving
the reluctance values of the circuit in Figure 3.3 is summarised in the Appendix A.
In [66] the reduced reluctance model was implemented in MATLAB, where the
flux linkage of each coil was compared to the results from an FEA simulation for
sinusoidal input current conditions. Excellent agreement between the reluctance
circuit and the FEA results validated the magnetic field analysis proposed by the
model. However, [66] only described and validated the magnetic domain of the FCL
(i.e. flux linkage of each coil for a given current) and did not describe or validate
the transient electromagnetic behaviour of the model (such as the AC/DC currents
and coil voltages during a fault event).
3.2.2 PSCAD/EMTDC Implementation of the Reluctance
Model
The magnetic reluctance circuit described in Section 3.2.1 represents the magnetic
field of the saturated core FCL, including the magnetic coupling that exists between
the AC and DC windings. However, in order to determine the electrical characteris-
tics of the device it is necessary to couple the magnetics with the associated electric
circuits of the device. The saturated core FCL model, described in this section,
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couples the magnetic reluctance circuit with the the AC and DC electric circuits of
the FCL utilising the modelling algorithm highlighted in Figure 3.4.
The model is implemented in pscad/emtdc as a page module containing three
mutually-dependent circuits; the AC circuit consisting of the two AC windings of the
FCL - carrying the AC load current (illustrated in Figure 3.5), the DC biasing circuit
consisting of an external DC power supply energising the DC winding (illustrated
in Figure 3.5) and thirdly, the equivalent magnetic circuit.
The mmfs produced by the AC and DC windings are computed based on the
respective current passing through them at each time step of the simulation using
the relation F = N I; where F is the mmf produced by an N turn winding, carrying
a current I. It should be noted that magnetic circuits can be analysed in a similar
way to electric circuits. That is, the correlation between mmf and magnetic flux in
a magnetic circuit is analogous to the correlation between voltage and current in
an electric circuit. Hence, the magnetic circuit (see: Figure 3.3) is solved to derive
the magnetic flux through each winding (φac1, φac2 and φdc) using the mmf values
computed, based on the F = <φ relation where φ is the magnetic flux and < is the
reluctance of the flux path. These flux values are then used to calculate the voltage
induced in the DC winding (Vdc−coil) and the voltage induced in the AC windings
(Vac−coil1 and Vac−coil2) employing (3.1) and (3.2) respectively. As illustrated in
Figure 3.4 these computed back emf across AC windings are then fed back to the
AC circuit where based on the back emf across each winding, the AC circuit is solved
to derive the new AC current for the next time step. Similarly, the calculated back
emf across the DC winding is utilised to determine the new DC current magnitude for
the next time step. It should be noted that, this interdependency and the time step
mismatch inherent to the model, combined with the numerical instabilities inherent
to the trapezoidal integration method used in emtdc, caused numerical oscillations
and inaccuracies when the model was simulated using a standard solution time step
(in the order of 1 ∼ 50µs). Hence, to avoid numerical oscillations, a sufficiently
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Inserted in series with the power network






















Vfcl = Vac−coil1 + Vac−coil2 + iac(Rac−coil1 +Rac−coil2) (3.3)
In (3.1) - (3.3) the number of turns in each AC coil is denoted by Nac, while
Ndc is the total number of turns in the DC winding. The total flux linking the DC
coil is denoted by φdc and flux through the two AC coils are denoted by φac1 and
φac2. Rac−coil1 and Rac−coil2 are the AC coil resistances and the total voltage across
the FCL is denoted by Vfcl (given in 3.3).
The pscad/emtdc model of the FCL is shown in Figure 3.6. As illustrated,
external electrical nodes (labelled as A and B) are used to connect the FCL model in
series with the network where the fault current is to be limited. The DC and AC coil
voltages are calculated based on (3.1) and (3.2) respectively (using control blocks),
and are passed to the electric circuits as externally controlled sources. The FCL
is interfaced to the rest of the system via these voltage sources representing back
EMF across the two AC coils. Note that coil voltages are initialised to be zero for
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Figure 3.6: pscad/emtdc model of the FCL
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the first time step. A two input selector is used to select the applicable coil voltage
depending on the value of the control signal (which is based on the simulation time).
The voltage across the FCL (Vfcl) is the total measured voltage across the two AC
coils and is recomputed at each time step.
3.2.3 Nonlinear Reluctance Model Validation
3.2.3.1 Experimental Set-up
To validate the proposed reluctance FCL model, experimental data was obtained
from short circuit tests undertaken on a demonstrator-scale 312 VL−N prototype
saturated core FCL. The prototype device is a single-phase device with an open-
core topology (i.e. the return flux paths for both cores are through air) consisting
of two steel cores encompassed by separate copper coils, carrying the same AC line
current. Two DC coils arranged at the centre of the FCL, were used to achieve
the required level of DC bias. To avoid any cryogenic complexities associated with
superconducting coils (for instance, cryogenic overheads such as expensive cryostats,
cryogenic coolers and chillers, along with extensive cool-down times and fragility of
the superconducting coils in the event that the prototype design was unsuccessful),
copper DC coils were used on this prototype. The design parameters of the prototype
device is given in Table 3.1 and a photograph of the prototype device is shown in
Figure 3.7.
A schematic of the UOW FCL test system is illustrated in Figure 3.8. The AC
windings of the prototype FCL were connected in series with the secondary winding
of a 415 : 1039Y transformer. A resistive load bank was used to replicate nor-
mal (pre-fault) load conditions, with auxiliary contactors (controlled by a LabView
program on a PC) being used to short-circuit the load bank and simulate fault con-
ditions. The DC windings of the device were connected to a current controlled DC
power supply through a protection circuit. A custom-built data acquisition system
was used for data collection and to interface with control hardware. A number of
short circuit tests were undertaken on this prototype device at a 1500 A prospective
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Figure 3.7: 312 VL−N single-phase saturated-core FCL prototype. AC and DC
coils are wound on rectangular formers. A timber structure is used to support
the device.
symmetrical fault current and different levels of applied DC bias (varying from 60 kA-
turns to 84 kA-turns). Three of these tests were selected for model verification: (a)
Test 1 at 60 kA-turns , (b) Test 2 at 72 kA-turns and (c) Test 3 at 84 kA-turns the
corresponding circuit test parameters are summarised in Table 3.2.
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Table 3.1: Prototype design parameters
Parameter Value
Core height 0.6 m
Core cross-section area 0.0064 m2
AC coil: width, depth and height1 0.1 m, 0.1 m, 0.39 m
DC coil: width, depth and height1 0.51 m, 0.38 m, 0.105 m
AC coil: number of turns 1 60
DC coil: number of turns 1 100
1Parameter values given for each coil
Table 3.2: FCL test parameters
Parameter Value
Prospective symmetrical current 1500 AA
DC bias1 60 kA-turns, 72 kA-turns,84 kA-turns
AC line voltage (L-N) 312 V
Frequency 50 Hz
AC source impedance (0.1095 + j0.177) Ω
Xs/Rs 1.616
Load resistance 8.79 Ω
AC coil resistance2 0.0098 Ω
DC coil resistance2 0.0733 Ω
Fault type Line to neutral bolted fault
1DC bias applied for Test 1, Test 2 and Test 3 respectively
2Parameter values given for each coil
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Figure 3.8: Schematic of the test system
3.2.3.2 Parameter Estimation
A finite element (FE) model of the prototype FCL was built in the Cedrat Flux3D
package using the physical geometric parameters of the prototype device as well as
characteristics of the electromagnetic properties of each material. The FE model of
the prototype device is shown in Figure 3.9.
The FE model was subsequently used to perform magnetostatic simulations of
the three tests specified in Section 3.2.1. Multiple static solutions for each test were
obtained by varying the mmf applied and the resultant flux linkage values were
used to calculate the reluctance element of each flux path. Figure 3.10 shows the
calculated reluctance values, plotted against the core mmf (the mmf directly acting
on the cores). As shown in Figure 3.10, <c represents a relation between magnetic
flux and mmf, while it is constant at low values of applied mmf, its value increases
as the iron becomes saturated. In comparison, the change in <y as the applied mmf
is increased is minor and thus <y can be approximated as a constant reluctance.
<a, <i and <o appear to be constant irrespective of the level of applied mmf.
Table 3.3 summarises the linear reluctance values derived for this particular





Figure 3.9: Finite element model of the 312 VL−N prototype FCL
reluctance elements <c1 and <c2 is illustrated in Figure 3.11 and the correspond-
ing magnetisation characteristic, illustrating the regions of saturation, is shown in
Figure 3.12.
At each time step of the simulation, the mmf produced in each core from the
previous time step is used to look up the corresponding core reluctance value (<c1
and <c2) from the characteristic reluctance curve shown in Figure 3.11. The core
reluctance values and the linear reluctance values presented in Table 3.3 were used
to solve the magnetic reluctance circuit in the pscad/emtdc simulations.
Table 3.3: Magnetic Reluctance





Core saturation plays a significant role in determining the transient behaviour
of the saturated core FCLs. Typically, in transformer modelling, the iron core be-
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Figure 3.10: Variation of reluctance elements with core MMF


















Figure 3.11: Characteristic reluctance curve
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Figure 3.12: Magnetisation curve of the core sections
haviour is represented by a relationship between the magnetic flux density B and
the magnetic field intensity H. However, depending on the history of the sample,
each of the magnetic field values can relate to multiple possible magnetisation levels.
Hence, to characterise the core material behaviour accurately, representation of nu-
merous associated curves (major and minor loops) may be necessary [72]. However,
for practical purposes, considering the negligible influence of hysteresis loops on the
magnitude of magnetisation current, the magnetic saturation of the iron cores in
the saturated core FCLs are represented by the anhysteretic B-H relationship.
3.2.3.3 PSCAD/EMTDC Simulations
The experimental test conditions were modelled in pscad/emtdc, as a simplified
circuit as illustrated in Figure 3.13. The circuit of Figure 3.13 consists of an AC
voltage source (including source impedance), the proposed FCL model and a load ap-
proximated by a resistive element. The controlled DC source used in the experiment
to energise the DC bias windings of the FCL was replicated in pscad/emtdc, using
an externally controlled DC source and a PI controller. The single-line-to-ground
fault was represented on the load side of the FCL with a fault ON resistance of
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0.0001Ω. To ensure network solution accuracy a small solution time step of 10 ns
















Figure 3.13: pscad/emtdc equivalent circuit representing the experimental
set-up with a line-to-ground fault simulated on the load-side of the FCL
3.2.3.4 Validation Results
The plots of the fault currents prospective, measured limited current and simu-
lated limited current for the three test conditions described in Section 3.2.3.1 are
shown in Figure 3.14. As can be seen from the graphs, the fault was applied at dif-
ferent points-on-wave of the load cycle thus resulting in different asymmetrical first
peak magnitudes in each test case. In the first test scenario, the FCL clipped 58%
of the prospective first peak fault current and 67% of the symmetrical prospective
current. In the second test scenario, 54% of the prospective first peak fault current
and 63% of the symmetrical prospective current were clipped by the fault current
limiting action. The third scenario shows a clipping of 52% of the prospective first
peak current and 59% of the symmetrical prospective current. In all three cases,
the simulated current waveforms replicate the experimental current waveforms quite
closely, matching both the peak and the steady state fault currents.
Whilst several analytical models proposed to-date have been effective in pre-
dicting the fault current waveforms [49, 50], many of them have not succeeded in
replicating the FCL terminal voltage behaviour, particularly the oscillatory tran-
sients of the voltage waveform. Figure 3.15 shows the plots of voltage across the
FCL (Vfcl) for the three test cases. In all three scenarios, the simulations were able
to closely reproduce the experimental FCL voltage waveforms quite accurately under
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normal grid conditions as well as during the fault event. In particular, during the
fault, the most significant non-sinusoidal intricacies of the voltage waveform were
replicated by the simulations.
The steady state voltage drop across the FCL terminals was found to be approx-
imately 1.24%, 0.99% and 0.95% of the supply voltage, for each of Tests 1, 2 and 3
respectively. Note that, while a lower DC bias improves the limiting performance of
the device, the resultant voltage drop across the device during steady-state pre-fault
conditions is considerably larger. Hence, the optimum DC bias for each FCL design
must be determined based on the current clipping requirements and the maximum
allowable steady state voltage drop constraints of each application.
Figure 3.16 shows the plots of the FCL-limited current and FCL terminal voltage
(Vfcl) when the FCL is modelled and simulated using the closed form equation [50]
discussed in Section 2.4. For brevity only the results from Test 2 (at 72 kA-turns
DC bias level) are presented here. As can be seen, while the FCL-limited current
is predicted reasonably well, the simulated FCL terminal voltage in Figure 3.16b
does not conform with the experimental results, particularly, in terms of accurately
reproducing the oscillatory transients of the voltage waveform.
In addition to providing accurate predictions for AC fault currents and voltages,
as shown in Figure 3.17, the simulation results also demonstrate the coupling effects
between the AC and DC coils in the FCL quite accurately. Figure 3.17 illustrates
the comparison between the simulated DC currents and the measured DC currents
for the three test scenarios. In the experimental set-up, the two DC bias currents
were found to be nearly identical; therefore, in the validation exercise the average
of the two measured DC currents was used.
While the proposed model produced accurate results when simulated with a
sufficiently small solution time step (in the order of 1 ∼ 10 ns), numerical oscillations
were observed when a relatively larger solution time step (in the order of 1 ∼ 50µs)
was used. Figure 3.18 shows the plots of the FCL-limited current and FCL terminal
voltage (Vfcl) for Test 2 (at 72 kA(turns) DC bias level) of the above-presented
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validation exercise, when simulated using a time step of 10µs. As can be seen, while
the FCL-limited current is predicted reasonably well, numerical oscillations were
observed in both waveforms during the transient phase of the fault. This manifested
significantly more in the voltage waveform, particularly at the zero-crossing points
of the waveform.
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Limited current - measured
Limited current - simulated
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Limited current - measured
Limited current - simulated
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Limited current - measured
Limited current - simulated
(c)
Figure 3.14: Measured and simulated fault current waveforms (a) Test 1: at
60 kA-turns (b) Test 2: at 72 kA-turns (c) Test 3: at 84 kA-turns DC bias level
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Figure 3.15: Measured and simulated FCL terminal voltage waveforms (a) Test
1: at 60 kA-turns (b) Test 2: at 72 kA-turns (c) Test 3: at 84 kA-turns DC bias
level. Only the first 2-3 cycles post-fault voltage waveforms are shown for clarity.
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Limited current - measured
Limited current - simulated with model in [8]
(a)





















Simulated with model in [8]
(b)
Figure 3.16: Measured and simulated results for Test 2 using the model pro-
posed in [50] (a) Fault current waveforms (b) FCL terminal voltage (only the first
2-3 cycles post-fault voltage waveforms are shown for clarity)
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Figure 3.17: Average Measured and simulated DC coil current waveforms (a)
Test 1: at 60 kA-turns (b) Test 2: at 72 kA-turns (c) Test 3: at 84 kA-turns DC
bias level
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Limited current - measured
Limited current - simulated
(a)





















Figure 3.18: Measured and simulated results of the Nonlinear Reluctance Model
(at 72 kA-turns DC bias level) with a solution time step of 10µs in pscad/emtdc
(a) Fault current waveforms (b) FCL terminal voltage
It was also found that, despite the use of a very small solution time step, numer-
ical oscillations and instabilities still occurred when the Nonlinear Reluctance Model
was incorporated into a large network (such as a power system with rotating ma-
chines and power electronic devices where there are occurrences of other switching
events in the system).
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3.3 Nonlinear Inductance Model of FCL
As described in Section 3.2, the Nonlinear Reluctance Model simulations were able to
accurately reproduce the experimental results when a very small solution time step
(in the order of 1 ∼ 10ns) was used. However, with a standard solution time step
(in the order of 1 ∼ 50µs) numerical instabilities and inaccuracies were observed in
the simulations which were attributed to the trapezoidal integration method used
in emtdc [73] as well as the non-simultaneity and the time step mismatch inherent
in the modelling approach followed. While trapezoidal integration is astable when
simulating linear systems, it is known to be susceptible to numerical oscillations
in nonlinear systems, particularly when differentiating step changes in certain state
variables [74]. For example, simulations associated with solving for voltage across an
inductor following current interruption, or current in a capacitor following switching
of a voltage source are likely to result in numerical oscillations. The FCL operates
in a highly nonlinear region of the B-H curve and hence the potential for numerical
oscillations in EMTP-programs is quite significant. This is exacerbated when the
FCL model is incorporated into a stiff system (such as a power system with elec-
tric machines and power electronic devices), where the nonlinear behaviour of the
device combined with the occurrences of other switching events in the system can
lead to numerical oscillations, despite the use of a very small solution time step.
The new duality-based nonlinear inductance model presented in this section, makes
advancements on the FCL reluctance model and, provides a solution to this problem.
The concept of duality that exists between magnetic and electric circuits has
been established for over a century [75,76], and has so far been applied to electromag-
netic systems such as transformers and rotating machines to produce appropriate
equivalent electric circuits [68,69,76]. In this section a new equivalent electric circuit
model is derived for the saturated core FCL, using the principles of electromagnetic
duality. This model allows for a larger solution time step to be used in EMT simula-
tions and minimises the occurrence of numerical artifacts, particularly when inserted
into larger network models.
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3.3.1 Derivation of Equivalent Electric Circuit
According to Ampere’s law, the integral around any closed path of magnetic inten-
sity, H, is equal to the electrical current contained within that path.
˛
H · dl = I (3.4)
By combining (3.4) with Hopkinson’s law of magnetics given in (3.5), a law
analogous to Kirchoff’s voltage law for electric circuits can be derived for magnetic
circuits. Hence, in a magnetic circuit, the sum of mmf of the current-carrying
windings around any closed path is equal to the sum of the products of reluctance
and flux. Applying this relation to the magnetic circuit presented in Figure 3.3 of
Section 3.2.1 (as shown in Figure 3.19), the set of mesh flux equations (3.6)-(3.10)
can be derived. These equations relate the mesh fluxes [φn] to the externally applied
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Figure 3.19: Magnetic circuit with mesh fluxes - φ1, φ2, φ3, φ4 andφ5
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where the reluctance coefficients are:
<11 = <o1 + <i1
<12 = −<i1
<21 = −<i1
<22 = <i1 + <a1 + <c1
<23 = −<c1
<32 = −<c1
<33 = <c1 + <y + <c2
<34 = −<c2
<43 = −<c2
<44 = <c2 + <a2 + <i2
<45 = −<i2
<54 = −<i2
<55 = <o2 + <i2
The mmf produced in an N-turn winding, carrying a current of [I] is:
[F ] = N [I] (3.7)
The voltage induced in that particular winding is then given by:
[V ] = N d[Φ]
dt
(3.8)
[V ] = jωN [Φ] (3.9)
Substituting (3.7) and (3.9) in (3.5):





[I] = [<] [V ]
jωN2
(3.11)












Written in matrix form, equation (3.14) relates the node voltages [Vn] to a set of
driving currents [I] at the nodes, with inductive admittances as coefficients. Note
that, in deriving these equations, it is assumed that all windings in the FCL have
some arbitrary number of turns N . However, in a practical FCL, each of the AC
and DC windings will have a different number of turns. The process of establishing
the actual currents and voltages in the windings, based on the number of turns in
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(V2 − V3) (3.16)
−Iac1 − Iac2 =
1
jωLc1
























The set of nodal-voltage equations (3.15)-(3.19) defines the electric circuit shown
in Figure 3.20a. The nodal equations of the equivalent electrical circuit of Fig-
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ure 3.20a are duals of the mesh equations written for the magnetic circuit of Fig-
ure 3.19. Note that the symmetrical nature of the magnetic circuit of Figure 3.3 is
preserved in the equivalent electric circuit of Figure 3.20a. Hence, the inductance
elements La, Li and Lo on the left and right sides of the circuit are identical. Con-
sidering this symmetry, and the polarities of the driving currents Idc1 and Idc2, the
equivalent electric circuit of Figure 3.20a can be simplified to that of Figure 3.20b,
where the two current sources Idc1 and Idc2 are lumped together and represented by
a single driving current Idc.
It should also be noted that the nonlinearities in the magnetic circuit are pre-
served in the equivalent electric circuit, so that each nonlinear reluctance element
(<c1 and <c2) representing the core sections in the magnetic circuit has a correspond-
ing nonlinear inductance element (Lc1 and Lc2) in the electric circuit of Figure 3.20b.
Li , Lo, Ly and La denote the leakage inductance values associated with the leakage
flux paths between AC and DC windings and within each winding.
3.3.2 Topological Derivation of Equivalent Electric Circuit
The equivalent electric circuit illustrated in Figure 3.20b can also be derived by
applying the principle of duality as a topological exercise [68]. The methodology of
applying the topological principle of duality can be summarised as follows:
• Within each mesh of the magnetic reluctance circuit a node is marked and an
additional reference node is marked outside the magnetic circuit corresponding
to the outermost loop
• The nodes are then joined, with a line passing through each element of the
magnetic circuit as shown in Figure 3.21a
• Each reluctance (<) common to two meshes in the magnetic circuit corre-
sponds to an inductance (L) connected between the two corresponding nodes


































Figure 3.20: Development of equivalent electric circuit model of FCL
(a) Equivalent electric circuit defined by nodal-voltage equations

































Figure 3.21: Topological derivation of equivalent electric circuit
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the windings in the device is chosen as the reference winding, and N is the
number of turns on the chosen reference winding.
• Each MMF source in the magnetic circuit, corresponds to a driving current in
the electric circuit
• Each flux (φac1, φac2 and φdc) linking a winding, corresponds to an induced
voltage in these windings
Figure 3.21b from the topological exercise is identical to the equivalent electric
circuit of 3.20a derived by nodal-voltage equations in Section 3.3.1.
3.3.3 Coupling with External Electric Circuits
The equivalent circuit of Figure 3.20b, derived from the magnetic reluctance circuit,
assumes that all windings have some arbitrary number of turns N . However, in a
practical FCL, each of the AC and DC windings have a different number of turns.
Therefore, before coupling this circuit with external electric circuits, it is necessary
to replace the current sources in Figure 3.20b with ideal transformers in order to
account for the actual turns in the windings and establish the real currents and
voltages in the windings. In this particular case, the DC winding was chosen as
the reference winding (i.e. N = Ndc), and ideal transformers (T1 and T2) having
turns ratios of Ndc : Nac1 and Ndc : Nac2 were added to the two AC terminals
of the equivalent circuit (replacing the two current sources Iac1 and Iac2). No ideal
transformer is required at the DC terminal since it is chosen as the reference winding
and hence the 1 : 1 transformer for that particular winding can be omitted. The
ideal transformers provide means to couple the AC and DC windings while isolating
them from direct electrical connection. The AC winding resistances (Rac−coil1 and
Rac−coil2) and DC winding resistance (Rdc−coil) are then added outside of the coupling
transformers of the equivalent electric circuit. The complete equivalent electric




















Figure 3.22: Equivalent electric circuit of FCL coupled with AC and DC wind-
ings
3.3.4 PSCAD/EMTDC Implementation of the Nonlinear
Inductance Model
The Nonlinear Inductance Model is implemented in pscad/emtdc as a page mod-
ule and inserted into the AC network using external electric nodes (A and B) as
shown in Figure 3.23. The ideal coupling transformers T1 and T2 represent the
coupling between the equivalent electric circuit and the AC winding. The DC cir-
cuit consisting of an external DC power supply energising the DC bias winding is
connected directly to the equivalent electric circuit. Vac−coil1 and Vac−coil2 denote
the voltages induced in each AC winding and Vdc−coil denotes the voltage induced
in the DC winding. An application of this model in a simple test circuit is shown
in Figure 3.13 of Section 3.2.3.3.
3.3.5 PSCAD/EMTDC Nonlinear Inductance Model Vali-
dation
The same experimental setup (312 V open core prototype FCL with the associated
test circuit) and the three short circuit tests (Test 1 at 60 kA(turns), Test 2 at
72 kA(turns) and Test 3 at 84 kA(turns)) that were used to verify the performance
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Figure 3.23: pscad/emtdc model of the FCL. Vac−coil1 and Vac−coil2 denote
the voltage induced in each AC winding and the total voltage across the FCL is
denoted by Vfcl.
of the Nonlinear Reluctance Model in Section 3.2.3.1 were also used to validate the
proposed Nonlinear Inductance Model.
The parameters of the equivalent electric circuit of Figure 3.22 can be obtained
from flux measurements using either, (a) FEA or (b) experimentation. As in Sec-
tion 3.2.3.2, FEA was chosen for the magnetic field analysis of the FCL considering
the accuracy with which FEA can predict the magnetic behaviour of such a device.
Since the reluctance elements of the open core prototype FCL were previously deter-
mined in Section 3.2.3.2, determining the magnitudes of the linear inductors Li,






where <n denotes the reluctance of a certain flux path and Ln denotes the
corresponding inductance associated with the same flux path. Note that, since the
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DC winding was chosen as the reference winding in the model derivation, N = Ndc
must be used for these calculations. Table 3.4 summarises the linear reluctance
values and the corresponding inductance values calculated for the prototype FCL.
Table 3.4: Magnetic reluctance and inductance values
Magnetic
Reluctance Value (
A/Wb) Inductance Value (H)
<y 237652 Ly 0.1683
<a 893375 La 0.0448
<i 2464041 Li 0.0162
<o 1006103 Lo 0.0397
The process of estimating the nonlinear inductance values (Lc1 and Lc2) is not
as straightforward as determining the linear inductance values. In the case where a
reluctance in a magnetic circuit represents a nonlinear relationship between magnetic
flux and MMF, a characteristic curve relating its flux to MMF (φ − MMF) can
be used to represent each reluctance element. Similarly, a nonlinear inductance
element in the equivalent electric circuit can be represented by a characteristic curve
depicting the flux linkage to current (λ − i ; where λ = Nφ and i = MMF/N)
relationship. Figure. 3.24 illustrates the nonlinear relation between flux linkage and
current derived by rescaling the magnetisation curve (φ − MMF) determined in
Section 3.2.3.2 for the prototype device.
If inductance is defined as the local gradient of the flux linkage to current curve
for a given current,
L = N dφ
di
(3.21)
From the λ− i curve of Figure 3.24, a characteristic curve relating inductance with
current (L−i) can be obtained using the relationship in (3.21). Figure 3.25 illustrates
the L− i characteristic curve that is used to represent the nonlinear core inductors
Lc1 and Lc2 of the equivalent electric circuit
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Figure 3.25: Inductance - current characteristic curve
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In pscad/emtdc an XY Transfer Function component can be used to specify
the L−i characteristic. At each time step of the time domain simulation, the current
through the two core inductors (iLc1 and iLc2 ), derived from solving the equivalent
circuit model, is used to look up the corresponding core inductance value of each
core inductor (Lc1 and Lc2) from the L− i characteristic curve.
3.3.6 PSCAD/EMTDC Simulations and Validation Results
The single-line diagram of the test circuit modelled in pscad/emtdc was as shown
in Figure 3.13, where the Nonlinear Reluctance Model of the FCL was now re-
placed by the nonlinear inductance model. A relatively larger solution time step
of 10µs (compared to that of the Nonlinear Reluctance Model) was chosen for the
simulations and the pscad/emtdc simulation results obtained were compared with
the experimental fault currents observed for the three test conditions described in
Section 3.2.3.1.
As shown in Figure 3.26, for all three test cases the model provides excellent
predictions for the FCL-limited currents. Figure 3.27 shows the voltage across the
FCL terminals pre-fault and during the fault for the three test scenarios. The
experimental FCL voltage waveforms are reproduced quite accurately by the model,
particularly the non-sinusoidal transients of the FCL terminal voltage during the
fault. Note also that use of a relatively larger time step of 10µs does not result
in numerical oscillations in either FCL-limited current or FCL voltage waveforms
(shown in Figure 3.26 and Figure 3.27), as it did with the Nonlinear Reluctance
Model in Section 3.2.3.4 (Figure 3.18).
The simulation results also demonstrate the coupling effects between the AC
and DC coils in the FCL quite accurately as illustrated by Figure 3.28. The post-
fault ripple in the DC current waveform is replicated accurately by the Nonlinear
Inductance Model.
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Limited current - measured
Limited current - simulated
(a)



















Limited current - measured
Limited current - simulated
(b)



















Limited current - measured
Limited current - simulated
(c)
Figure 3.26: Measured and simulated fault current waveforms [A] (a) Test 1:
at 60kA-turns (b) Test 2: at 72kA-turns (c) Test 3: at 84kA-turns DC bias level
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Figure 3.27: Measured and simulated FCL terminal voltage waveforms [V] (a)
Test 1: at 60kA-turns (b) Test 2: at 72kA-turns (c) Test 3: at 84kA-turns DC
bias level. Only the first 2-3 cycles post-fault voltage waveforms are shown for
clarity
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Figure 3.28: Average Measured and simulated DC coil current waveforms [A]
(a) Test 1: at 60kA-turns (b) Test 2: at 72kA-turns (c) Test 3: at 84kA-turns
DC bias level
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The exceptional agreement between the experimental results and the simulated
results highlight the accuracy of the developed model, even with a relatively larger
simulation time step. Compared to the case of Nonlinear Reluctance Model, the
Nonlinear Inductance Model resulted in approximately 200 times improvement in
solution speed for this particular validation exercise. Hence, with the proposed
modelling approach in the present work, a significant reduction in computational
time can be achieved without compromising the accuracy of the solution.
When a short circuit occurs, the rms value of the symmetrical fault current is
determined by the system source voltage and the total system impedance to the
point of fault. However, almost all faults involve asymmetry in at least one phase.
The asymmetrical peak fault current can be much larger than the symmetrical fault
current. The degree of asymmetry is a function of several variables, including the
parameters of the power system up to the point of the short circuit and the point
on the AC wave at which the short circuit was initiated. For a given system, the
largest asymmetrical fault current occurs when a fault happens at a point when the
voltage is zero. The X/R ratio of the system, between the source and the fault,
determines the peak asymmetric fault current and the rate of decay of the transient.
The experimental and simulation cases presented above and in Section 3.2.3.4, model
the behaviour of a saturated core FCL in a test system with a relatively small X/R
ratio (X/R ≈ 1.616). Hence, the peak fault current has very little asymmetry during
the transient phase and reaches steady state relatively quickly. However, in practical
HV networks, generators, transformers, and transmission lines are highly inductive;
hence the X/R ratio is typically greater than unity.
Since experimental results were not available for such a system, FEA tran-
sient simulations and pscad/emtdc simulations were used to verify the 312 V FCL
prototype device performance and the corresponding Nonlinear Inductance Model
behaviour in a system with a relatively large X/R ratio. A Finite Element (FE)
model of the prototype FCL, built in the Cedrat Flux3D package, was used to
perform transient simulations in a circuit with an X/R ratio of 25. The resulting
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FCL-limited current waveform and FCL terminal voltage waveform for a DC bias
level of 72 kA(turns) are shown in Figure 3.29a and Figure 3.29b respectively. Note
that a line to ground fault was simulated at a voltage zero to produce the maximum
peak asymmetrical fault current in the system. Since the saturated core FCL is
primarily an inductive device, theoretically, FCL current clipping is expected to be
greater in highly inductive systems, with large X/R ratios. This is corroborated in
the results shown in Figure 3.29a, where the FCL current clipped at 66% of the
prospective first peak fault current compared to the 54% clipping level achieved in
the previous system, for a DC bias level of 72 kA(turns).





















Limited current - with FEA
Limited current - with PSCAD/EMTDC
(a)





















Simulated - with FEA
Simulated - with PSCAD/EMTDC
(b)
Figure 3.29: For a high X/R system FEA-simulated and pscad/emtdc-
simulated (a) Fault current waveforms (b) FCL terminal voltage
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Note also that the AC current and voltage waveforms predicted by the pscad/emtdc-
simulated Nonlinear Inductance Model again match exceptionally well with the
waveforms produced by FEA transient simulations.
3.4 Application of Nonlinear Inductance Model
to different saturated core FCL topologies
A key aspect of the modelling approaches presented in this chapter is that there is no
unique equivalent circuit model for all saturated core FCL devices in general. The
equivalent circuit as well as the associated inductance values are dependent on the
FCL geometry and the magnetic properties of the FCL cores. Therefore, depending
on the geometry and the flux distribution of a particular FCL device, the equivalent
circuit may need to be adjusted to account for all substantial flux paths in order to
produce an accurate model. However, to reduce complexity in cases where certain
properties do not influence the performance characteristics of concern (AC current,
FCL terminal voltage and DC current), parameters representing those properties
can be neglected.
As discussed in Section 2.4.2 a number of different saturated core FCL configu-
rations have been the focus of research and commercial investigation. These include
different core configurations such as open core, closed core and hybrid core arrange-
ments and different coil arrangements such as centered and Helmholtz type DC coil
configurations [41]. In this section, the applicability of the nonlinear inductance
model to a few of these selected FCL topologies will be examined.
3.4.1 Open Core Topology with Helmholtz type DC coil
configuration
The saturated core FCL with an open core topology can operate either with dc
coils arranged at the centre of the FCL cores, or in a Helmholtz-like arrangement
(i.e., with dc coils at both the top and bottom of the FCL cores). The Helmholtz
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type DC coil arrangement has a number of advantages over the centered DC coil
arrangement. The cores can be more uniformly biased with the Helmholtz-type
arrangement, resulting in more efficient biasing and lower AC impedance [77]. An
open core FCL with centered DC coil configuration was discussed previously in
Section 3.2. In this section the applicability of the nonlinear inductance model
to an open core FCL with a Helmholtz-like two-coil arrangement, as illustrated in
Figure 3.30, is investigated.
Figure 3.30: Finite element model of the 80mm × 80mm × 600mm open core
FCL with Helmholtz-type DC coil arrangement
The validation procedure is similar to that followed in Section 3.3.5. Experi-
mental results were obtained from short-circuit tests undertaken on a small-scale
312 V prototype. This prototype device shares the same geometric parameters with
the open core centered DC coil design, with the exception that the DC biasing coils
used were 160×300×80mm in size and spaced apart by 0.2m (to achieve the most
uniform core saturation). The test circuit was as outlined in Section 3.2.3.1, and
several short circuit tests were conducted on the prototype device at a prospective
symmetrical fault current of 1500 A, with different levels of applied DC bias. Two
of these short circuit tests were selected for model verification: (a) Test 1 at 55kA
(turns) and (b) Test 2 at 80.5 kA (turns).
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As with the open core centered DC coil design, the parameters of the equivalent
circuit for the Helmholtz arrangement were determined using flux measurements
carried out in FEA. A finite element (FE) model of the prototype FCL was developed
in the Cedrat Flux3D package and the reluctance of each flux path and the
corresponding inductance elements were estimated using the methodology set out
in Section 3.3.5. The subsequent reluctance and inductance values calculated are
given in Table 3.5.
Table 3.5: Magnetic reluctance and inductance values
Magnetic
Reluctance Value (
A/Wb) Inductance Value (H)
<y 2201645 Ly 0.0174
<a 163219 La 0.2354
<i 9447605 Li 0.0041
<o 2921165 Lo 0.0132
The single-line diagram of the test circuit modelled in pscad/emtdc was as
illustrated in Figure 3.13, where the nonlinear reluctance model of the FCL was
now replaced by the nonlinear inductance model. The comparison between the
pscad/emtdc-simulated fault currents and the experimental fault currents ob-
served for the two test conditions, is shown in Figure 3.31. Figure 3.32 shows the
plots of voltage across the FCL (Vfcl) for the three two cases, while Figure 3.33
illustrates the DC current comparison. In the experimental set-up, the two DC bias
currents were found to be nearly identical; therefore, in the validation exercise the
average of the two measured DC currents was used.
As can be seen from the figures, the pscad/emtdc generated waveforms repli-
cate the experimental waveforms quite closely. Hence with varied reluctance/inductance
values, the magnetic circuit and the subsequent equivalent electric circuit developed
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for the open core centered DC coil arrangement, can be utilised to predict the be-
haviour of the Helmholtz type DC coil arrangement of an open core FCL.



















Limited current - measured
Limited current - simulated
(a)



















Limited current - measured
Limited current - simulated
(b)
Figure 3.31: Measured and simulated fault current waveforms [A] (a) Test 1:
at 55kA-turns (b) Test 2: at 80.5kA-turns DC bias level
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Figure 3.32: Measured and simulated FCL terminal voltage waveforms [V] (a)
Test 1: at 55kA-turns (b) Test 2: at 80.5kA-turns DC bias level
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Figure 3.33: Average Measured and simulated DC coil current waveforms [A]
(a) Test 1: at 55kA-turns (b) Test 2: at 80.5kA-turns DC bias level
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3.4.2 Closed Core Topology
Typically, in an open core FCL design, DC coils with a significant level of ampere
turns are necessary to fully saturate the cores. In commercial-scale FCLs this is only
feasible using superconductors as DC coils. A more viable alternative is presented
in the form of a closed core FCL arrangement, where the biasing requirement is low
compared to that of an open core arrangement. Hence, the closed core arrangement
alleviates the necessity of using sensitive and expensive superconducting coils, and
allows the use of robust and cheaper copper coils to bias the cores.
The closed core arrangement of a saturated core FCL was discussed in Sec-
tion 2.4.2. As discussed, the inner coil and associated core arrangement of the closed
core design is similar to that of an open core arrangement. However, contrary to
an open core design, the top and the bottom yokes combined with the two vertical
outer limbs of the closed core design provide a low reluctance path for maximum
return of flux [45].
Using the same modelling approach discussed in Section 3.2.1, the significant flux
paths and associated reluctances for the arrangement of Figure 2.10 were determined
as shown in Figure 3.34.
<o <i <c <c <i <o
<a <y <a
<a<y<a
Figure 3.34: Significant reluctance paths in a closed core design
The three tests described in Section 3.2.1, were again employed to determine
the reluctance values for all flux paths. As in the open core case, the closed core
model takes into account the effects of magnetic saturation in the core by using
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nonlinear reluctances for the core flux paths <c1 and <c2. The larger return paths
ensure that the reluctance values <o, <i, <a, <y are all constant (as in the open
core case), even at high core saturation levels. The closed core arrangement, with
DC coil stack centred on the inner limbs, enables core saturation at low levels of
DC mmf. Once the inner cores are saturated, a significantly larger mmf is required
to further increase the flux through the core section or through the return limbs.
Consequently, the outer limbs tend to remain in a high permeable state following
inner core saturation.
Note that the magnetic circuit derived for the closed core arrangement is iden-
tical to that of the open core FCL with centred DC coils (shown in Section 3.2.1).
Hence, the subsequent nonlinear inductance circuit model derived is essentially the
same as for the open core case illustrated in Figure 3.22. However, the reluctance
value <i is the only reluctance that is modelling an air domain (<i represents a flux
path through air) in the closed core design, and is therefore considerably larger than
all of the other constant reluctances.
To test the applicability of the nonlinear inductance model, experimental results
obtained from a small-scale 312 V single-phase prototype FCL were used. The cores,
yokes and the return limbs of the prototype device were constructed using M4 elec-
trical steel. The cross-sectional areas of the return limbs and the yokes were made
1.3 times larger than the cross-sectional area of the inner cores to ensure that they
remain in a high permeable state. Both inner cores have an AC coil wound around
them to carry the AC load current. Two Copper DC coils, stacked centred on the
inner limbs and associated AC coils, were used to achieve initial the saturation of the
inner core sections. The design parameters of the prototype device are summarised
in Table 3.6. A photograph of the closed core prototype is given in Figure 3.35.
The test circuit was as outlined in Section 3.2.3.1, and a series of short circuit
tests were conducted on the experimental arrangement including the closed core
prototype at a prospective symmetrical fault current of 1500 A and with varying
levels of DC bias application. The results from two of these short circuit tests were
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Table 3.6: Prototype design parameters
Parameter Value
Core height 0.6 m
Core cross-section area 0.0064 m2
Yoke cross-section area 0.0083 m2
Return limb cross-section area 0.0083 m2
AC coil: width, depth and heighta 0.1 m, 0.1 m, 0.39 m
DC coil: width, depth and heighta 0.51 m, 0.38 m, 0.105 m
AC coil: number of turns a 60
DC coil: number of turns a 100
AC coil resistanceb 0.0196 Ω
DC coil resistanceb 0.1466 Ω
aParameter value given for each coil
bResistance of the two coils
selected for the model verification: (a) Test 1 at 8 kA(turns) and (b) Test 2 at
25 kA(turns).
As with the open core equivalent circuit, the parameters of the closed core
equivalent circuit were determined using flux measurements carried out in FEA. An
FE model of the prototype FCL was developed in the Cedrat Flux3D package
(shown in Figure 3.36), with the reluctance of each flux path and the corresponding
inductance elements estimated using the methodology set out in Section 3.3.5. The
estimated reluctance and inductance values are given in Table 3.7.
Table 3.7: Magnetic reluctance and inductance values
Magnetic
Reluctance Value (
A/Wb) Inductance Value (H)
<y 4176710 Ly 0.0096
<a 204996 La 0.1951
<i 5560528 Li 0.0072
<o 20000 Lo 2.0000
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the un-saturated region, when compared with a closed core
arrangement of similar cross-sectional area. When supercon-
ducting coils are employed this large magnetomotive force
requirement can often be addressed with very little additional
overhead though.
The addition of yokes (between the two cores) in the open
core arrangement of Figure 1 results in a hybrid arrangement,
where the cores are closed with respect to the de-magnetising
AC field and open with respect to the DC magnetization field.
Another hybrid arrangement is described by Rozenshtein et
al [16], where the core is closed with respect to the DC
magnetization field and open with respect to the AC de-
magnetising field. Like the open core arrangement of Figure
1, the hybrid FCL in [16] can also significantly reduce the
mass and size of a saturated core FCL (but without the
added expense of a larger biasing requirement). However, the
single AC-side coil design is non-optimal in this arrangement,
particularly on large FCLs where the cryogenic design is
significant.
The choice of core material is another significant factor
in the design of a saturated core FCL. Although low-loss
electrical steel is important in transformer design, the satu-
rated core FCL does not operate in the same regions as a
transformer. Hence, alternative core materials are a possible
avenue for reducing overall core costs. The magnetization
and de-magnetization characteristics of closed and open core
arrangements are experimentally analyzed in Section IV of
this paper, including an analysis of closed core arrangements
with alternative (lower cost) core materials.
IV. A N EXPERIMENTAL ANALYSIS
A. Approach
Since the back emf induced in each coil of a saturated core
FCL is governed by Faraday’s law of induction, the core flux
characteristics are of primary interest. One method that can
be used to measure the transient flux densities in a core is
to integrate the voltages induced in search coils wound on the
core (which also relies on Faraday’s law of induction). In each
of the cases presented in this paper, 50-turn search coils were
wound around specific sections of the steel cores and precision
electronic integrators were used to calculate the transient flux
linking each search coil.
Figure 3 illustrates the basic closed core experimental ar-
rangement examined in this paper. This arrangement is single-
phase and (like the 3-phase arrangement shown in Figure 2)
utilises a single central DC coil to bias all core sections. The
cores were constructed using grain oriented M4 electrical steel,
with a cross-sectional area of 150mm x 150mm and overall
height of 900mm. Search coils were wound centrally beneath
the DC coil and one of the AC coils (as shown in Figure
3). During some of the testing, further search coils were also
used around the yokes. A simple smaller-scale version of this
arrangement (with a cross-sectional area of 80mm x 80mm and
overall height of 400mm) was also used to analyze alternative
core materials. A photograph of one of the smaller-scale FCLs
is shown in Figure 4.
The basic open core arrangement examined in this paper
is shown in Figure 5. Again, the arrangement is single-phase
Figure 3. Closed Core Experimental Arrangement
Figure 4. Example of Small-Scale FCL
Figure 5. Open Core Experimental Arrangement
Figure 3.35: 312 VL−N single-phase closed core FCL prototype
As can be seen from Table 3.7, <i is considerably larger than all of the other
constant reluctances since it is modelling an air domain. The values for <a and <o
are much lower compared to the open core arrangement as almost all of the flux is
encapsulated by highly permeable paths.
The experimental test circuit with the closed core FCL model was modelled and
simulated in pscad/emtdc. Figure 3.37 shows the plots of the fault currents prospective,
measured limited current and simulated limited current for the two test cases. The
fault currents for Test 1, are given in Figure 3.37a where 76% clipping is achieved by
the limiter, by restricting the 1500Arms symmetrical prospective current to 350Arms.
The Test 2 fault currents are shown in Figure 3.37b, where a 1500Arms symmetrical
prospective current is limited to 502Arms by the FCL, achieving a current clipping
of 66%. As demonstrated in Figure 3.37, the pscad/emtdc simulation results were
in excellent agreement with the experimental fault current waveforms for both test
cases.
The FCL terminal voltage for the two test scenarios, are shown in Figure 3.38.
The FCL terminal voltage at 8kA-turns DC bias level is given in Figure 3.38a,
whereas Figure 3.38b shows the FCL terminal voltage at 25kA-turns. Correspond-
ing with the superior current clipping provided by the smaller DC bias in Test
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Figure 3.36: Finite element model of the 80mm× 80mm× 600mm closed core
FCL with centered DC coil arrangement
1, the FCL at 8kA-turns generates a larger terminal voltage across the FCL. The
PSAC/EMTDC closed core model was able to replicate these distinctions in the ex-
perimental FCL voltage waveforms in the two test cases quite precisely, particularly
the non-sinusoidal transients (peaks and dips) of the voltage waveform during the
fault.
Another important distinction to make between the two test cases is the magni-
tude of the steady state (pre-fault) voltage drop of the FCL. The pre-fault (steady
state) voltage drop of the FCL was found to be 4.04Vrms (1.3%) in Test 1, compared
to 2.73Vrms (0.87%) in Test 2 (at 25kA-turns). Hence, it is important to note that
although the FCL produces superior current limiting performance at a lower DC bias
level, the resulting steady state voltage drop across the device is also considerably
larger.
In the experimental set-up, the two DC bias currents were found to be nearly
identical; therefore, for the validation exercise the average of the two measured DC
currents was used. As illustrated in Figure 3.39, the ripple in the DC current, during
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Limited current - measured
Limited current - simulated
(a)



















Limited current - measured
Limited current - simulated
(b)
Figure 3.37: Measured and simulated fault current waveforms [A] (a) Test 1:
at 8kA-turns (b) Test 2: at 25kA-turns DC bias level
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Figure 3.38: Measured and simulated FCL terminal voltage waveforms [V] (a)
Test 1: at 8kA-turns (b) Test 2: at 25kA-turns DC bias level
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both the transient and steady state periods, is predicted quite accurately by the FCL
model for the two test cases.













































Figure 3.39: Average Measured and simulated DC coil current waveforms [A]
(a) Test 1: at 8kA-turns (b) Test 2: at 25kA-turns DC bias level
The excellent agreement between the pscad/emtdc simulations and the ex-
perimental results, clearly demonstrate the flexibility of the general magnetic reluc-
tance model (derived for the open core FCL) in accommodating the closed core FCL
topology. Hence, with varied reluctance/inductance values the proposed modelling
approach can be extended to other significant saturated core FCL topologies.
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3.4.3 Three phase FCL devices
A typical layout of a three-phase FCL is shown in Figure 3.40, where all three phases
are located in a single geometrical body. The arrangement consists of six iron cores
with an AC coil wound on each core limb. Two DC coils encompass the iron cores
and the associated AC coils. A number of three-phase FCL topologies have been
described in literature [28,40,41,78,79].
Figure 3.40: A typical layout of a three-phase FCL
In a three-phase FCL device a certain amount of coupling between the phases
can be expected due to the close proximity of the three phases, which requires further
study. In particular, during a floating fault, the three phases are coupled electrically
and hence a certain amount of inter-phase mutual magnetic effect between the cores
has been observed. During a grounded fault however, the phases are de-coupled
electrically and the magnetic coupling between the phases has been found to be very
minimal [78]. Since the FCL needs to be characterised under all fault conditions,
the inter-phase coupling has to be accounted for when modelling a three phase FCL
using the magnetic circuit concept.
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It should also be noted that for high voltage applications the use of three separate
single-phase FCL devices, as opposed to a single three-phase FCL device, is often
preferred to avoid insulation complications. Hence, for the three phase applications
investigated in the course of this thesis, three separate single-phase FCL devices
were used.
3.5 Conclusions
When modelling electromagnetic systems, the magnetic circuit concept has often
been used to derive analytical models with adequate accuracy. Recently, this concept
was extended to open core saturated core FCLs where a modelling approach was
proposed to represent the magnetic field of the device by a magnetic circuit of lumped
reluctances. The effects of magnetic saturation in the core were taken into account
by using nonlinear reluctances to represent core flux paths, while the leakage and
linkage of the AC and DC coils were represented by linear reluctances. The magnetic
circuit approach also made it possible to model the magnetic coupling that exists
between the AC and DC coils.
This chapter demonstrated advancements on the magnetic analysis of the open
core saturated core FCL and proposed two modelling approaches to represent the
FCL in transient network simulators: the Nonlinear Reluctance Model and the
Nonlinear Inductance Model.
The key research contributions of this chapter can be summarised as follows:
1. Developing a pscad/emtdc model of the saturated core FCL, based on the
magnetic circuit concept. The Nonlinear Reluctance Model proposed, ex-
tended the magnetic analysis of the open core configuration, by directly cou-
pling the magnetic circuit of the device to the AC (i.e. AC coils and the grid
side network) and DC (i.e. the biasing arrangement of the FCL) electrical
systems of the FCL. The FCL is interfaced to the rest of the system via ex-
ternally controlled voltage sources representing the back EMF across the two
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AC coils.
2. Establishing the validity of the proposed Nonlinear Reluctance Model by ex-
perimental results obtained from standard short circuit tests undertaken on a
single-phase prototype FCL. pscad/emtdc simulations were shown to accu-
rately reproduce the experimental results - the limited fault current, the back
EMF generated across the FCL and the bias current in the DC circuit.
3. Establishing the limitations of the Nonlinear Reluctance Model. While trape-
zoidal integration is astable when simulating linear systems, it is known to be
susceptible to numerical oscillations in nonlinear systems, particularly when
differentiating step changes in certain state variables. The FCL operates in a
highly nonlinear region of the B-H curve and hence the potential for numerical
oscillations in EMTP-programs is quite significant. While the Nonlinear Re-
luctance Model produced accurate results when simulated with a sufficiently
small solution time step (in the order of 1 ∼ 10 ns), numerical oscillations were
observed when a relatively larger solution time step (in the order of 1 ∼ 50µs)
was used. This is exacerbated when the FCL model is incorporated into a
stiff system (such as a power system with electric machines and power elec-
tronic devices), where the nonlinear behaviour of the device combined with
the occurrences of other switching events in the system can lead to numerical
oscillations, despite the use of a very small solution time step.
4. Developing a single equivalent electric circuit model to represent the saturated
core FCL, using the principles of electromagnetic duality, that can be easily
implemented in EMT programs. The equivalent electric circuit model is inter-
faced to the main AC system via ideal transformers representing the two AC
coils. The Nonlinear Inductance Model allowed for a larger solution time step
to be used in EMT simulations and eliminated the occurrence of numerical ar-
tifacts, compared to the method of directly interfacing the magnetic reluctance
circuit to electric circuits.
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5. Establishing the validity of the proposed Nonlinear Inductance Model by ex-
perimental results obtained from standard short circuit tests undertaken on a
single-phase prototype FCL. pscad/emtdc simulations were shown to accu-
rately reproduce the experimental results - the limited fault current, the back
EMF generated across the FCL and the bias current in the DC circuit.
6. Demonstrating that compared to the case of Nonlinear Reluctance Model, the
Nonlinear Inductance Model resulted in a 200 times improvement in solution
speed in the experimental verification simulations. Hence with the Nonlinear
Inductance Model a significant reduction in processing time can be achieved
without compromising the accuracy of the results.
7. The ripple in the DC current waveforms, during both the transient and steady
state periods, was predicted exceptionally well by both modelling approaches,
confirming that the model was effective in predicting the “transformer cou-
pling” effects of the device.
8. Verify the saturated core FCL performance and the corresponding Nonlinear
Inductance Model behaviour in a system with a relatively larger X/R ratio,
using FEA transient simulations and pscad/emtdc simulations.
9. Demonstrating the applicability of the equivalent electric circuit model (devel-
oped for the open core arrangement with centered DC coils) to other significant
FCL topologies. It was shown that the equivalent electric circuit, adequately
predicted the behaviour of the Helmholtz type DC coil arrangement on a open
core FCL. It was also shown that the basic magnetic circuit derived for the
open core FCL sufficiently represents the closed core arrangement, and that
the three tests identified for the open core case are still sufficient to determine
all of the reluctance values in the closed core case.
A key aspect of the proposed modelling approaches is that there is no unique mag-
netic circuit for all devices. The magnetic circuit and the subsequent equivalent
electric circuit with the associated inductance values are dependent on the FCL
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geometry and the magnetic properties of the FCL cores. Therefore, depending on
the geometry and the flux distribution of a particular FCL device, the magnetic
circuit may need to be adjusted to account for all substantial flux paths to produce
an accurate model. However, as demonstrated in this chapter the general magnetic
reluctance model derived for the open core FCL is quite flexible in accommodat-
ing other significant FCL topologies. Hence, with varied reluctance/ inductance




Analysis of Saturated Core FCLs
in Power Transmission and
Distribution Networks
4.1 Introduction
In Chapter 3 an equivalent electric circuit model for the saturated core FCL, con-
sisting of a set of lumped inductors, was derived and subsequently implemented in
pscad/emtdc. Experimental results, obtained from a small scale prototype FCL,
were used to validate the proposed model of the FCL.
In this chapter, several case studies at different voltage levels are undertaken
in the pscad/emtdc transient simulation package to analyse the operational be-
haviour and performance of saturated core FCLs in utility grids. The nonlinear
inductance model of the saturated core FCL, introduced in Chapter 3, is utilised
to model the device and predict its electrical behaviour when applied to network
simulations. Different network configurations are considered and the operation of
the device is tested under different fault conditions.
Application of saturated core FCLs to a hypothetical 11 kV distribution system
is considered in Section 4.2, with a potential FCL designed for the given network
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also presented. The efficacy of an FCL placed on a bus-tie location in an intercon-
nected circuit is investigated using pscad/emtdc studies and subsequently verified
through numerical fault analysis. The effect of the bus-tie FCL impedance on the
network impedance and the subsequent fault current contributions is investigated.
It is demonstrated that in a circuit with complex interconnections, suppression of
fault currents require multiple FCLs in critical feeders.
The operational behaviour and performance of a saturated core FCL installed
at a critical feeder of a 132 kV sub-transmission system, is analysed in Section 4.3.
Both pscad/emtdc and e-tran are employed to develop the base network model
using power system data of a real power network. The network model is subsequently
used to examine the behaviour of the saturated core FCL during normal steady state
operation (un-faulted) as well perform the transient analysis during fault events. The
effects of the FCL on network power flow during steady state un-faulted conditions
are also examined and compared with that of an equivalent air-core reactor that
provides the same current limitation as the FCL.
4.2 Saturated Core FCL performance in an 11 kV
distribution system
4.2.1 Background of study
Conventional distribution networks have been designed with a radial network con-
figuration to operate on unidirectional power flow. Application of an FCL in such
a network is quite straightforward, since the short-circuit current flow is also unidi-
rectional and could be managed with the insertion of an FCL between the source
and the load in a critical feeder of the network [80, 81]. However, with the ad-
vent of decentralised generation, the modern electrical distribution systems have
become more interconnected to enable higher integration capacity and reliable op-
eration [80, 82, 83]. Consequently, with these meshed and looped network config-
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urations, FCL placement in distribution systems has become a far more complex
problem. Installing an FCL at a bus-tie location in the network, has often been
preferred by the utilities due to the additional benefits such a placement offers [54].
A bus-tie FCL typically allows two buses to be tied without significantly raising
the fault current level of the system and enables greater network flexibility and
improved reliability. However, in a meshed network the power flow is not unidirec-
tional and a fault in the system could be fed from many directions from different
sources. In such a system, application of a single FCL at a bus-tie location may not
provide the desired fault current reduction effect. Hence, in this section, network
simulation studies are undertaken in pscad/emtdc transient simulation package
to analyse the operational behaviour and performance of saturated core FCLs in an
interconnected distribution network.
4.2.2 Case study 1
To study the current limiting behaviour of an FCL when inserted into the bus-
tie of an interconnected distribution network, a simple representative test network
(as shown in Figure 4.1) was chosen. The test network under consideration has
two interconnected substations, with each substation having a fault current in-feed
modelled as voltage sources. Each of the sources shown in Figure 4.1 could represent
a grid in-feed, a distributed generation or an incoming feed from another distribution
substation. The system parameters are summarised in Table 4.1. For simplicity, each
substation is assumed to have the same capacity. Note that these parameters are
representative and do not reflect actual values of a real 11 kV system.
4.2.2.1 FCL design and model parameter determination
The saturated core FCL design process is a multi-variable optimisation problem that
involves the use of both FEA and optimisation software to determine the optimal
FCL design that would meet the performance specifications of the network under













Figure 4.1: 11 kV test distribution system
Table 4.1: Power system parameters
Parameter Value Unit
System voltage (Line to line, RMS) 11 kV
Nominal frequency 50 Hz
Source MVA base (3 phase) (each) 100 MVA
Source series resistance (each) 0.03104 p.u.*
Source series reactance (each) 0.19868 p.u.*
Line impedance (each for Za and Zb) 0.00273+j0.01708 p.u.
Impedance of the shorted bus-tie (Zc ) j1.0e−05 p.u.
*p.u. on machine base MVA
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of interest are the current limiting capability of the FCL under fault conditions and
the resulting voltage drop during steady state un-faulted conditions. Therefore, in
the FCL design process, the fault current through the FCL and the steady state
(pre-fault) voltage drop across the FCL are typically considered as the two opti-
misation criteria. The optimisation software is used to vary the main FCL design
parameters, with the aim of minimising both of these criteria. Geometric parame-
ters such as the height of the cores, the area of the cores, the number of turns of the
AC coils, the height of the AC coils and the DC bias requirements are considered
as the main driving parameters during the optimisation process. Other dependent
parameters such as mass, FCL footprint, total cost and the power consumption are
subsequently calculated by the optimisation software (through multi-objective opti-
misation methods) in each design iteration. The final design is chosen from a Pareto
Frontier of possible design solutions that is best suited for the required specifications.
The Pareto Frontier is a curve that describes the most Pareto efficient solutions in
terms of the two optimisation criteria under consideration. The complete details of
this design process are not discussed here, since it is beyond the scope of this thesis.
An overview of the FCL design process is given in Appendix B.
An FCL design that was best suited for the test network illustrated in Figure 4.1
was determined using the aforementioned optimisation and design process. The
parameters for the equivalent circuit model of the 11 kV FCL were then determined
as outlined in Section 3.2.3.2. Table 4.2 summarises the model parameters, including
the values of the leakage inductance elements, derived for this particular saturated
core FCL device. As described in Chapter 3, a λ− i characteristic curve, was used
to estimate the core inductors Lc1 and Lc2.
4.2.2.2 PSCAD/EMTDC Network Simulations
The test system was modelled in pscad/emtdc using the system parameters spec-
ified in Table 4.1. Subsequent simulations were carried out in pscad/emtdc with
and without the saturated core FCL model inserted in the bus-tie.
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Table 4.2: FCL model parameters
Parameter Value Unit
AC voltage (Line to line, RMS) 11 kV
DC bias 87 kAT
Number of turns: AC coil 64 _
AC coil resistance 0.04023 Ω
Number of turns: DC coil 200 _









aLeakage inductance elements of the FCL equivalent electric circuit
During normal operation both busbars are fed approximately the same current
and a very small current passes through the bus tie. When a three-phase to ground
fault was applied at Bus 3, without the FCL in the network (with the bus-tie in
place), the fault current contribution fed from each source was approximately the
same with a steady-state current of 24.5 kArms, as shown in Figure 4.2a and Fig-
ure 4.2b (red dashed waveforms). The fault current contribution from each source
when the bus-tie FCL is in service is also shown in Figure 4.2a and Figure 4.2b
(blue solid waveforms). Note that, the current contribution from Bus 2, which flows
through the bus-tie FCL, has been limited to 3.8 kArms (84% reduction). However,
the contribution from Bus 3 is directly fed and is approximately 40.46 kArms, a
77% increase when compared to the case without the FCL. Consequently, the total
fault current clipping achieved by the FCL for this particular fault scenario was 7%
as shown in Figure 4.2c.
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Current contribution form Bus 2
Current contribution form Bus 2 with FCL
(a)





















Current contribution form Bus 1
Current contribution form Bus 1 with FCL
(b)






















Total prospective fault current
Total fault current with FCL
(c)
Figure 4.2: The fault currents with and without the bus-tie FCL in service (a)
contribution fed from Bus 2 (b) contribution fed from Bus 1 (c) total fault current
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4.2.2.3 Numerical Calculations
To understand and theoretically verify the pscad/emtdc simulation results in Sec-
tion 4.2.2.2, a fault analysis of the 11 kV test system using a bus impedance matrix
approach was carried out. For the network shown in Figure 4.1, without the bus-tie
FCL, the bus impedance matrix Zbus derived using the impedance values in Table 4.1
is given by (4.1), where each element Zii on the principal diagonal represents the
Thevenin impedance at Bus i and the off-diagonal elements represent the transfer
impedances of the buses.
Zbus = 0.01

1.55 + j9.93 1.55 + j9.93 1.55 + j9.93
1.55 + j9.93 1.68 + j10.78 1.68 + j10.78
1.55 + j9.93 1.68 + j10.78 1.68 + j10.78
 (4.1)
When modifying a bus impedance matrix by adding a new branch impedance
Zo, between buses m and n, each original element of Zij can be modified as [84],
through application of (4.2).
Zij (new) = Zij −
(Zim − Zin)(Zmj − Znj)
Zmm + Znn − 2Zmn + Zo
(4.2)
The effect of inserting an FCL with a fault impedance of ZFCL, into the bus-
tie, can be modelled through the addition of a new branch to the system [85].
The impedance of the new branch is given by (4.3), where Zc is the original line
impedance of the bus-tie (before inserting the FCL).




Therefore the modification to the entries of Zbus, when the bus-tie FCL is active
(during a fault) in the bus-tie between Buses 2 and 3, is given by (4.4).
Zij (new) = Zij −
(Zi2 − Zi3)(Z2j − Z3j)
Z22 + Z33 − 2Z23 + ZT
(4.4)
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Similar to most FCL technologies, the actual FCL impedance during a fault
event is not a constant for saturated core FCLs. Hence, the fault impedance of an
FCL is typically defined as the equivalent steady-state impedance that would result
in the same fault current limiting effect [41]. Based on this definition and equations
given in Appendix B, the fault impedance of the FCL device in Section 4.2.2.1 can
be estimated to be, ZFCL = 0.267Ω. Using this estimation of ZFCL, the modified
bus impedance matrix with the bus-tie FCL in service is,
Zbus, FCL = 0.01

1.55 + j9.93 1.55 + j9.93 1.55 + j9.93
1.55 + j9.93 1.79 + j11.55 1.58 + j10.03
1.55 + j9.93 1.58 + j10.03 1.79 + j11.55
 (4.5)
As can be seen from (4.5), the Thevenin impedances of the network at Bus 2
(Z22, FCL) and Bus 3 (Z33, FCL) increase, while the transfer impedance elements Z23
and Z32 decrease, when the bus-tie FCL in service.
The short-circuit currents for the test system shown in Figure 4.1 were calculated
with and without the FCL inserted to the system when a hypothetical three-phase
to ground fault was applied at Bus 3. The expressions derived to calculate the total
fault current at Bus 3, and the fault currents contributed to Bus 3 by the adjacent
un-faulted buses (Bus 1 and Bus 2) are given in Table 4.3. Note that in deriving
these equations, the faulted network was assumed to be without load before the fault
occurred and hence there was no pre-fault current flow. Following that assumption,
all bus voltages in the test system were then assumed to be the same as the pre-fault
voltage at the faulted bus (Vi).
Using the expressions derived for the fault current contributions (given in Ta-
ble 4.3) and the bus impedance matrices of the system (Zbus and Zbus, FCL), the fault
current magnitudes were calculated over a range of FCL impedance values. Note
that, the pre-fault voltage at the faulted bus (Bus 3) was assumed to be Vi = 1.0 pu
and the FCL impedance values were varied from 0 to 0.4 pu. Figure 4.3a shows
how the Thevenin impedance of the network at the faulted Bus 3 varies with the
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Table 4.3: Fault current calculations - with and without the bus-tie FCL
Without FCL With FCL
Total fault




































*where the pre-fault voltage at Bus 3 is given by Vi, the elements of the original
bus impedance matrix in (4.1) are denoted by Zij, and elements of the modified bus
impedance matrix (with the bus-tie FCL in service) are denoted by Zij, FCL.
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FCL impedance. The Thevenin impedance of the network increases rapidly as the
magnitude of the FCL impedance is increased, and subsequently plateaus at higher
FCL impedance values. The resulting variation of total fault current (I3,f ) at Bus
3, with the FCL impedance is shown in Figure 4.3b. As expected, the total fault
current decreases with the addition of the FCL. However, the decay is exponential
and hence, the additional clipping offered by higher values of FCL impedance is
marginal. The fault current contributed to Bus 3 by adjacent un-faulted Bus 2 and
Bus 1 are shown in Figure 4.3c and Figure 4.3d respectively. While the fault current
that flows through the FCL from the Bus 2 side is reduced by the FCL action, the
fault current that is directly fed to Bus 3 from Bus 1 increases when the bus-tie FCL
is in service. Note that these calculated bus impedance matrices and the behaviour
of the resulting fault current contributions, agree with the pscad/emtdc simulated
results presented in Section 4.2.2.2.
4.2.3 Case study 2
In Section 4.2.2 it was shown that installing a single FCL at a bus-tie location, in
an interconnected circuit, may not provide the desired fault current reduction. In
such cases multiple FCLs may need to be applied at critical locations of the circuit,
in order to achieve the necessary fault current reduction. In Case study 2 the
same 11 kV test system as outlined in Section 4.2.2 is considered, with two identical
FCLs, one in each incoming feeder, installed as a possible solution. The proposed
FCL locations are illustrated in Figure 4.4. Each FCL was modelled with the design
parameters given in Table 4.2. When a three-phase to ground fault was applied at
Bus 3, the total fault current at Bus 3 and the fault currents contributed to Bus 3
by the adjacent un-faulted buses (Bus 1 and Bus 2), with and without the FCLs,
are shown in Figure 4.5. The fault current contribution fed from each source, with
the in feeder FCLs in service, was approximately 9.95 kArms at the steady-state
(58% reduction), as shown in Figure 4.5a and Figure 4.5b. Consequently, for this
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Figure 4.3: Effect of bus-tie FCL impedance on (a) Thevenin impedance of the
network at Bus 3 (Z33) (b) total 3-phase to ground fault current at Bus 3 (I3,f )
(c) fault current contribution from Bus 2 (I23,f ) (d) fault current contribution















Figure 4.4: 11 kV test distribution system with multiple FCLs
particular fault scenario, the total fault current at Bus 3 with the in feeder FCLs,
was approximately 19.88 kArms (58% reduction).
In a large power system with complex interconnections, suppression of fault
currents may need many FCLs. However, installation of multiple FCL devices (one
or two FCLs per circuit) may not be an economically viable solution. As discussed
in Chapter 2, several techniques have been proposed to determine the optimum
number and the best placement of FCLs. A technique similar to those in [85, 86]
may need to be adopted when determining the optimum number and placement of
saturated core FCLs in a meshed/looped network.
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Current contribution from Bus 2
Current contribution from Bus 2 with in-feeder FCLs
(a)























Current contribution from Bus 1
Current contribution from Bus 1 with in-feeder FCLs
(b)























Total prospective fault current 
Total fault current with in-feeder FCLs
(c)
Figure 4.5: The fault currents with and without the in feeder FCLs in service
(a) contribution fed from Bus 2 (b) contribution fed from Bus 1 (c) total fault
current
115
4.3 Saturated Core FCL performance in a 132 kV
sub-transmission system
4.3.1 Background of study
As detailed in Chapter 1, the need for installing fault current limiting devices is
driven by the increasing system fault current levels due to network expansion and
reinforcement measures that utilities undertake to meet rising demand. In one such
case, a forecast of new significant loads associated with proposed coal seam gas
and coal mining developments in the Surat Basin North West area of Queensland,
has driven Powerlink - Queensland’s transmission network service provider (TNSP)
- to augment and expand their existing network. Powerlink’s network operates
from 110 kV to 330 kV transmission voltage levels and comprises of 15,000 circuit
kilometers of transmission lines and 132 substations.
The existing supply arrangement to the Surat Basin North West area consists of
two 132 kV feeders that transfer electricity from the 275/132 kV Tarong substation
to local 132/33 kV and 132/66 kV transformers. The summer peak demand in the
area at present is approximately 100MW . The demand forecast scenarios devel-
oped by the utility, incorporating the new loads, estimate that the summer peak
demand in the area could go as high as 1100 MW by 2020. A load development of
this magnitude is well beyond the existing supply network infrastructure and hence
thermal limitations were forecast to arise in the event of a single contingency (i.e.,
an outage of one of the 275/132 kV transformers at Tarong, or an outage of one of
the 132 kV lines between Tarong and the Surat Basin area), if no network expansion
was carried out. Developing local generation as an alternative to meet the future
supply requirements was deemed to have economic disadvantages.
The proposed network augmentation includes establishing a new 275 kV sub-
station at Columboola and connecting the existing Columboola 132 kV substation
to the 275 kV substation with two 275/132 kV transformers as shown in Figure 4.6.
As part of proposed augmentations, the fault ratings at the Columboola 132 kV
116
substation were also upgraded to 40 kA.
4.3.2 Description of the Fault Current Limiting Require-
ments
As illustrated in Figure 4.6, the Columboola 132 kV substation has a double bus
system with a bus coupler that is normally kept closed. While the plant rating is
40 kA (plant rating reflects the rating of the lowest rated plant at each location),
the utility plans to have a short-circuit level of 25 kA on each 132 kV bus. However
in the present context (with the above-discussed network augmentations), this can
only be achieved with an open circuit between the two buses. A closed bus coupler
results in a short-circuit level greater than 25 kA. This is the background to the
utility’s interest in installing saturated core FCLs at Columboola substation, where
the insertion of FCLs is expected to limit the symmetrical three phase fault current
below the desired level of 25 kA. However, as shown in Section 4.2.2, installing a
single FCL at a bus-tie location of an interconnected network may not provide the
desired fault current reduction. Hence, multiple FCLs may need to be applied at
critical locations of the network to achieve the necessary fault current reduction. In
the course of this case study, the application of a saturated core FCL at one critical
feeder of the Columboola substation will be considered.
The utility requirements for an FCL application at the Columboola substation
are listed in Table 4.4.
4.3.3 Saturated Core FCL Design and Modelling
Following the saturated core FCL design process outlined in Section 4.2.2.1, an FCL
design that would meet the performance specifications of the network under consid-
eration was determined. The design parameters of the optimal solution chosen from
the Pareto Frontier are summarised in Table 4.5. Once the FCL design was chosen,
an FE model of the prototype FCL was developed in the Cedrat Flux3D package







































Table 4.4: Network data at Columboola substation
Parameter Data
Rated nominal voltage 132 kV
Line frequency 50Hz
Maximum line voltage (extreme tap) 145 kV
Line voltage at the provided fault level below 132 kV
Continuous normal current 305A (rms)
Maximum normal current (magnitude and duration) 765A (rms)
Maximum allowable steady state voltage drop (at continuous
nominal current)
1.0%
Lightning impulse voltage withstand level 650 kV
Power frequency voltage withstand level 275 kV
Prospective unlimited peak fault current for a three phase
fault
100 kA (peak)
Peak limited current desired for a three phase fault < 62.5 kA
(peak)
Prospective unlimited symmetrical fault current for a three
phase fault
41.9 kA(rms)
Symmetrical limited current desired for a three phase fault < 25 kA (rms)
Fault duration 1.0 s
Reclosure sequence (if applicable) 0-10s-CO
Three phase equivalent fault impedance (Ohms) or fault X/R
ratio
X/R = 45
Single phase equivalent fault impedance (Ohms) or fault X/R
ratio
X/R = 39
Load power factor 0.90
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Table 4.5: 132kV FCL design parameters
Parameter Value
Core height 3.1 m
Core cross-section area 0.32 m2
AC coil height 2.6 m
AC coil width (outer) 0.71 m
AC coil depth (outer) 0.71 m
DC coil height 0.65 m
DC coil width (outer) 1.80 m
DC coil depth (outer) 1.03 m
AC coil: number of turns 1 72
DC coil: number of turns 1 300
DC bias 143.39 kAT
Total AC coil resistance 16.06 mΩ
Total DC coil resistance 0.70 Ω
1Parameter values given for each coil
cess as well as the electromagnetic properties of each material. Cedrat Flux3D
was subsequently used to perform magnetostatic simulations and to determine the
equivalent electric circuit parameters of the FCL model proposed in Chapter 3. The
resulting FE FCL model, corresponding linear inductance values, and the L − i
characteristic curve that was used to represent the nonlinear core inductances are
given in Appendix C.1.
The chosen FCL design was then modelled in pscad/emtdc, using the calcu-
lated FCL design parameters along with the subsequent inductance values deter-
mined from FE simulations. A simplified three-phase equivalent circuit approxima-
tion of the network, developed based on the network data given in Table 4.4, was
used to initially verify the limiting performance of the FCL model. A single-phase-
to-ground fault was simulated on the load side of the FCL, with the fault control
signal configured automatically through a timed fault logic component. A solution
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time step of 10µs was chosen for these simulations and the switching events were
interpolated to the precise time.
Transient simulations using FE models are typically undertaken as part of the
FCL design process to demonstrate the viability of a particular design and to ver-
ify that the FCL design has met the original performance requirements (such as
those set out in Table 4.4). To verify the fault current limiting performance of the
device under consideration, the results from the pscad/emtdc simplified circuit
simulation were compared with that of FE transient simulations. Figure 4.7a shows
the pscad/emtdc simulated fault current of the simplified circuit compared to the
FEA simulated fault current. As can be seen, the pscad/emtdc generated fault
current waveforms replicate the FEA generated waveforms quite closely, providing
a 46% reduction in symmetric fault current for a prospective symmetrical fault cur-
rent of 41.66 kArms. As shown in Figure 4.7b, the pscad/emtdc simulated FCL
terminal voltage of the simplified circuit also compares well with the FEA simulated
FCL terminal voltage. Hence, the pscad/emtdc model accurately predicted the
fault limiting performance and other performance characteristics of the FCL design.
4.3.4 Network Model Development and Validation
The base network model used for this study was developed using detailed power
system data provided by Powerlink. Powerlink, similar to many of their contempo-
rary utilities, use loadflow and transient stability programs such as pss/e to study
the fundamental frequency behavior of power systems and have network data avail-
able for their entire system in load-flow program format. However, these programs
are not suitable for studies involving dynamic power system transients, particularly
when it involves nonlinear magnetic devices such as saturated core FCLs. e-tran
is an electrical translation program for power systems that can be used to translate
power system data from pss/e for use in EMT programs such as pscad/emtdc.
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Current with FCL - FEA simulated
Current with FCL - PSCAD simulated
(a)



















FCL terminal voltage - FEA simulated
FCL terminal voltage - PSCAD simulated
(b)
Figure 4.7: FEA and pscad/emtdc simulated (a) fault current [kA] (b) FCL
terminal voltage [kV]
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In this study, e-tran was employed to generate the preliminary network model
in pscad/emtdc from the pss/e load flow data files (*.raw and *.seq) provided by
the utility. e-tran uses an auto-routing algorithm to generate an accurate graph-
ical representation of the network including buses, generators, loads, transmission
lines etc. Real and reactive power data, along with the source voltage (magnitude
and phase angle) information, from the solved load flow file were used to initialise
generators/sources.
In order to define the boundary of the network to be represented in detail (i.e.
the kept network) the frequency scan component of pscad/emtdc was used [87].
This involved converting the pss/e data file to pscad/emtdc, keeping the details
of 2, 3, 4, 5, 6 and 7 buses away from the main point of interest (132 kV Bus 2 at
Columboola substation) and generating six different pscad/emtdc network mod-
els. Once the portion of the network to be converted in detail was set, multi-port
network equivalents were generated by e-tran to represent the remaining network
using the available fundamental frequency impedance and power flow data. The
entire circuit was reduced to sub pages according to the voltage levels, with an-
other subpage generated to represent the rest of the network. Frequency scans were
carried out for each of these converted network models and plots of impedance vs.
frequency of the system, as seen by the 132 kV Bus 2 at Columboola substation, were
generated. Figure 4.8 shows a comparison of frequency scans of different network
equivalents. As can be seen, at 7 buses away from the point of interest the frequency
scan of the equivalent network is almost identical to the frequency scan at 6 buses
away. Hence, it is reasonable to assume that the equivalent 6-bus network provides
an adequate approximation for the whole network. Hence, a detailed system was
representing up to 6 buses away from the main point of interest, was identified as
suitable for the scope of this study. A section of the e-tran generated single-line
diagram in pscad/emtdc is shown in Figure 4.9.
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Figure 4.8: Frequency scan at the 132 kV bus
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As can be seen from Figure 4.9, while the buses, transmission lines and other
devices are accurately drawn with their respective interconnections, the diagram
does not provide an exact geographical representation of the network. The buses in
the network are represented by electrical nodes and hence the busbar arrangements
and the incoming/outgoing feeder connections at the Columboola substation are not
clearly discernible. Therefore, a more detailed model of the Columboola substation
was developed based on substation layout drawings provided by the utility. The
station model was developed as a page component (replacing the station equivalence
generated by e-tran), using the e-tran generated transmission network model as
the base case representing the system interconnection. Part of the Coloumboola
station model is illustrated in Figure 4.10.
It must be noted that the extent of the network model required for the simu-
lations will vary depending on the study requirements and hence must be decided
on a case-by-case basis. While fault current limiting by itself is predominantly a
localised fundamental frequency phenomenon, the 6-bus-radius network model de-
scribed above was developed with a view to utilise it to simulate a variety of transient
studies including remote amplification, harmonic propagation and voltage sag prop-
agation. Depending on the study requirements the substation model was further
amended in the subsequent studies in this thesis, to include more detailed represen-
tations of station equipment where appropriate. The details of these amendments
are discussed in the respective chapters. Further details about system modelling and
associated assumptions are given in Appendix C.2. Note that for the work presented
in Section 4.3.6 and Section 4.3.7, a reduced system model with suitable equivalents
to represent the rest of the system is adequate.
The complete network model was validated by performing a load flow study in
pscad/emtdc and comparing the results with those of an equivalent pss/e load
flow study. Table 4.6 shows the comparison of load flows at Columboola Bus 1 and
Bus 2. It was found that the results from pscad/emtdc and pss/e were in very
















































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































The FCL model designed and validated for this particular application, was inserted
into one of the critical feeders (identified as Feeder N1 henceforth) of the Columboola
station model in pscad/emtdc (as shown in Figure 4.10). Note that for high
voltage applications, such as the case under study, use of three single-phase FCL
devices as opposed to a three-phase FCL device, is often preferred to avoid insulation
complications. Therefore, three single-phase devices were used for this study—the
network simulations were carried out under three different conditions:
1. Without a current limiter
2. With an FCL placed in the Feeder N1
3. With an equivalent reactor placed in the Feeder N1
The inductance of the equivalent air-core reactor that would provide the same cur-
rent limiting as the FCL was calculated using the following process.





where VS is the line-to-ground voltage of the system, ω is the angular frequency,
and Rs and Ls are the single phase equivalent source resistance and inductance of
the system (upstream of the short-circuit) respectively. All line capacitances are
neglected, since the network is assumed to be in a steady state condition prior to
the occurrence of fault.
The fault current with a series reactor installed is given by,
Ifault, Reactor =
VS
RS + jω(LS + LR)
(4.7)
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Therefore, the inductance LR of an equivalent air-core reactor providing the









 − LS (4.8)
Using Equation (4.8), the inductance of the equivalent air-core reactor that
would provide the same symmetrical fault current limiting as the FCL was calculated
to be 6.0987mH.
4.3.6 Steady State Behaviour of the Saturated Core FCL
Simulations were carried out in pscad/emtdc to examine the performance of the
FCL under normal steady state (un-faulted) conditions. The simulations focused
particularly on the steady state currents, voltage drop and the effects on active and
reactive power flows in the bus coupler and some selected incoming and outgoing
feeders. The performance of the FCL was then compared with that of the equiva-
lent air-core reactor, providing the same fault current limiting at the same network
location. A summary of the key results are presented in Table 4.7.
As demonstrated in Table 4.7, the equivalent air-core reactor has a much greater
effect on the line currents and associated power flows at steady state compared to
the FCL. While the FCL causes a reduction, of approximately 3.5% to 3.7% in the
line currents and the active, reactive power flows, an air-core reactor with the same
current limiting capability causes approximately 9% reduction in the line current and
the associated power flows in the steady state. The pre-fault (steady state) voltage
drop of the FCL is approximately 486.89 Vrms (0.37%) compared to the 1198.76
Vrms (0.91%) voltage drop of the equivalent reactor. For this particular network,
the maximum allowable voltage drop across the current limiter, as specified by the
utility, was 1.0% at rated line current—the pre-fault voltage drop of the equivalent
reactor at 0.91% is close to this maximum allowable value.
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Table 4.7: Steady state performance comparison
Without a


























4.3.7 Limiting Behaviour in the Network
To examine the performance of the FCL under fault conditions EMT simulations
were carried out, under four different fault scenarios.
1. Case 1 - Three phase to ground fault at the FCL terminals
2. Case 2 - Three phase ungrounded fault at the FCL terminals
3. Case 3 - Single phase (Phase A) to ground fault at the FCL terminals
4. Case 3 - Phase A to Phase B fault (ungrounded) at the FCL terminals
These fault scenarios were also simulated without a current limiter in the network
as well as with the equivalent air-core reactor. For all of the fault scenarios it was
assumed that the bus coupler between Columboola Bus 1 and Bus 2 is kept closed.
To ensure network solution accuracy, a small solution time step of 10 µs was chosen
and the switching events were interpolated to the precise time. The faults were
simulated at voltage zero, to obtain the maximum peak asymmetrical current, for a
duration of about 10 cycles. A summary of the key results are presented in Table 4.8.
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Figure 4.11 and Figure 4.12 show the resulting fault currents observed in Phase
A, for the four fault scenarios, with and without the current limiting devices con-
nected. Note that, the equivalent reactor was sized to provide the same symmetrical
fault current limiting as the FCL and thus, as can be seen from Figures 4.11 and
4.12, the current limiting provided by the FCL and the reactor are slightly different
at the asymmetrical transient phase of the fault currents; however, these are approx-
imately the same during the steady state of the faults. The highest fault clipping
was achieved by both the FCL and the equivalent air-core reactor for the most severe
fault scenario - single phase to ground fault as illustrated in Figure 4.12a. However,
even for less severe fault scenarios, such as the line to line fault scenario shown
in Figure 4.12b, both the FCL and the equivalent reactor provide consistent fault
performance, with an adequate level of current limiting.
While the fault performance of both the FCL and the equivalent reactor is
consistent, as demonstrated in Table 4.7, the equivalent reactor imposes greater
constraints on the network power flows and has significantly larger steady state
voltage drop under steady-state pre-fault conditions. Hence, considering both the
steady state and the fault performance, the saturated core FCLs have significant
merit over the conventional current-limiting series reactors.
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Figure 4.11: Faulted line current [kA] for a (a) three-phase to ground fault (b)
three-phase fault
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Figure 4.12: Faulted line current [kA] for a (a) single-phase to ground fault (b)
phase A to phase B fault
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4.4 Conclusions
In Chapter 3 of this thesis an equivalent electric circuit model was proposed to
represent the saturated core FCL, with its validation against experimental data also
presented. In this chapter, the nonlinear inductance model developed in the previous
chapter is used to analyse the operational behaviour and performance of a saturated
core FCLs in utility grids at different voltage levels, during the steady state as well
under fault conditions.
The key research contributions of this chapter can be summarised as follows:
1. In a meshed system, the application of a single FCL at a bus-tie location
was shown to be ineffective in providing the desired fault current reduction.
Through pscad/emtdc simulations carried out on an interconnected 11 kV
distribution system, it was shown that while the bus-tie FCL limits the cur-
rent that flows through it, the current contribution that is directly fed to the
fault from the opposite side significantly rises with the added FCL impedance.
Consequently, the total effective current limiting achieved by the FCL was
shown to be marginal.
2. These simulation results were theoretically verified through a numerical ap-
proach to fault analysis, using bus impedance matrices. It was demonstrated
that the Thevenin’s impedance of the network increases rapidly as the mag-
nitude of the bus-tie FCL impedance is increased, subsequently plateauing at
higher FCL impedance values.
3. Through subsequent pscad/emtdc simulations carried out on the same test
network it was shown that, in an interconnected system, to achieve the de-
sired fault current reduction application of multiple FCLs at critical locations
of the circuit is necessary. However, cost might be a prohibitive factor in im-
plementing this commercially and hence a suitable FCL placement technique
may need to be adopted when determining optimum placement for saturated
core FCLs in interconnected systems.
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4. The potential performance of a saturated core FCL, installed at a critical feeder
of the 132 kV sub-transmission system was analysed, with an FCL design that
would meet the performance specifications of the network under consideration
presented. It FCL was shown to provide approximately 40% reduction in
symmetrical fault current, for a three phase to ground fault, when inserted
into the network.
5. The application of an FCL was shown to have significant merit over the con-
ventional current-limiting series reactors. In comparison to the FCL, an equiv-
alent air-core reactor was shown to impose greater constraints on the network
power flows with considerably larger steady state voltage drop under pre-fault
conditions. Fault performance of both the devices was shown to be consistent,
with the highest fault clipping achieved by both devices for the most severe
fault scenario - single phase to ground fault. However, even for less severe
fault scenarios, such as the line to line fault scenario, both the FCL and the
equivalent reactor was shown to provide adequate level of current limiting.
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Chapter 5
Saturated Core FCL Interaction
with Power System Protection
5.1 Introduction
With the recent developments in FCL technology, identifying and addressing any
issues that are likely to emerge as a result of integrating FCLs into utility networks
is becoming increasingly important. The FCL installations can be either an integral
part of a new system design or an addition to an existing system. In the former case,
the whole system, including the protection schemes, would be designed to account
for the FCL and its operation. Application of FCLs to an existing system on the
other hand, may have an impact on the protection schemes that were designed to
operate under existing network conditions (prior to FCL application), and requires
further investigation [4, 56].
The effects of FCLs on power system protection schemes depend on several fac-
tors such as the type of FCL technology, protection schemes/principles considered,
network configuration and FCL/fault location. As stated in Chapter 2, CIGRÉ
Working Group A3.10 [13] and CIGRÉ Working Group A3.16 [56], have laid out
the foundation for a typical investigation on interactions between FCLs and the
power grid. CIGRÉ Working Group A3.16 analysed the possible influence of several
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different FCL technologies on existing protection schemes, focusing mainly on the
overcurrent, distance and differential protection in medium and high voltage sys-
tems. The study was based on four types of FCLs the current limiting reactors,
resistive superconducting FCLs, solid-state fault current limiters and pyrotechnic
fault current limiters represented by their characteristic principles, rather than
the real operational behaviour of each technology. Although the study provides a
general framework for further studies, a comprehensive investigation based on accu-
rate models of each FCL technology is essential in identifying the grid integration
issues for each particular FCL technology.
A comprehensive analysis, focusing on the influence a saturated core FCL instal-
lation has on existing power system protection schemes, is presented in this section.




A review of these three protection schemes and their general susceptibilities to
current limiters is undertaken in Section 5.2, followed by case studies on a real
power network in Section 5.3. A range of simulation studies are carried out in
pscad/emtdc to demonstrate and analyse the effects of a saturated core FCL
application on existing protection schemes of a sub-transmission level utility substa-
tion. The effects on each protection scheme will be analysed in separate subsections
and subsequently possible revisions to these protection schemes will be proposed to
ensure proper operation and co-ordination of the protection relays.
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5.2 Effects of FCLs on Protective equipment and
Protection Schemes
5.2.1 Overcurrent Protection
Overcurrent relays are widely used for primary protection in distribution systems
and as back-up protection in transmission networks. The relay operation is based
on the evaluation of the current magnitude sensed by the current transformer (CT)
(in directional overcurrent relays, both the current magnitude and the phase angle
are considered as inputs to the relay for the purpose of selectivity) against a prede-
termined threshold value (pickup current). The relay is set to operate if the current
sensed exceeds the pickup current setting. Overcurrent protection relays can be
categorised by their time/current characteristic as follows [88]:
1. Instantaneous over current relays - operate instantaneously in response to the
current sensed by the CT without any set time delay. To ensure proper operation,
these relays are applied in circuits where there is a substantial reduction of fault
current as the fault is moved away from the location of the relay towards the far
end of a line.
2. Definite time overcurrent relays - are set to operate after a predefined time
delay after its pickup time. The relay operation is independent of the magnitude of
current above the pickup current. In radial power systems line protection discrim-
ination with definite time overcurrent relays is achieved by grading the time delay
settings.
3. Inverse time overcurrent relays - operating time depends on the magnitude
of the current that is sensed by the CT. The relay operating time (or the preset
time delay) is inversely proportional to the magnitude of the sensed current, i.e.
larger currents will cause a faster operation of the relay. Protection discrimination
with these relays is achieved by coordinating the time/current characteristics of the
relays in a particular circuit. The inverse time overcurrent relays are further divided
based on the steepness of the time-overcurrent characteristic as moderately inverse,
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very inverse and extremely inverse .
The operation and coordination of overcurrent protection schemes can be af-
fected by the presence of FCLs within the protected circuit in several ways. In cases
where the magnitude of the FCL-limited current is less than the pickup current
setting of the overcurrent relay, the relay will fail to identify the fault conditions
causing it to mal-operate. In such situations the operating characteristics of the
relays need to be adjusted according to the new fault level of the system. To ensure
proper operation of the relay, the FCLs must also allow the fault currents to flow at
least for the duration of the processing time of the relay and any additional preset
delay times [56]. Overcurrent relay coordination can also be affected by the presence
of FCLs inside or outside of the protection zone. Figure 5.1 illustrates a case where
the FCL is located inside of the protected zone with an inter-in-feed connection
(represented by I in) between the FCL and the relay.
Note that in such a scenario the current flowing through the FCL is not equal
to the current sensed by the relay. In the case of a fault further downstream of
the FCL, the limited current contribution through the FCL will not be sensed by
the relay, causing the relay to be blinded for a downstream fault. Even if the FCL
is located outside of the protected zone, the FCL impedance increases the source
impedance ratio (Zsource/Zfault) altering the existing current gradings of the inverse
time relays. In such cases overcurrent relays will need re-coordination [56].




Distance relay operation is based on evaluating the downstream impedance seen by
the relay against the impedance of the line up to a predetermined point (referred
to as the reach point). The apparent impedance at the relaying point is the ratio
between the voltage and current sensed by the current transformer (CT) and the
voltage transformer (VT) associated with the relay. One end of the protection zone
is defined by the position of these instrument transformers, and the other end by the
reach point impedance setting of the relay. If the measured impedance at the relaying
point is less than the reach point impedance, then a fault inside the protected zone
(internal fault) is detected. The operating characteristics of distance relays are



















Figure 5.2: Distance relay operating characteristic on the R −X diagram: (a)
impedance (b) mho (c) reactance (d) quadrilateral [89]
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Some of most commonly used characteristics are [88,90]:
1. Impedance characteristic - The operation of the impedance relay is inde-
pendent of the phase angle between current and the voltage and hence the operating
characteristic is a circle with its centre at the origin with a radius equal to its set-
ting in ohms (Figure 5.2a). Any impedance value less than the radius of the circle
will trigger the relay operation. The relay characteristic is typically non-directional;
however, directional control can be achieved by adding a separate directional control
element.
2. Mho characteristic - The characteristic of a Mho relay is a circle whose
circumference passes through the origin of the R − X diagram, as illustrated in
Figure 5.2b. Any impedance value within the characteristic circle will trigger the
relay operation. The impedance characteristic is adjusted by setting two parameters
- the impedance reach along the diameter (ZR) and the angle of displacement of the
diameter from the R axis (φ, also known as the relay characteristic angle). Hence,
the Mho relay is inherently directional and can provide fault discrimination through
both reach control and directional control.
3. Reactance characteristic - The characteristic of a reactance relay is a
straight line at the set point parallel to the R axis, as illustrated in Figure 5.2c. It
is a non-directional relay and is typically used in combination with an admittance
relay.
4. Quadrilateral characteristic - The quadrilateral characteristic is made
up from a combination of a reactance line (top), two resistive units (left and right
side, load blinders) and a directional line (bottom), as illustrated in Figure 5.2d.
An advantage of this characteristic is that the reach of the relay in both the R and
X directions can be adjusted independently. It therefore provides better resistive
coverage for short lines than any Mho-type characteristic.
An FCL installed in the protected circuit can affect the operation and coordi-
nation of distance protection schemes. The presence of an FCL in the fault loop
increases the zone impedance and may cause the impedance seen by the relay to fall
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outside of the relay operating region. In such situations the relay may under-reach
and may fail to detect faults inside the protected zone. If that is the case, the oper-
ating characteristic of the relay needs to be adjusted to account for the impedance
associated with the FCL. Severe distortions in current waveforms due to FCLs may
result in phase angle shifts which could influence the impedance and direction de-
termination process of the relay. Even if the FCL is located outside of the protected
zone, the presence of the FCL increases the effective source impedance and alters
the system X/R ratio. This may influence the direction and reach determination
of the relay [56]. Distance relay coordination may also be affected by the presence
of FCLs inside or outside of the protection zone. In a case where there is an inter-
in-feed between the relay and an internal fault (See Figure 5.1), an FCL inside the
protection zone may further reduce the reach of the distance relay. An increase in
the effective source impedance and the resulting low voltages of the faulty phases
due to the presence of an FCL, may affect the accuracy of the voltage measurements.
In such cases re-coordination of distance relays is necessary.
5.2.3 Differential Protection
Differential relay schemes are unit protective schemes that protect the circuit or
equipment between two CTs that are fitted on either side of the equipment. The
relay uses the currents sensed at both ends of the protected zone and uses their vector
and/or scalar sums to detect fault conditions. The relay operation is based on the
premise that under normal conditions current at the two terminals of the protected
equipment should be equal. In practice however, non-zero differential quantities may
be detected under normal un-faulted conditions due to line charging currents, CT
mismatching and current measurement inaccuracies etc. Furthermore, differential
currents may be detected under through-fault conditions, due to CT saturation
during faults outside of the protection zone. Therefore, provisions have to be made
to prevent relay mal-operation under these conditions. Two main current differential
protection relays are used in modern power systems: high impedance (or unbiased
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differential protection) and low impedance (or biased differential protection).
1. Low impedance (biased) differential protection
This type of relay is characterised by two actuating quantities - restraint and oper-
ate. Low impedance differential relays present a low impedance to the flow of CT
secondary current. The relay uses the vector sum of the currents from the CTs to
detect the difference current (referred to as the operating current or IOP ) resulting
from an internal fault. To account for inaccuracies in CT performance, the relay
also uses the scalar sum of these currents to determine a restraint current (IRT ).
The operating current from the vector summation IOP , is then compared with the
restraint current IRT . The relay operates when IOP exceeds a minimum threshold
and a percentage of IRT , defined by the slope setting of the relay. This protection
scheme, however, is susceptible to mal-operation due to external faults causing CT
saturation. One solution to improving reliability under severe CT saturation is the
introduction of an additional saturation stabilisation area to the relay characteris-
tic [89, 91].
2. High impedance (unbiased) differential protection
High-impedance differential relays present a very high impedance to the flow of CT
secondary current. Similar to the low impedance differential scheme, the relay uses
the vector sum of the currents from the CTs to detect the difference current due to
an internal fault. Since the relay is extremely sensitive to the CT difference current,
high accuracy CTs are used in this protection scheme. The difference current is then
forced through the high impedance of the differential relay resulting in a voltage
drop across the relay. The relay operates when this voltage drop is higher than
the relay tripping voltage threshold. To prevent the voltage drop across the relay
from becoming too high, the relay is typically connected in parallel with a nonlinear
resistor. The high impedance principle also uses a stabilisation resistor, which forces
the differential current due to CT saturation to flow via the saturated CT impedance.
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Therefore, it is less susceptible to mal-operation due to CT saturation during internal
or external faults [89,91].
Low impedance differential relays with an overcurrent pickup or guarding func-
tion maybe affected by the presence of an FCL in the circuit. It must be ensured
that the FCL-limited current exceeds the pickup setting. For internal faults, the
lower fault currents due to FCLs may affect the sensitivity of the low impedance
differential relays. Sensitivity of the high impedance differential relays may also be
affected by the reduced currents, but to a lesser extent [56]. For a fault outside of
the protection zone, the FCL limited current also results in a reduced relay current.
This signifies a positive effect on protection stability since it improves the reliability
of the current differential scheme and minimises the occurrence of false-tripping.
Note that, unlike other protection schemes, a double-end feed system (where a fault
in the system is fed from both sides) could affect the differential relay operation. In
such a system, if an FCL limits only one of the feed currents, for an internal fault, it
may lead to a significant phase shift of the limited fault current, depending on the
degree of limitation and X/R ratio. This could lead to a reduction in differential
current sensed by the relay and cause mal-operation of the relay. There is also risk of
having insufficient sensitivity since the scalar sum of the secondary currents remain
unaffected.
The use of current limiting devices is known to have a favourable effect on
current differential schemes by reducing the possibility of relay mal-operation due
to CT mismatching, which can occur as a result of a previous internal fault [56] [91].
Even if the two CTs at the ends of the protected zone are identical, a considerable
amount of remnant flux could be left in the CT cores after clearing an internal fault.
Since the excitation characteristics of the CT cores are nonlinear in nature, the effects
of remnant flux on the two cores could differ. The persistence of remnant flux can
cause the two CTs to operate at different points on their excitation characteristics
and may result in only one of the CTs to saturating during external faults that occur
at a later time. Consequently, the core saturation can cause a differential current to
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flow in the relay, and may cause the relay to mal-operate [91]. The presence of an
FCL will reduce the maximum fault peak experienced by the relay, and hence will
provide protection against core saturation for the CTs. In a double-end feed system
however, it must be ensured that FCLs are installed at both ends of the protected
unit to ensure protection against core saturation, for faults occurring at either end.
5.3 Saturated Core FCL integration with an ex-
isting protection system - Case Studies
In Section 5.2 the general sensitivities of different protection principles to fault
current limiting devices were discussed. However, the interaction of different FCLs
with the power system and its protection schemes can differ considerably depending
on the technology adopted in each FCL type and its limiting behaviour [56]. Hence,
in this section, a comprehensive investigation on the effects of a saturated core FCL
on power system protection schemes is presented. Case studies are undertaken at a
sub-transmission level utility network, with possible implications of a saturated core
FCL installation on the existing protection schemes of the system identified through
pscad/emtdc simulations.
The 132kV base network model along with the Columboola station model and
the FCL design presented in Section 4.3 are used in these simulation studies. The
existing feeder protection schemes at the Columboola station – distance and dif-
ferential schemes – were then incorporated into the station model using the relay
parameters provided by the utility. In the actual network, each feeder has two
protection systems enabled, ‘X group’ and ‘Y group’ to account for redundancy.
Each protection group is self-contained and independent of each other, capable of
detecting and isolating all types of faults. Hence, failure of one protection group to
operate for a certain fault will not affect the operation of the other group. Although
both groups of protection systems were modelled in pscad/emtdc for each feeder,
during this study, it was assumed that only one group is enabled at a time as the
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intention of study is to examine the impact on each protection scheme, irrespective
of redundancy.
5.3.1 Distance Protection
The distance relays at the Columboola substation feeders are enabled with two
zones of fault protection set with the Mho characteristic. Zone 1 is set to operate
instantaneously in response to a tripping signal produced. Zone 2 protection on the
other hand, is typically set to operate after a predefined time delay from fault pick
up. The distance relay modelling algorithm utilised in the pscad/emtdc simulation
study is shown in Figure 5.3.
Faults on a transmission line can severely distort the voltage and current sig-
nals, resulting in high frequency oscillations, lower order frequency components and
decaying DC components. These distortions could affect the performance of relays.
To remove the DC offset components and to eliminate the higher/lower frequency
components, online Fast Fourier Transform (FFT) components with low-pass anti-
aliasing filters were used in pscad/emtdc [73]. The FFT block samples the input
signals and extracts the fundamental magnitudes and phases. The sequence fil-
ter blocks were subsequently used to calculate the magnitudes and phase angles of
sequence components, based on the magnitudes and phase angles of the phase quan-
tities (line voltage and line current) extracted by the FFT. The signal processing
modelling in pscad/emtdc, is illustrated in Figure 5.4.
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Distance relays are typically designed to detect faults that are either three phase
or single phase, and line to ground or line to line. Hence it is necessary to evaluate
the line to ground impedance as well as the line to line impedance as seen by the
ground distance relay in each phase, against the Mho characteristic settings for each
zone. The line to ground impedance and the line to line impedance are calculated
using the phase and the sequence voltage and current quantities calculated based
on (5.1) and (5.2) respectively.
Line to ground impedance = Vphase
Iphase + k Io
(5.1)
where Vphase is phase voltage, Iphase is phase current, k is residual compensation
factor and Io is zero sequence current, and
Line to line impedance = Vphase1 − Vphase2
Iphase1 − Iphase2
(5.2)
where Vphase1 and Vphase2 are phase voltages and Iphase1 and Iphase2 are phase
currents.
The computed impedance values are then evaluated against the Mho charac-
teristic component. The output produced by the Mho component is 1 if the point
defined by the computed impedance R and X is inside the characteristic circle.
Each zone of the distance relay scheme requires six Mho characteristic components;
three to detect line to ground faults and three to detect line to line faults. Fig-
ure 5.5 shows the zone 1 protection scheme of a distance relay that was modelled in
pscad/emtdc.
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Figure 5.5: Zone 1 protection scheme of a distance relay modelled in
pscad/emtdc
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Several scenarios were examined to identify possible implications of a saturated
core FCL installation on a transmission line feeder to the existing distance relays
protecting the line. The primary zone of protection, Zone 1, covers 80% of the line
while 120% of the line is covered by protection Zone 2. The distance relay settings
of the transmission line feeder under consideration, are given in Table 5.1. Note
that the reach impedances are expressed with respect to the CT primary winding.
Table 5.1: Distance relays A1 settings
Zone Reach(Ω)
Line







1 15 60º 7.5 12.99 0 1.5 22º2 22.5 60º 11.25 19.49 0.4
Case 1 - FCL within the protection zone of the relay – internal fault
Figure 5.6: FCL within the protection zone of the relay – internal fault
A single line (Phase A) to ground fault and a line to line fault (Phase A to Phase
B) were simulated within the primary protection zone of relay A1 as illustrated in
Figure 5.6. These simulations were undertaken with and without a saturated core
FCL installed within the protection zone of the relay. The resulting impedance
trajectories seen by the ground distance relay, plotted in the R-X plane are shown
in Figure 5.7. Each trajectory represent a line to ground impedance or a line to line
impedance for each of the three phases. Zone 1 and Zone 2 characteristic circles
are represented in red and blue respectively. As can be seen, the fault impedance
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trajectory is inside Zone 1 of the relay operating characteristic (red circle) for each
of these fault cases.
The Relay A1 operation for the L-G fault scenario described above is shown in
Figure 5.8 and Figure 5.9 for the cases without and with the FCL respectively. As
can be seen, the fault is detected and the relay trip signal is triggered immediately
following the fault in both scenarios. Relay A1 operation for a L-L internal fault,
without and with the FCL, is also seen to be similar to that shown in Figure 5.8
and Figure 5.9. Hence, the presence of an FCL within the protection zone is not





Figure 5.7: Case 1 - impedance trajectory of (a) L-G fault without FCL (b)
L-G fault with FCL (c) L-L fault without FCL (d) L-L fault with FCL, at the
primary zone of protection (Zone 1) as seen by the Mho Relay
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Figure 5.8: Mho Relay operation for a L-G internal fault without an FCL. Sub-
figures from top to bottom show: (a) fault signal (0 when fault is off, 1 when
fault is on) (b) current sensed at relay A1 (c) relay A1 trip signal (accounting for
pre-set time delays when applicable)
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Figure 5.9: Mho Relay operation for a L-G internal fault with a FCL located
inside the protection zone of the relay. Sub-figures from top to bottom show: (a)
fault signal (0 when fault is off, 1 when fault is on) (b) current sensed at relay
A1 (c) relay A1 trip signal (accounting for pre-set time delays when applicable)
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Case 2 - FCL within the protection zone of the relay – external fault
Figure 5.10: FCL within the protection zone of the relay – internal fault
A single line to ground fault (Phase A) and a line to line fault (Phase A to Phase
B) were simulated within the backup protection zone (Zone 2) of Relay A1, with
and without a saturated core FCL installed within the protection zone of the relay.
The resulting impedance trajectories seen by the ground distance relay plotted on
the R-X plane, are shown in Figure 5.11. As can be seen, the impedance seen by
the relay is inside the Zone 2 region of the Mho circle, with and without the fault
current limiter in the system, for both fault types.
The Relay A1 operation for the L-G fault scenario described above is shown in
Figure 5.12 and Figure 5.13, for the cases without and with the FCL respectively.
Typically, the trip signal for Zone 2 is only triggered if the fault is still detected
after the predefined delay time from its pickup time as illustrated by Figure 5.12.
However with the FCL in the system, the follow current (i.e. steady state fault
current) limited by the FCL falls under the threshold pickup value, resulting in
Zfault > Zpickup under steady state fault conditions. Since the fault is not detected for
the total duration of the preset delay time of the relay (0.4 s), the backup protection
of Relay A1 is not triggered, as shown in Figure 5.13.
Note that the relay operation was not affected by the presence of the FCL for
the internal fault (Zone 1 fault) discussed previously. The large first peak of fault
current, although limited, still exceeds the threshold pickup value, resulting in a
fault impedance that falls inside of the Mho relay operating zone (Zfault < Zpickup).
Since the relay is set to trigger immediately after an internal fault detection, the





Figure 5.11: Case 2 - impedance trajectory of (a) L-G fault without FCL (b)
L-G fault with FCL (c) L-L fault without FCL (d) L-L fault with FCL, at the
backup zone of protection (Zone 2) as seen by Relay A1
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Figure 5.12: Mho Relay operation for a L-G external fault without an FCL.
Sub-figures from top to bottom show: (a) fault signal (0 when fault is off, 1 when
fault is on) (b) current sensed at relay A1 (c) relay A1 trip signal (accounting for
pre-set time delays when applicable)
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Figure 5.13: Mho Relay operation for a L-G external fault with an FCL in the
protection zone of the relay. Sub-figures from top to bottom show: (a) fault signal
(0 when fault is off, 1 when fault is on) (b) current sensed at relay A1 (c) relay
A1 trip signal (accounting for pre-set time delays when applicable)
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Figure 5.14: Under-reach of Mho relay caused by the presence of a saturated
core FCL
Figure 5.14 illustrates the under-reach of the Mho relay caused by the presence of
the FCL. As shown, the impedance seen by the relay (ZF, new), which is equal to the
sum of the FCL fault impedance (XFCL) and the system impedance without the
FCL (ZF ), falls outside of the Zone 2 reach (ZR2) of the relay. Hence, the relay zone
settings need to be adjusted to account for the FCL impedance and ensure proper
operation of the distance relay. The adjusted relay zone settings can be calculated
based on the FCL insertion impedance and the line impedance as given in (5.3) -
(5.8).
Line impedance seen by the relay without the FCL,
ZS = RS + jXS = (9.375 + j16.2375) Ω (5.3)
Fault impedance of the inserted saturated core FCL,
ZFCL = RFCL + jXFCL = j8.7265 Ω (5.4)
Line impedance seen with the FCL,
ZS, new = ZS + ZFCL =
√
(RS)2 + j(XS +XFCL)2 = (9.375 + j24.964) Ω(5.5)
162
Adjusted Zone 1 relay setting to accommodate the presence of the FCL,
ZR1 = 0.8
(√
(RS)2 + j(XS +XFCL)2
)
(5.6)
ZR1 = (7.5 + j19.97) Ω (5.7)
Adjusted Zone 2 relay setting to accommodate the presence of the FCL,
ZR2 = 1.2
(√
(RS)2 + j(XS +XFCL)2
)
(5.8)
ZR2 = (11.25 + j29.96) Ω (5.9)
The relay operation for a L-G external fault, when simulated with the adjusted
Mho relay settings is illustrated in Figure 5.15. As can be seen, with the new reach
settings the fault is detected for the total duration of the preset delay time of the
relay (0.4 s), and hence the backup protection of Relay A1 is triggered after the set
delay time.
Note that, these fault scenarios only consider the operation of Relay A1. Pro-
vided that the primary protection of that particular line section operates accurately,
the fault will still be detected and cleared by the primary relay, immediately follow-
ing the fault. However, for proper protection coordination it is necessary to ensure
timely operation of both primary and backup protection of relays.
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Figure 5.15: Mho Relay operation for a L-G external fault with adjusted relay
reach settings. Sub-figures from top to bottom show: (a) fault signal (0 when
fault is off, 1 when fault is on) (b) current sensed at relay A1 (c) relay A1 trip
signal (accounting for pre-set time delays when applicable)
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Case 3 - FCL outside the protection zone of the relay – internal fault
Figure 5.16: FCL within the protection zone of the relay – internal fault
A single line to ground fault (Phase A) and a line to line fault (Phase A to
Phase B) were simulated within the primary protection zone of Relay A1, with and
without an FCL installed outside of the primary protection zone of the relay (as
illustrated in Figure 5.16). The resulting impedance trajectories seen by the ground
distance relay plotted on the R-X plane, are shown in Figure 5.17. As can be seen,
the impedance is inside Zone 1 of the Mho circle in each of these fault cases,.
The corresponding Relay A1 operation for the L-G fault scenario described
above is shown in Figure 5.18 and Figure 5.19 for the cases without and with the
FCL respectively. As can be seen, the fault is detected and the relay trip signal
is triggered immediately following the fault in both scenarios. Hence, the FCL
installation outside of the protection zone is seen to have no effect on the A1 Mho





Figure 5.17: Case 1 - impedance trajectory of (a) L-G fault without FCL (b)
L-G fault with FCL (c) L-L fault without FCL (d) L-L fault with FCL, at the
primary zone of protection (Zone 1) as seen by the Mho Relay
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Figure 5.18: Mho Relay operation for a L-G internal fault without an FCL.
Sub-figures from top to bottom show: (a) fault signal (0 when fault is off, 1 when
fault is on) (b) current sensed at relay A1 (c) relay A1 trip signal (accounting for
pre-set time delays when applicable)
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Figure 5.19: Mho Relay operation for a L-G internal fault with a FCL located
outside of the protection zone of the relay. Sub-figures from top to bottom show:
(a) fault signal (0 when fault is off, 1 when fault is on) (b) current sensed at relay
A1 (c) relay A1 trip signal (accounting for pre-set time delays when applicable)
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5.3.2 Differential Protection
The current differential relays at the Columboola substation feeders are enabled
with the dual slope percentage biased restraint characteristic to determine the trip-
ping criteria of the relay. The differential relay modelling algorithm utilised in the
pscad/emtdc simulation study is shown in Figure 5.20.
Figure 5.20: Differential relay modelling algorithm in pscad/emtdc
As can be seen from Figure 5.20, based on the measured primary line currents
at both ends of the protected zone, the secondary currents from the CT windings
are determined using the Jiles-Atherton Two CT Differential Configuration [73].
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The CT parameters are set according to the data provided by the utility. The sec-
ondary current signals from the CTs are subsequently sampled using the FFT block,
with the fundamental magnitudes and phases of the CT currents extracted. The
pscad/emtdc model for signal processing of the differential protection is illustrated
in Figure 5.21.
Figure 5.21: Signal transformation and processing for differential protection
scheme modelled in pscad/emtdc
The magnitudes and the corresponding phase angle values of the two current
signals were then evaluated against the tripping criteria set by the Dual Slope Cur-
rent Differential Relay component. The tripping criteria of the relay are given in
(5.10) and (5.11) [73].
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Case 1:
If |Ibias| < IS2
and |Idiff | > K1|Ibias|+ IS1 then trip (5.10)
Case 2:
If |Ibias| ≥ IS2
and |Idiff | > K2|Ibias| − (K2 −K1) IS2 + IS1 then trip (5.11)
In (5.10) and (5.11), K1 and K2 are the lower and the higher percentage bias
settings respectively, IS1 is the differential current threshold setting and IS2 is the
bias current threshold setting. The relay output signal will be ‘1’ provided that the
trip condition is satisfied for more than the hold time specified. The pscad/emtdc
implementation of the differential protection scheme is shown in Figure 5.22.
Several cases were examined to identify possible implications of a saturated
core FCL installation on current differential relays protecting a transmission line.
The relay settings of the transmission line feeder under consideration, are given in
Table 5.2. Given the influence that a double-end feed system could have on current
differential schemes, a double-end feed system was considered in the simulation
studies.
The operation of the current differential scheme without the presence of an FCL
is shown in Figure 5.23 for an internal single line to ground fault (Phase A), and
in and Figure 5.24 for an external fault. These two figures are used as benchmarks
when comparing the differential relay performance in the presence of an FCL, as
discussed in the following cases.
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Figure 5.22: Dual slope current differential relay scheme modelled in
pscad/emtdc
Table 5.2: Differential Relay B1 settings
Parameter Value
Differential current threshold IS1 0.2A
Bias current threshold IS2 2A
Lower percentage bias settings K1 30%
Higher percentage bias settings K2 150%
CT ratio 400 : 1
Hold time 10ms
172
Figure 5.23: Differential Relay operation for a L-G internal fault without the
FCL. Sub-figures from top to bottom show: (a) fault signal (0 when fault is off,
1 when fault is on) (b) Relay B1 fault detect signal (0 when no fault is detected,
1 when a fault is detected) (c) current sensed at CT1 (d) Relay B1 trip signal to
CB X1 (e) current sensed at CT2 (f) Relay B1 trip signal to CB Y1 (accounting
for pre-set time delays when applicable)
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Figure 5.24: Differential Relay operation for a L-G external fault without an
FCL. Sub-figures from top to bottom show: (a) fault signal (0 when fault is off,
1 when fault is on) (b) Relay B1 fault detect signal (0 when no fault is detected,
1 when a fault is detected) (c) current sensed at CT1 (d) Relay B1 trip signal to
CB X1 (e) current sensed at CT2 (f) Relay B1 trip signal to CB Y1 (accounting
for pre-set time delays when applicable)
174
Case 1 - FCL within the protection zone of the relay – internal fault
Figure 5.25: FCL within the protection zone of the relay – internal fault
A single line to ground fault (Phase A) was simulated within the primary pro-
tection zone of Relay B1, with a saturated core FCL installed within the protection
zone of the relay as illustrated in Figure 5.25. Note that although the fault is fed
from both sides, fault current contribution from only one side is limited by the FCL.
The relay operation for this fault scenario is shown in Figure 5.26. As can be seen,
the relay operation is similar to that of Figure 5.23, i.e. the fault is detected and
the relay trip signal is triggered immediately following the fault indicating that the
FCL had no discernible effect on relay operation. Hence it is reasonable to assume
that the lower fault current due to the FCL has not affected the sensitivity of the
current differential relay and that the FCL caused no significant phase shift in the
limited current in this particular case.
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Figure 5.26: Differential Relay operation for a L-G internal fault with a FCL
located inside the protection zone of the relay. Sub-figures from top to bottom
show: (a) fault signal (0 when fault is off, 1 when fault is on) (b) Relay B1
fault detect signal (0 when no fault is detected, 1 when a fault is detected) (c)
current sensed at CT1 (d) Relay B1 trip signal to CB X1 (e) current sensed at
CT2 (f) Relay B1 trip signal to CB Y1 (accounting for pre-set time delays when
applicable)
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Case 2 - FCL outside the protection zone of the relay – internal fault
Figure 5.27: FCL outside the protection zone of the relay – internal fault
A single line to ground fault (Phase A) was simulated within the primary pro-
tection zone of Relay B1, with a saturated core FCL installed outside the protection
zone of the relay, as illustrated in Figure 5.27. The relay operation with the FCL
is shown in Figure 5.28. As in Case 1, fault current contribution from one side is
limited by the FCL. The current differential relay operation following the fault is
also similar to Case 1, with the relay trip signal being triggered immediately after
the fault as shown in Figure 5.28. The relay performance is also comparable with
that shown in Figure 5.23 for an internal fault without the presence of an FCL.
Hence it can be assumed that the presence of an FCL outside the protection zone
has no adverse effect on relay operation for an internal fault.
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Figure 5.28: Differential Relay operation for a L-G internal fault with a FCL
located inside the protection zone of the relay. Sub-figures from top to bottom
show: (a) fault signal (0 when fault is off, 1 when fault is on) (b) Relay B1
fault detect signal (0 when no fault is detected, 1 when a fault is detected) (c)
current sensed at CT1 (d) Relay B1 trip signal to CB X1 (e) current sensed at
CT2 (f) Relay B1 trip signal to CB Y1 (accounting for pre-set time delays when
applicable)
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Case 3 - FCL within the protection zone of the relay – external fault
Figure 5.29: FCL within the protection zone of the relay – external fault
A single line to ground fault (Phase A) was simulated within the primary pro-
tection zone of Relay B1, in the presence of a saturated core FCL installed within
the protection zone of the relay, as illustrated in Figure 5.29. In this case the relay
trip signal is not triggered by the external fault as shown in Figure 5.30 and the
relay operation is consistent with the scenario without a current limiter shown in
Figure 5.24. Further, as seen in Figure 5.30, a reduced fault current flows through
both CTs, hence any differential current due to discrepancy between the excitation
characteristics of the two CTs is most likely to be insufficient to cause a false relay
tripping. The current limiter, therefore, improves the protection stability of the
differential scheme for an external fault.
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Figure 5.30: Differential Relay operation for a L-G external fault with a FCL
located inside the protection zone of the relay. Sub-figures from top to bottom
show: (a) fault signal (0 when fault is off, 1 when fault is on) (b) Relay B1
fault detect signal (0 when no fault is detected, 1 when a fault is detected) (c)
current sensed at CT1 (d) Relay B1 trip signal to CB X1 (e) current sensed at
CT2 (f) Relay B1 trip signal to CB Y1 (accounting for pre-set time delays when
applicable)
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Case 4 - Two FCLs outside the protection zone of the relay – internal
and external fault
Figure 5.31: Two FCLs outside the protection zone of the relay – internal fault
The presence of an FCL will reduce the maximum peak fault current experienced
by the relay, and hence will provide protection against core saturation for the CTs.
However, it is preferred that FCLs are installed at both ends of the protected unit
to ensure protection against core saturation for an external fault between the FCL
and the CTs, as shown in Figure 5.31.
Case 4 is based on such a system, where the differential relay operation for
a single line to ground fault (Phase A), incepted both within the protection zone
as well as outside the protection zone of the relay, with an FCL installed at each
end of the feeder is analysed. The relay performances for each of the two scenarios
are illustrated in Figure 5.32 and Figure 5.33 respectively. As can be seen, the
performance of the relay under each scenario is consistent with the performance
displayed without the current limiters in the system (shown in Figure 5.23 and
Figure 5.24). Hence, presence of FCLs at both in-feeds, outside the protection zone,
has no discernible effect on relay operation.
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Figure 5.32: Differential Relay operation for a L-G internal fault with two FCLs
located outside the protection zone of the relay. Sub-figures from top to bottom
show: (a) fault signal (0 when fault is off, 1 when fault is on) (b) Relay B1
fault detect signal (0 when no fault is detected, 1 when a fault is detected) (c)
current sensed at CT1 (d) Relay B1 trip signal to CB X1 (e) current sensed at
CT2 (f) Relay B1 trip signal to CB Y1 (accounting for pre-set time delays when
applicable)
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Figure 5.33: Differential Relay operation for a L-G external fault with two
FCLs located outside the protection zone of the relay. Sub-figures from top to
bottom show: (a) fault signal (0 when fault is off, 1 when fault is on) (b) Relay
B1 fault detect signal (0 when no fault is detected, 1 when a fault is detected) (c)
current sensed at CT1 (d) Relay B1 trip signal to CB X1 (e) current sensed at




Application of FCLs to an existing system is likely to influence the protection
schemes that were only designed to operate under existing network conditions (prior
to FCL application). Depending on factors such as the type of FCL technology,
protection schemes/principles considered, network configuration and FCL/fault lo-
cation etc., the effects FCLs may have on the existing protection schemes could
vary.
In this chapter, a review of the three fundamental protection principles overcurrent,
distance, differential protection was presented and their generic exposure to cur-
rent limiters were discussed. Influence of the FCLs to the four protection subsystems
- sensing, pickup, processing and coordination were considered for each protection
scheme while giving due consideration to both the FCL location as well as the fault
location with respect to the primary protection zone. Although the issues identified
in the review provides a general framework for a future study, establishing the im-
pact of a certain type of FCL technology to an existing protection scheme requires in
depth analysis, accounting for both network specific and protection specific issues.
Hence, an example of a simulation-based comprehensive analysis, focusing primar-
ily on the influence of a saturated core FCL application on existing power system
protection schemes at a high voltage system, was presented.
The existing feeder protection schemes distance and differential at a 132kV
utility substation were modelled based on the relay parameter settings provided
by the utility. While in the real network, each feeder has two protection systems
enabled to account for redundancy, for the purpose of this study, it was assumed
that only one group was enabled at a time. Influence of a FCL installation on the
two feeder protection schemes was investigated.
The findings from these case studies are summarised in the following Table 5.3:
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Internal fault External fault
FCL inside
Fault detected in Zone 1
and relay trip signal
triggered immediately
following the fault No
discernible effect due to
FCL
Fault is not detected for
the total duration of relay
preset time delay, relay trip
signal for backup
protection is not initiated
FCL impedance caused
under-reach of Mho relay
FCL outside
Fault detected in Zone 1
and relay trip signal is
triggered immediately
following the fault No




Internal fault External fault
FCL inside
Fault detected and relay
trip signal triggered
immediately after No
discernible effect due to
FCL
Relay trip signal is not
triggered by the external
fault No discernible
effect due to FCL
FCL outside




effect due to FCL
_
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An FCL installed in series with the fault loop, increases the zone impedance.
Hence a relay, such as a distance relay, which is operated based on the analysis of the
downstream impedance seen, may mal-operate due to the added FCL impedance.
This was found to be the case in one of the fault scenarios, where a fault simulated
within the backup zone of protection (Zone 2) of a distance relay failed to operate
after the pre-set delay time, due to the presence of a saturated core FCL within the
protection zone of the relay. It must be noted, however, that the relay operation
was not affected by the presence of an FCL for an internal fault (Zone 1 fault).
The large first peak of fault current in these scenarios, exceeds the threshold pickup
value, resulting in a fault impedance that falls inside of the Mho relay operating
zone (Zfault < Zpickup). Since the relay is set to trigger immediately after an internal
fault detection, the magnitude of the follow current does not affect the Mho relay
operation.
Based on available research and the observations from the study under consid-
eration, the following revisions and recommendations are proposed:
1. To ensure proper operation of the relay, the FCLs must also allow the fault
currents to flow at least for the duration of the processing time of the relay
and any additional preset delay times.
2. In cases where the magnitude of the FCL-limited current is less than the
pickup current setting of the overcurrent relay, the relay will fail to identify
the fault conditions causing it to mal-operate. In such situations the operating
characteristics of the relays need to be adjusted according to the new fault level
of the system.
3. Where overcurrent devices using different techniques for measuring current
magnitude (for an example RMS vs. peak of the fundamental frequency com-
ponent) are set to coordinate with each other, the distortions in follow current
can lead to relay mal-operation. In such cases it is recommended that the co-
ordination of associated relays be re-examined to ensure the current waveforms
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are evaluated accurately.
4. In cases where the presence of an FCL in the fault loop increase the zone
impedance, causing the impedance seen by the relay fall outside of the relay
operating zone, the operating characteristic of the relay should be adjusted to
account for the impedance associated with the FCL.
5. Severe distortions in current waveforms due to FCLs may result in phase angle
shifts which could influence the impedance and direction determination process
of the relay. In such cases the operating characteristic of the relay should be
adjusted to account for the phase angle shifts caused by the distorted current
waveforms.
6. If an FCL limits only one of the feed currents in a double-end feed system,
for an internal fault, it may lead to a significant phase shift of the limited
fault current depending on the degree of limitation and X/R ratio. This could
lead to a reduction in differential current sensed by the relay and cause mal-
operation of the relay. There is also risk of having insufficient sensitivity
since the scalar sum of the secondary currents remain unaffected. This can be
avoided by installing FCLs at both ends of the protected unit. This will also
ensure protection against core saturation, for faults occurring at either end.
It is concluded that depending on the type of FCL and its characteristics as well as its
location with respect to the protection zones defined, the existing protection schemes
may have to be revised to ensure selectivity, proper coordination and operation.
While the potential issues identified in the cases studied in this chapter and in
literature gives an insight into potential grid integration issues of saturated core
FCL, it is recommended that each FCL installation be evaluated on a case-by-case
basis to identify the specific protection issues associated with the installation.
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Chapter 6
Application of Saturated Core
FCLs - Other Considerations
6.1 Introduction
In Chapter 5, an analysis of the interactions between a saturated core FCL and three
commonly employed protection schemes overcurrent, distance and differential was
carried out to ascertain possible effects and to identify potential resetting require-
ments of the protection schemes. It is quite evident from the discussions in Chap-
ter 5, that installation of any type of current limiting device will have certain effects
on the protection schemes, which are typically configured to existing network con-
ditions.
This chapter aims to address several other application considerations that net-
work operators may need to take in to account when considering a potential FCL
installation. The impact an FCL will have on circuit breakers, in terms of interrupt-
ing burden and the TRV associated with the circuit breakers when interrupting a
FCL-limited current, is discussed in Section 6.2. In an era where power quality has
become a very important aspect of power delivery [92], evaluating possible effects
on voltage sags and power system harmonics is imperative these are addressed in
Section 6.3 and Section 6.4 respectively. In Section 6.5 potential impact on power
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system stability with regard to a saturated core FCL application is discussed.
6.2 Effect on Circuit Breaker Transient Recovery
Voltage (TRV)
The use of current limiting devices is known to have a favourable effect on cir-
cuit breakers by mitigating the interrupting burden imposed on them. However,
the TRV associated with circuit breakers when interrupting series reactor-limited
short-circuit currents on transmission lines, has been reported to be severe [93–95].
Therefore when considering FCL applications, it is important to analyse the sub-
sequent TRVs of relevant circuit breakers in the vicinity, to ensure that the TRV
withstand capability of the associated circuit breaker is not exceeded.
In this section, the influence of a saturated core FCL on the interrupting duty
of a circuit breaker was investigated and compared to that of a series reactor. Ac-
cording to IEEE Standard 37.011-1994 [93], the most severe recovery voltages tend
to occur across the first pole that opens in a circuit breaker when interrupting a
symmetrical three phase ungrounded fault at its terminal when the system voltage
is maximum. The TRV associated with asymmetrical current interruption has been
found to be less severe than when interrupting a symmetrical current [93]. Therefore,
a symmetrical three-phase ungrounded fault, occurring close to the FCL terminal
and the associated circuit breaker, was considered in the simulation study.
The study was carried out in pscad/emtdc based on the 132 kV saturated
core FCL application described in Section 4.3 of Chapter 4. Since circuit breaker
TRV is predominantly a localised phenomenon, in EMT simulations, a detailed rep-
resentation of the substation of interest is necessary. Hence, the 132 kV substation
model described in Section 4.3.4 was further amended to include more detailed rep-
resentations of station equipment. This involved accounting for the effective stray
capacitances and inductances of various substation equipment such as circuit break-
ers, disconnector switches, surge arrestors, transformers, bus VTs and series reactors.
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Where the capacitance values of station equipment were not available, the minimum
recommended values in IEEE Standard C37.011-2011 [96] were adopted as given in
Appendix D.2. Part of the detailed station model is illustrated in Figure 6.1. Note
that the nonlinear inductance model of the FCL was used to represent the behaviour
of the saturated core FCL in pscad/emtdc.
The TRV performance of a 170 kV , 40 kA circuit breaker (referred to as Breaker
X in Figure 6.1) was evaluated for a symmetrical three-phase ungrounded fault
occurring close to the FCL terminal and the associated circuit breaker. Breaker X
was simulated to interrupt the fault at the current zero crossing.
Figure 6.2 shows the results of the TRV analysis of Breaker X for three scenarios:
(a) in the absence of a current limiter, (b) with an equivalent series reactor and (c)
with a saturated core FCL in the circuit. Note that the series reactor was modelled
as a lumped inductance with a parallel resistance added for realistic high frequency
damping to avoid numerical integration instabilities [97]]. Figure 6.2 also shows
the maximum terminal fault TRV withstand capability of the breaker at 100% of its
rated short-circuit current (T100) as defined by the IEEE Standard C37.06-2009 [98].
For circuit breakers rated 100 kV and above, the TRV envelope is represented by
three line segments, which are defined by means of the parameters given in Table 6.1.
For both the FCL-limited and series reactor-limited fault scenarios the associ-
ated circuit breaker is interrupting a reduced fault current which is approximately
equal to 45% of the breaker’s rated short-circuit current. Therefore, a TRV capa-
bility envelope for a 170 kV breaker at 45% test duty (T45) was also derived by
a method of interpolation. The relevant calculations are given in Appendix D.3














































































































































































































































































































































































































































































































































































































































































































































































































































































































With eq. series reactor
With FCL
Standard TRV envelope at 100% fault duty
T100
Figure 6.2: First pole-to-clear TRV of a 170kV, 40kA circuit breaker interrupting
a symmetrical three-phase ungrounded terminal fault with T100 envelope
Table 6.1: TRV capabilities of a 170kV circuit breaker at 100% and 45% test
duties for terminal faults
TRV Parameters
Percentage of interrupting capability
100% 45%
First reference voltage, u1[kV ] 135 206
Time to reach u1, t1 [µs] 68 51
TRV peak value, uc [kV ] 253 275
Time to reach uc, t2 [µs] 272 97
Rate of rise of recovery, u1/t1 [kV/µs] 2 4.04
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As demonstrated in Figure 6.2, the TRV of the circuit breaker is within the
standard T100 TRV envelope for the case with no current limiter. However, in
both the series reactor-limited and saturated core FCL-limited fault scenarios, the
system TRVs exhibit lower peak magnitudes, but significantly higher Rate-of-Rise-
of-Recovery Voltages (RRRV) when compared with no current limiter case. The
high RRRV is more severe in the series reactor-limited case. Note also that high
frequency oscillations can be observed in both the FCL-limited and series reactor-
limited TRVs, particularly at the very beginning of the waveform. Despite the
higher RRRV and the high frequency oscillations, the system TRV in the FCL-
limited fault current case is still within the standard-defined TRV capability at 45%
fault duty—as shown in Figure 6.3. However, in the series-reactor limited case, the
RRRV significantly exceeds the standard TRV capability defined by both the T100
and T45 envelopes. In cases such as this [96] recommends adding a capacitance in
parallel to the reactor to reduce the RRRV to an acceptable level, or use a definite
purpose circuit breaker for fast transient recovery voltage rise times.





















With eq. series reactor
With FCL
Standard TRV envelope at 45% fault duty
T45
Figure 6.3: First pole-to-clear TRV of a 170kV, 40kA circuit breaker interrupting
a symmetrical three-phase ungrounded terminal fault T45 envelope
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6.3 Effect on Voltage Sags
Voltage sags are one of the most significant power quality issues affecting modern
industrial customers, predominantly due to the advent of “sensitive loads”, such as
adjustable speed drives and process-control equipment [92]. Voltage sags are defined
as short duration decreases in rms voltage, caused predominantly by short circuits
on utility lines or by the starting of large loads in the power system. A voltage sag
lasting just 4-5 cycles can cause customer loads to drop out, if they are sensitive to
supply voltage deviations.
Transmission systems are generally tightly interconnected for reliable operation,
with their protection systems designed to detect and isolate faults quickly—typically
within 3-6 cycles. Hence, a fault on the transmission system, does not cause inter-
ruption at low voltage distribution levels. However, while the fault is on the trans-
mission system, the entire system, including the distribution system, will experience
a voltage sag. Hence, while an interruption caused by a short circuit can be con-
sidered as a “local problem”, a voltage sag is more of a “global problem” affecting
many circuits [92]. Addressing the voltage sag problem is therefore imperative in
ensuring the quality and reliability of the supply.
The level of voltage sags experienced by the system during a fault, is propor-
tional to the magnitude of the short-circuit current. Hence, introducing a limiting
impedance to the most exposed feeders of the system can reduce the voltage sag ex-
perienced by the system and improve the quality of power [99,100]. To demonstrate
and verify the effect a saturated core FCL installation in a transmission line feeder
may have on voltage sag, a simulation study was carried out in pscad/emtdc based
on the 132 kV saturated core FCL application described in Chapter 4.
The detailed station model that was utilised for the study is as illustrated in
Figure 6.1. The pertaining network data of the 132 kV sub-transmission system as
well as the FCL design parameters, are given in Table 4.4 and Table 4.5 of Chapter 4
respectively. The FCL was inserted into Feeder N1 of the 132 kV substation, and
the bus voltages for a simulated three-phase ground fault scenario (adjacent to the
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FCL on the incoming feeder) were observed. The fault was simulated for a duration
of approximately 10 cycles with the circuit breaker operating at 0.3 s to clear the
short-circuit. The resulting voltages at the 132 kV bus (Bus 2) during the fault, with
and without the presence of the FCL, are shown in Figure 6.4a. The bus voltage
with an equivalent air-core reactor of 6.0987mH, providing the same symmetrical
fault current limitation as the FCL, is also shown in Figure 6.4a. Since the fault is
closer to the 132 kV bus, a significant depression in the voltage can be seen during the
fault, in the absence of a current limiter in the system. In comparison, the saturated
core FCL limits the voltage sag experienced by Bus 2 by maintaining approximately
34% - 48% of the nominal voltage during the fault. The series-reactor performance
is comparable with that of the FCL retaining approximately 40% of the nominal
voltage during the fault.
For the same fault scenario, the voltage sag experienced by a remote load con-
nected at the 33 kV voltage level is shown in Figure 6.4b. Note that while the
voltage sag is propagated to all lines connected to a faulted bus, the magnitude of
the resulting voltage during the fault will depend on the distance from the fault,
network configuration and source and line impedances. This is contrary to a radial
system where the voltage sag due to an upstream fault will propagate downstream
without attenuation. As can be seen from Figure 6.4b the voltage sag experienced
by the remote load at the 33 kV level is less severe than at the 132 kV bus - with the
load voltage being approximately 80% below the nominal voltage. The saturated
core FCL limits the voltage sag experienced by the load by retaining approximately
46% - 58% of the nominal voltage during the fault. The series-reactor performance
is also comparable with that of the FCL retaining approximately 50% of the nominal
voltage during the fault.
By mitigating the voltage sag to an acceptable level, the FCL improves the
voltage quality and the reliability of the supply network, thus allowing some of the
loads connected to the bus to ride through a shallower sag.
195























Bus voltage without FCL
Bus voltage with eq. reactor
Bus voltage with FCL
(a)























Load voltage without FCL
Load voltage with eq. reactor
Load voltage with FCL
(b)
Figure 6.4: RMS (one-cycle) voltage for the voltage sag (with 256 samples in
a cycle) (a) experienced by Columboola Bus 2 (b) experienced by a remote load
connected downstream from Columboola Bus 2
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Table 6.2: System parameters
Parameter Value
Source voltage, Vs 132 kV
Line resistance, Rs 0.0722153 Ω
Line inductance, Ls 0.008962555H
Load impedance, Zs 110.72 Ω
6.4 Effect on harmonic distortion levels
Harmonic distortion is one of the primary concerns in terms of power quality [92,
101, 102]. Harmonic studies are typically carried out to investigate the effects of
nonlinear devices and to analyse situations where harmonics are produced. The
saturated core FCL, although is a nonlinear device, has been shown to have negli-
gible influence on the power system under normal grid conditions from a harmonics
perspective [103]. This is due to the saturation of the iron cores under normal grid
conditions (resulting in a relative permeability of approximately unity). To verify
this, simulations were carried out in pscad/emtdc where a saturated core FCL
application to a simple three-phase 132 kV system with a linear load (illustrated in
Figure 6.5) was considered. Note that the nonlinear inductance model of the FCL
was used to represent the behaviour of the saturated core FCL in pscad/emtdc.
The relevant parameters of this system are given in Table 6.2.
FCL
Coil A1 Coil A2Rs Ls
ZsVs
Figure 6.5: Saturated core FCL application to a three-phase 132 kV system
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Table 6.3: Harmonic content of the load-side line voltage of Phase A - under
normal operating conditions










Note that, the even harmonics of the signal, when approximated up to six digits,
was 0% and hence are not included in the table
Harmonic analysis of the system was carried out under normal operating condi-
tions (no fault), with the computed harmonic content of the load-side line voltage
summarised in Table 6.3. In determining the harmonic magnitudes, the input sig-
nals (voltage) were sampled in accordance with the Nyquist Criteria, and a Fourier
analysis was then applied to the sampled data. As can be seen from Table 6.3, the
computed harmonic voltage components are lower than the recommended limits of
IEEE Standard 519 [104].
During fault conditions, as the AC fault current varies, the dynamic action of
the FCL cores being driven in and out of saturation produces harmonics in the
current waveform. The changes in flux also result in a back EMF waveform of
unusual shape being generated across the FCL. However, with proper operation of
protection schemes, the fault will be detected and isolated within 1-2 cycles. Hence,
the harmonics produced by the limiting action will only be present in the system
for a brief period of time. According to IEEE Standard 519, such short-duration
harmonics produced intermittently by a device are usually tolerable [104].
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Although unlikely, an interesting scenario to consider is the unexpected loss of
DC magnetic bias of the saturated core FCL under normal grid conditions. This
scenario will force the FCL to remain on-line in an unbiased condition [40,103]. The
pscad/emtdc model of Figure 6.5 was adapted to simulate such a scenario, by
setting the DC source (energising the DC coil) to zero at time t = 0.2 s. The re-
sulting current in the DC coil decayed exponentially as shown in Figure 6.6, during
which the AC line current alternately drove the cores deeper in and out of satura-
tion. This dynamic behaviour of the cores during a DC bias collapse, results in an
increase in FCL impedance. Consequently, a larger back EMF is developed across
the device. The line current and the load-side line voltage observed during the DC




























































Figure 6.7: During the loss of DC energisation (a) line current (b) load-side line
voltage (blue) and FCL terminal voltage (red). Note that DC de-energisation





































Figure 6.8: Harmonic spectrum of the load-side line voltage at different DC bias
energisation levels (varied from 100% to 0%)
It is evident from the waveforms shown in Figure 6.7 that an undesirable byprod-
uct of this dynamic behaviour is the voltage harmonics generated by the device. To
analyse the harmonic content of the voltage waveforms a Fourier analysis was under-
taken at different levels of DC bias energisation, with the total harmonic distortion
as well as individual harmonic magnitudes computed. The individual harmonics
observed in the signal at different levels of DC bias energisation, are shown in Fig-
ure 6.8. As can be seen, as the DC bias collapses and the FCL is driven deeper into
desaturation, the magnitudes of the odd harmonics are seen to increase. The total
harmonic distortion of the load-side voltage is given in Table 6.4. At the end of DC
current decay (DC bias energisation level = 0%) the maximum harmonic distortion
levels are observed, which clearly exceed the IEEE Standard 519 recommended lim-
its [104]. It must be noted that resonance in the system could also occur under
these conditions, depending on the circuit parameters and the presence of capacitor
banks in the vicinity of the FCL.
An automatic bypass switch that can switch out the FCL from the system,
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Table 6.4: The harmonic distortion observed at different levels of DC bias
Total Harmonic
Distortion (%)
DC bias energisation level
0% 20% 40% 60% 80% 100%
Voltage
harmonic (V)
33.59 5.31 0.31511 0.06304 0.01039 0.00169
immediately following the loss of DC bias, can prevent the occurrence of the above-
discussed undesirable effects [40,103].
6.5 Effects on Power System Transient Stability
Transient stability of a power system is defined as the ability of that system to reach
a stable operating state following a large disturbance such as a short-circuit fault,
switching of circuits, significant load change or an abrupt tripping of generators [105].
If the system is able to retain synchronism following a disturbance sustained for a
reasonably long period of time, then the system is considered to be transiently-stable.
Considering the role of FCLs during short-circuit conditions, it is imperative to
analyse the impact of the device on transient stability of the system. Several such
studies have been carried out in the past to investigate the transient stability of a
power system with FCL installations [106–110]. It has been shown that FCLs, in
general, improve the transient stability of the system by absorbing the accelerating
power during a fault. The resulting decelerating torque forces the rotor back toward
the equilibrium point or reach an acceptable steady state operating point, following
the fault. With saturated core FCL applications in particular, the ability of the
FCL to return to its low impedance state immediately following fault interruption,
is shown to have a positive impact on transient stability performance [106].
Note that in the present study no detailed work has been undertaken considering
the impact of the saturated core FCLs on power system stability.
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6.6 Conclusions
Application of saturated core FCLs in electricity networks is likely to give rise to
certain unintended consequences - both desirable and undesirable. Hence, before
deploying this technology it is important to investigate and understand the potential
impact of saturated core FCLs on power system switchgear, power quality and power
system transient stability.
The key research contributions of this chapter can be summarised as follows:
1. It was demonstrated that the system TRVs in the presence of an FCL exhibit
lower peak magnitudes (with high frequency oscillations) compared to the
scenario with no current limiter, but with significantly higher RRRVs.
2. Despite a higher RRRV and the high frequency TRV imposed by the FCL-
limited fault, the system TRV resulting from interrupting the FCL-limited
fault current was still shown to be within the IEEE C37.06-2009 standard-
defined TRV capability curve. In comparison, in a series-reactor limited case,
the resulting RRRV was shown to exceed the standard TRV capability defined
by both the T100 and T45 envelopes. Hence, circuit breaker TRV associated
with FCL-limited current interruption is seen to be less severe than that of
series-reactors.
3. In cases where the RRRV exceeds the standard TRV capability, it is recom-
mended to add a capacitance in parallel with the FCL to modify the RRRV to
an acceptable level or use a definite purpose circuit breaker for fast transient
recovery voltage rise times.
4. It was demonstrated that the saturated core FCL reduces the voltage sag
experienced both at the transmission and distribution voltage levels, for a
transmission level fault. By mitigating the voltage sag to an acceptable level,
the FCL improves the voltage quality and the reliability of the supply network,
thus allowing some of the loads connected to the bus to ride through shallower
sags.
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5. Under normal grid conditions (no fault), the computed harmonic content of
the line voltage in the presence of an FCL was shown to be well within the
recommended limits of IEEE Standard 519. However, it was observed that
unexpected loss of DC magnetic bias during steady state operation can lead
to very high voltage harmonic distortion levels, clearly violating the recom-
mended limits of IEEE Standard 519. Resonance in the system could also
occur under these conditions, depending on the circuit parameters and the
presence of capacitor banks in the vicinity of the FCL. An automatic bypass
switch that can isolate the FCL from the system, immediately following the
loss of DC bias, is recommended to prevent the occurrence of such a situation.
6. Potential impact on power system stability with regard to a saturated core
FCL application was discussed. While FCLs in general, improve the transient
stability of the system by consuming the accelerating power during a fault,
the ability of the saturated core FCL to return to its low impedance state
immediately following fault interruption, is seen to have a further positive
impact on transient stability.
While some of these influences discussed in this chapter are specific to saturated core
FCLs, they are aspects of the power system that need to be investigated for any








This chapter consolidates the major findings and presents final conclusions on the
work presented in this thesis as well as recommendations for future work.
7.2 Discussion
With the recent significant progress in the development of FCL technology and
the interest that utilities are showing in adopting these devices, identifying and
addressing issues that are likely to emerge due to FCLs in the grid is critical. In
spite of the extensive scope of literature available on different fault current limiting
technologies, research concerning the influence of these devices on the grid and the
potential issues associated with system integration have been found to be limited.
Due to the fact that operating principles and the limiting behaviour of the FCL
technologies can be remarkably distinct, drawing generalised conclusions based on
the behaviour of a particular type of FCL technology in a system is inefficacious
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in relation to certain aspects. In this background, this thesis sought to establish a
systematic procedure for investigating the transient behaviour of the saturated core
FCL, utilising an accurate time-domain model to represent the device.
An extensive literature review of FCLs was given in Chapter 2 where the basic
operation of a saturated core FCL was discussed. In essence, a saturated core
FCL is a variable inductance iron core reactor, which is saturated under steady
state un-faulted conditions and has an impedance similar to that of an air-core
reactor. During a fault event the iron cores desaturate, resulting in an instant
increase in impedance, thus limiting the fault current. Different saturated core FCL
topologies, that have been the focus of research and commercial investigation, were
also discussed. These include single-core topologies with bridge rectifiers, and dual-
core topologies such as the open-core, closed-core and hybrid-core configurations.
The literature revealed that experimental measurements and FEM analysis have
been the most prevalent techniques used to characterise the transient behaviour
of these devices. Both these techniques, while being accurate, cannot be used to
analyse the transient electrical behavior of FCLs in power systems, particularly
on the impact on power system switchgear during fault events. FEM-based FCL
modelling, despite its usefulness as a design verification tool, cannot be interfaced
directly with all EMT programs that are in use today. Hence, there is an increasing
necessity for accurate time-domain models of FCLs that can be confidently applied
in relation to power system studies.
A review of several different time-domain models that have been proposed to
describe the transient behaviour of dual-core saturated core FCLs, was presented in
Chapter 2. These included analytical approaches as well as associated closed-form
mathematical expressions. The closed form equations which have been presented in
the literature have been developed from various techniques to approximate the B-H
characteristics of the core material. These approximations for B-H characteristics
were further extended to characterise the behaviour of FCLs by developing math-
ematical expressions to estimate magnetic linkage in the core sections due to both
206
AC and DC fields of the device. Subsequently, closed-form equations were derived to
determine the induced back emf across the device. To estimate the parameters as-
sociated with closed-form equations, curve fitting procedures were utilised based on
static FEM simulations. While the models performed reasonably well in predicting
the FCL behaviour qualitatively, quantitative discrepancies in current and voltage
magnitudes were observed in model validation exercises. Further analysis revealed
that, although these models incorporate the magnetic linkage in core sections due
to both AC and DC fields, they do not include the transformer coupling effect that
exists between the AC and DC windings during a fault. While this effect is more
prominent in some topologies than others, the “transformer” coupling between the
AC and DC systems in saturated core FCLs can have a significant impact on the
performance of the FCL. It was for this reason the magnetic circuit concept was cho-
sen, which has the capacity to model the full nonlinear range of magnetic operation
as well as the AC to DC coupling effects, for the modelling work in this thesis.
In spite of the extensive scope of literature available in the subject area concern-
ing different fault current limiting technologies, research concerning the influence
of these devices on the grid and the issues with system integration was found to
be limited. Among the significant studies that have been undertaken to examine
the behaviour of FCLs in utility grids, work conducted by the CIGRÉ Working
Groups A3.10, A3.16 and A3.23 were found to be of great interest. While some
work has been undertaken to investigate potential grid integration issues of satu-
rated core FCLs, based on the review of the existing literature, it was seen that
further work is required to address key research gaps related to saturated core FCL
applications and performance studies in utility grids.
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Modelling saturated core FCLs: Nonlinear Reluctance Model
and Nonlinear Inductance Model
Based on the literature related to modelling of electromagnetic systems, the mag-
netic circuit concept has often been used to derive analytical models with adequate
accuracy. In recent work, this concept was applied to an open core saturated core
FCL and the magnetic field of the device was represented by a magnetic circuit of
lumped reluctances. The magnetic circuit utilised nonlinear reluctance elements to
represent core flux paths, accounting for the effects of magnetic saturation in the
cores, and linear reluctance elements to represent the leakage and linkage of the AC
and DC coils of the device. The AC and DC windings were represented by mmf
sources. The magnitude of each reluctance element is dependent on the geometry of
the device and magnetic properties of the cores and is determined by analysing the
magnetic flux distribution in the device using either FEA simulations or through
experimental measurements.
The work presented Chapter 3, made advancements on this magnetic analysis
of the open core saturated core FCL and proposed two modelling approaches to
represent the FCL in transient network simulators.
The first modelling approach, termed the “Nonlinear Reluctance Model”, ex-
tended the magnetic analysis of the open core configuration, by directly coupling
the magnetic circuit of the device to the electrical system of the current limiter.
The model was implemented in pscad/emtdc where the magnetic circuit and the
AC and DC electric circuits of the device were solved simultaneously. The mmf
produced in each winding was determined by relating the magnetic fields to electric
currents that produce them (i.e. F = N I). Subsequently, the back emf generated
across each coil (both AC and DC) was determined based on the magnetic flux link-
ing each winding (i.e.Vcoil = Ncoil dφcoildt ). Magnetostatic simulations carried out in
Cedrat Flux3D package was used to analyse the flux distribution of the device
and subsequently determine the reluctance elements in the magnetic circuit. An
anhysteretic B-H relationship was utilised to represent the magnetic saturation of
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the iron cores. The time step mismatch inherent in the model due to the interde-
pendency between the electric and magnetic circuits, combined with the trapezoidal
integration method used in emtdc, were seen to cause numerical instabilities when
the model was simulated using a solution time step as small as 10µs. To minimise
these numerical artifacts and to ensure the accuracy of results, a very small solution
time step (in the order of 1 ∼ 10ns) was required to be used in the simulations.
The modelling approach was subsequently validated experimentally, with results
obtained from standard short circuit tests undertaken on a single-phase prototype
FCL. pscad/emtdc simulations were shown to accurately reproduce the experi-
mental results - the limited fault current, the back EMF generated across the FCL
and the bias current in the DC circuit. The ripple in the DC current waveforms,
during both the transient and steady state periods, was predicted exceptionally well
by the model, confirming that the model was effective in predicting the “transformer
coupling” effects of the device.
While the model produced accurate results, having to use a very small solution
time step also entailed a lengthy processing time to run the EMTDC algorithm.
Moreover, despite the use of a very small solution time step, numerical oscillations
and instabilities were still observed when the FCL Reluctance Model was incorpo-
rated into a large network (such as a power system with rotating machines and
power electronic devices where there are occurrences of other switching events in
the system).
A second modelling approach was proposed, in order to overcome the above
stated problem. This modelling approach, termed the “Nonlinear Inductance Model”,
introduced a single equivalent electric circuit model of lumped inductors to represent
the saturated core FCL. The initial electric circuit was derived from the magnetic
circuit of the Nonlinear Reluctance Model, using the principle of electromagnetic
duality. Each mmf source in the magnetic circuit, was represented by a driving
current (current sources) in the electric circuit and each reluctance common to two
meshes in the magnetic circuit was represented by an inductance connected between
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the two corresponding nodes. The AC and DC windings and the associated circuits
(including the resistance of each winding, AC grid-side circuit and the DC biasing
arrangement), were coupled to this electric circuit of lumped inductors, by replac-
ing the current sources with ideal coupling transformers. The actual currents and
voltages in the windings were established by using appropriate turns ratios in these
coupling transformers. The linear inductors in the equivalent electric circuit were
derived based on the magnitudes of linear reluctance elements, while the nonlinear
inductance elements were represented by a characteristic curve depicting the flux
linkage-current (λ− i ; where λ = Nφ ) relationship. The model was incorporated
into, pscad/emtdc, with readily available elements. This model allowed for a
larger solution time step to be used in the associated time domain simulations and
eliminated the occurrence of numerical artifacts, compared to the method of directly
interfacing the magnetic reluctance circuit to electric circuits in pscad/emtdc. The
model was validated by experimental results of a single-phase prototype saturated
core FCL with an open core configuration, where it produced excellent predictions
for AC current, FCL terminal voltage and DC bias current during both pre-fault
and post-fault conditions. Compared to the case of Nonlinear Reluctance Model,
the Nonlinear Inductance Model resulted in an improvement in solution speed, by
a factor of 200, in the validation simulations. Hence, with the proposed modelling
approach, a significant reduction in processing time can be achieved without com-
promising the accuracy of the results.
A key aspect of the proposed modelling approaches is that there is no unique
magnetic circuit for all devices. The magnetic circuit and the subsequent equivalent
electric circuit with the associated reluctance/inductance values are dependent on
the FCL geometry and the magnetic properties of the FCL cores. Therefore, de-
pending on the geometry and the flux distribution of a particular FCL device, the
magnetic circuit may need to be adjusted to account for all substantial flux paths
to produce an accurate model.
The applicability of the Nonlinear Inductance Model that was developed for the
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open core centered DC coil arrangement was examined in relation to a few other
selected saturated core FCL topologies. It was demonstrated that the equivalent
electric circuit developed for the open core centered DC coil arrangement sufficiently
models the behaviour of the Helmholtz type DC coil arrangement of an open core
FCL. It was also shown that the basic magnetic circuit derived for the open core FCL
sufficiently represents the closed core structure, and that the three tests identified
for the open core case are still sufficient to determine all of the reluctance values
in the closed core case. Both applications were experimentally validated with very
good agreement between the experimentally measured and simulated quantities.
Saturated core FCLs: Steady-state and transient behaviour
in power distribution and transmission networks
In Chapter 4, the potential performance of a saturated core FCL in an interconnected
11kV distribution system was examined, utilising the Nonlinear Inductance Model
of the FCL proposed in Chapter 3. A potential FCL design was presented for the
test network, and the efficacy of an FCL device placed on a bus-tie location of a
meshed network, was investigated using pscad/emtdc simulations. It was shown
that while the bus-tie FCL limits the current that flows through it, the current
contribution that is directly fed to the fault from the other side significantly rises.
Consequently, the total effective current limiting achieved by the FCL was shown to
be marginal. Through a numerical approach to fault analysis, the simulation results
were theoretically verified, demonstrating the effects of the bus-tie FCL impedance
on the fault current contributions by the adjacent un-faulted buses. It was also
shown that, in such an interconnected system, in order to to achieve the desired
fault current reduction effect, application of multiple FCLs at critical locations of the
network is necessary. However, cost might be a prohibitive factor in implementing
this commercially and hence a suitable technique may need to be adopted when
determining optimum placement for saturated core FCLs in interconnected systems.
The potential performance of a saturated core FCL, installed at a critical feeder
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of the 132 kV sub-transmission system was also analysed in Chapter 5. The pscad/
emtdc network model used for the study was developed and validated based on
power system data provided by a transmission utility. An FCL design that would
meet the performance specifications of the network under consideration was pre-
sented, and was shown to provide approximately 40% reduction in symmetrical
fault current for a three phase to ground fault, when the FCL was placed in the
network. The performance of the saturated core FCL in the system was compared
with that of an equivalent air-core reactor, where the application of a saturable
core FCL was shown to have significant merit over the conventional current-limiting
series reactors. This is particularly true when considering the performance of the
saturable core FCL compared with that of an equivalent air-core reactor, under
normal steady state (un-faulted) conditions. Significant performance differences be-
tween the two could be observed in terms of their respective effects on steady state
current and network power flows. In comparison to the saturable core FCL, the
equivalent air-core reactor imposes greater constraints on the network power flows
and has considerably larger steady state voltage drop under pre-fault conditions.
Fault performance of both devices was consistent, with the highest fault current
clipping achieved by both devices for the most severe fault scenario - single phase
to ground fault. However, even for less severe fault scenarios, such as for a line to
line fault, both the saturable core FCL and the equivalent reactor were shown to
provide adequate level of current limiting.
Saturated core FCLs: Interactions with existing power sys-
tem protection
A comprehensive analysis on the influence of a saturated core FCL installation
on existing power system protection schemes was conducted in Chapter 5. A re-
view of the three fundamental protection schemes overcurrent, distance, differ-
ential protection was presented and their general susceptibilities to current lim-
iters in terms of the four protection subsystems sensing, pickup, processing and
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coordination were discussed. Due consideration was also given to both the FCL
location and the fault location with respect to the primary protection zone in the
analysis.
Subsequently, a simulation-based investigation was carried out to identify the
impact of a saturated core FCL application on existing feeder protection schemes
(distance and differential) at a sub-transmission level utility substation. The existing
feeder protection schemes distance and differential at a 132 kV utility substation
were modelled based on the relay parameter settings provided by a utility. While
in the real network each feeder has two protection systems enabled to account for
redundancy, for the purpose of this study it was assumed that only one group was
enabled at a time. The performance of the relays was compared with and without
a saturated core FCL
It was shown that, despite the added impedance due to the presence of the FCL,
the distance relay operation was not affected for internal faults. Internal faults were
detected as primary zone (Zone 1) faults, and the relay trip signal was shown to
trigger immediately following such a fault, with no discernible effect on the Mho
relay due to FCL. However, it was found that for a fault simulated within the
backup zone of protection (Zone 2), the presence of an FCL within Zone 1 causes
under-reach of Mho relay. Typically, the trip signal for Zone 2 is only triggered if
the fault is still detected by the relay after the predefined delay time from its pickup
time. While the fault was detected at the transient phase of the fault (first 4-5 cycles
post fault), the FCL-limited follow current was shown to fall under the threshold
pickup value, resulting in Zfault > Zpickup as the fault current reach steady state
conditions. Since the fault was not detected for the total duration of the preset
delay time of the relay, the backup protection of the relay was not triggered. It was
demonstrated that by adjusting the relay zone settings to accommodate the presence
of the FCL impedance, proper operation of the distance relay can be achieved. Note
that, this fault scenario only considered the operation of the Zone 2 protection of a
particular relay. Provided that the primary protection of that particular line section
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operates accurately, the fault will still be detected and cleared by the primary relay,
immediately following the fault. However, for proper protection coordination it
is necessary to ensure timely operation of both primary and backup protection of
relays.
Several case studies were also conducted to identify possible implications of a
saturated core FCL installation on transmission feeder current differential relays
(enabled with the dual slope percentage biased restraint characteristic) protecting
the line. The performance of the relay under each scenario was found to be consistent
with the performance displayed without the current limiters in the system.
Based on literature and the observations from the study under consideration,
the following is recommended:
1. To ensure proper operation of the relay, the FCLs must also allow the fault
currents to flow at least for the duration of the processing time of the relay
and any additional preset delay times.
2. In cases where the magnitude of the FCL-limited current is less than the
pickup current setting of the overcurrent relay, the relay will fail to identify
the fault conditions causing it to mal-operate. In such situations the operating
characteristics of the relays need to be adjusted according to the new fault level
of the system.
3. Where overcurrent devices using different techniques for measuring current
magnitude (for an example RMS vs. peak of the fundamental frequency com-
ponent) are set to coordinate with each other, the distortion in follow current
can lead to relay mal-operation. In such cases it is recommended that the co-
ordination of associated relays be re-examined to ensure the current waveforms
are evaluated accurately.
4. In cases where the presence of an FCL in the fault loop increases the zone
impedance, causing the impedance seen by the relay to fall outside of the relay
operating zone, the operating characteristic of the relay should be adjusted to
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account for the impedance associated with the FCL.
5. Severe distortion in current waveforms due to FCLs may result in phase angle
shifts which could influence the impedance and direction determination process
of the relay. In such cases the operating characteristic of the relay should be
adjusted to account for the phase angle shifts caused by the distorted current
waveforms.
6. If an FCL limits only one of the feed currents in a double-end feed system,
for an internal fault, it may lead to a significant phase shift of the limited
fault current depending on the degree of limitation and X/R ratio. This could
lead to a reduction in differential current sensed by the relay and cause mal-
operation of the relay. There is also risk of having insufficient sensitivity
since the scalar sum of the secondary currents remain unaffected. This can be
avoided by installing FCLs at both ends of the protected unit. This will also
ensure protection against core saturation, for faults occurring at either end.
It is concluded that depending on the type of FCL and its characteristics as well
as its location with respect to the protection zones defined, the existing protection
schemes may have to be revised to ensure selectivity, proper coordination and op-
eration. While the potential issues identified in the cases studied in this thesis and
in literature gives an insight into potential grid integration issues of saturated core
FCL, it is recommended that each FCL installation be evaluated on a case-by-case
basis to identify the specific protection issues associated with the installation.
Saturated core FCLs: Other application considerations
Chapter 6 of the thesis addressed several other application considerations that net-
work operators may need to take in to account when considering a potential FCL
installation. The influence of a saturated core FCL on the interrupting duty of a cir-
cuit breaker was investigated in this chapter. It was demonstrated that the system
TRVs in the presence of an FCL exhibit lower peak magnitudes (with high frequency
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oscillations) compared to the scenario with no current limiter, but with significantly
higher RRRV. Despite the higher RRRV and the high frequency TRV imposed by
the FCL-limited fault, the system TRV resulting from interrupting the FCL-limited
fault current was still shown to be within the IEEE C37.06-2009 standard-defined
TRV capability curve. In cases where the RRRV exceeds the standard TRV capa-
bility, addition of a capacitance in parallel to the FCL is recommended to modify
the RRRV to an acceptable level or use of a definite purpose circuit breaker for fast
transient recovery voltage rise times.
It was also demonstrated that the saturated core FCL reduces the voltage sags
experienced both at the transmission and distribution voltage levels, for a trans-
mission level fault. By mitigating the voltage sags to an acceptable level, the FCL
improves the voltage quality and the reliability of the supply network, thus allowing
some of the loads connected to the bus to ride through the shallower sag.
A harmonic analysis of a system with a saturated core FCL installation was
carried out and it was shown that, under normal operating conditions (no fault),
the harmonic content of the line voltage was well within the IEEE Standard 519
recommended limits. However, it was observed that unexpected loss of DC magnetic
bias during steady state operation can lead to very high harmonic distortion levels,
clearly violating the IEEE Standard 519 recommended limits. It must be noted
that resonance in the system could also occur under these conditions, depending
on the circuit parameters and the presence of capacitor banks in the vicinity of the
FCL. An automatic bypass switch that can switch out the FCL from the system,
immediately following the loss of DC bias is recommended to prevent the occurrence
of such a situation.
A discussion based on literature was given on the impact of FCLs on power
system transient stability. It was revealed that in general FCLs have the ability to
improve the transient stability of the system by consuming the accelerating power
during a fault. Additionally, the ability of the saturated core FCL to return to its
low impedance state immediately following fault interruption, was noted to have a
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further positive impact on transient stability.
While some of the influences discussed in Chapters 5 and 6 can be FCL-technology-
specific or network-specific, they are aspects of the power system that need to be
investigated for any type of FCL installation, to ensure quality of power, system
stability and reliability of supply.
7.3 Recommendations for Future Research
While it is expected that the research presented in this thesis will make useful
contributions to the general study of saturated core FCLs, there are a few other
areas of interest that can be explored. Several of these potential areas are outlined
in the following sections.
Model validation under different system conditions
Typically, FCL testing is restricted to investigating its performance during stan-
dard short circuit tests and under steady state un-faulted conditions in high power
testing laboratories. The saturated core FCL models proposed in this thesis have
also been validated against experimental results obtained from standard short cir-
cuit tests of a prototype FCL. The tests were performed with a 50 Hz fixed AC
source for a bolted fault at varying levels of DC bias. While the validation pro-
cess covered the two most significant operating conditions that are of interest from
a utility perspective i.e., current/voltage behaviour of the device during steady
state un-faulted conditions and during a fault event at different fault levels it may
be of interest to investigate and validate the performance of the proposed model
under different system conditions. Further work is required to establish the model
performance during short duration transients or limiting behaviour at other power
frequencies and partial faults. Model verification against actual data from saturated
core FCLs that are operating in real electricity grids would be ideal.
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Extending the Nonlinear Inductance Model for three-phase
FCL devices and other FCL topologies
While substantial work has been carried out in this thesis to develop an accurate
time-domain model of the saturated core FCL and to demonstrate the applicability
of the modelling approach to several saturated core FCL topologies, the modelling
only covered single-phase geometries. Extending the magnetic circuit approach to a
three-phase FCL device, and subsequently developing an equivalent electric model
to represent a three-phase FCL device could be useful. In a three-phase FCL device
(where all three phases will be located in a single geometrical body) certain amount
of coupling between the phases can be expected, which requires further studies.
In particular, during a floating fault, the three phases are coupled electrically and
hence certain amount of inter-phase mutual coupling has been observed. During
a grounded fault, however, the phases are de-coupled electrically and hence the
magnetic coupling between the phases has also been found to be very minimal.
Since the FCL needs to be characterised under all fault conditions, the inter-phase
coupling has to be accounted for when modelling a three phase FCL using the
magnetic circuit concept.
It must be noted, however, that the use of three single-phase FCL devices, as
opposed to a three-phase FCL device, is often preferred to avoid insulation compli-
cations in high voltage applications.
Development of future guidelines on the application of FCLs
Much of the application considerations discussed in Chapter 6 are aspects of the
power system that need to be investigated in relation to any type of FCL instal-
lation. While the issues identified and the extent of their implications may be
FCL technology-specific, network-specific or location-specific, they provide a gen-
eral framework to establish standard guidelines for the application of FCLs to power
systems. The comprehensive transient based saturated core FCL models that were
proposed in this thesis offer the potential for considerable further investigation into
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a variety of other transient phenomena associated with integrating a saturated core
FCL. Findings from these investigations could be useful in establishing guidelines
for FCL applications in utility grids.
FCL applications in decentralised systems
The increased penetration of renewable and decentralised generation has led to a con-
siderable increase in the system short-circuit current levels in distribution systems.
In particular, the advent of wind-turbine power generation (WTPG) has created
potential applications for FCLs that require further investigation. The transient
based saturated core FCL models proposed in this thesis can be utilised to investi-
gate the impact of a saturated core FCL installation on a WTPG system, focusing
on aspects such as effects on short-circuit currents, generator stability, generator
decoupling protection and power quality.
219
References
[1] Enerdata, “Global energy statistical yearbook,” 2013.
[2] Eaton, “Blackout tracker - austarlia and new zealand power outage annual
report,” 2013.
[3] “IEC 62271-100 Ed. 2.2 High-voltage switchgear and controlgear Part 100
High-voltage alternating-current circuit-breakers,” Geneva, Switzerland, 2002.
[4] H. Schmitt, J. Amon, D. Braun, G. Damstra, K. H. Hartung, J. Jäger, J. Kida,
K. Kunde, Q. Le, L. Martini, M. Steurer, C. Umbricht, X. Waymel, and
C. Neumann, “Fault current limiters - application, principles and experience,”
in CIGRE SC A3&B3 Joint Colloq. Present and Future of High Voltage Equip-
ment and Substation Technologies, pp. 187–192, Sept. 2005.
[5] A. Power, “An overview of transmission fault current limiters,” in IEE Colloq.
Fault Current Limiters - A Look at Tomorrow, pp. 1–5, jun. 1995.
[6] M. Noe and M. Steurer, “High-temperature superconductor fault current lim-
iters: concepts, applications, and development status,” Superconduct. Sci.
Tech., vol. 20, pp. R15–R29, Mar. 2007.
[7] “Fault current limiters - utility needs and perspectives,” Tech. Rep. 1008696,
1008694, EPRI, Palo Alto, CA, 2004.
[8] S. Eckroad, “Utility needs survey for fault current limiters, EPRI,” in In-
ternational Workshop on Coated Conductors for Applications (CCA08), p. 7,
December 4-6 2008.
220
[9] “Analysis of protection relaying requirements for solid state current limiter
applications,” Tech. Rep. 1001969, EPRI, Palo Alto, CA, 2001.
[10] Y. Pan, M. Steurer, T. Baldwin, and P. McLaren, “Impact of waveform dis-
torting fault current limiters on previously installed overcurrent relays,” Power
Delivery, IEEE Transactions on, vol. 23, pp. 1310 –1318, july 2008.
[11] S. Rhee, J. Lee, and B. Lee, “Impacts of superconducting fault current lim-
iters on the recloser operation in distribution electric power systems,” Applied
Superconductivity, IEEE Transactions on, vol. 21, pp. 2197 –2200, june 2011.
[12] C. A. Falcone, J. E. Beehler, W. E. Mekolites, and J. Grzan, “Current limiting
device - a utility’s need,” IEEE Transactions on Power Apparatus and Systems,
vol. PAS-93, pp. 1768–1775, Nov 1974.
[13] “Fault current limiters in electrical medium and high voltage systems,” CIGRE
Technical Brochure 239, CIGRE WG A3.10, 2003.
[14] A. Neumann, “Application of fault current limiters,” tech. rep., BERR, 2007.
[15] G. Karady, “Principles of fault current limitation by a resonant LC circuit,”
Generation, Transmission and Distribution, IEE Proceedings C, vol. 139, pp. 1
–6, jan 1992.
[16] C. Chang and P. Loh, “Designs synthesis of resonant fault current limiter for
voltage sag mitigation and current limitation,” in Power Engineering Society
Winter Meeting, 2000. IEEE, vol. 4, pp. 2482 –2487 vol.4, 2000.
[17] T. Ueda, M. Morita, H. Arita, Y. Kida, Y. Kurosawa, and T. Yamagiwa,
“Solid-state current limiter for power distribution system,” Power Delivery,
IEEE Transactions on, vol. 8, pp. 1796 –1801, oct 1993.
[18] C. Gang, J. Daozhuo, W. Zhaolin, and L. Zhengyu, “Simulation study of
bridge type solid state fault current limiter,” in Power Engineering Society
General Meeting, 2003, IEEE, vol. 4, p. 4 vol. 2666, july 2003.
221
[19] W. Fei, Y. Zhang, and Z. Meng, “A novel solid-state bridge type fcl for three-
phase three-wire power systems,” in Applied Power Electronics Conference,
APEC 2007 - Twenty Second Annual IEEE, pp. 1369 –1372, 25 2007-march 1
2007.
[20] Z. Lu, D. Jiang, and Z. Wu, “A new topology of fault-current limiter and its
parameters optimization,” in Power Electronics Specialist Conference, 2003.
PESC ’03. 2003 IEEE 34th Annual, vol. 1, pp. 462 – 465 vol.1, june 2003.
[21] M. Steurer, K. Frohlich, W. Holaus, and K. Kaltenegger, “A novel hybrid
current-limiting circuit breaker for medium voltage: principle and test results,”
Power Delivery, IEEE Transactions on, vol. 18, pp. 460 – 467, april 2003.
[22] M. Noe and M. Steurer, “High-temperature superconductor fault current lim-
iters: concepts, applications, and development status,” Superconduct. Sci.
Tech., vol. 20, pp. R15–R29, Mar. 2007.
[23] X. Wu, J. Mutale, N. Jenkins, and G. Strbac, “An investigation of network
splitting for fault level reduction,” Tyndall Centre Working Paper 25, 2003.
[24] “Fault current limiters in electrical medium and high voltage systems,” CIGRE
Technical Brochure 239, CIGRE WG A3.10, 2003.
[25] E. Thuries, V. Pham, Y. Laumond, T. Verhaege, A. Fevrier, M. Collet, and
M. Bekhaled, “Towards the superconducting fault current limiter,” IEEE
Trans. Power Del., vol. 6, pp. 801–808, apr. 1991.
[26] W. Paul, M. Chen, M. Lakner, J. Rhyner, D. Braun, and W. Lanz, “Fault cur-
rent limiter based on high temperature superconductors - different concepts,
test results, simulations, applications,” Physica C: Superconductivity, vol. 354,
pp. 27 – 33, 2001.
[27] A. Power, “An overview of transmission fault current limiters,” in IEE Colloq.
Fault Current Limiters - A Look at Tomorrow, pp. 1–5, jun. 1995.
222
[28] J. Moscrop and F. Darmann, “Design and development of a 3-phase saturated
core high temperature superconducting fault current limiter,” in Int. Conf.
Electric Power and Energy Conversion Systems, pp. 1–6, Nov. 2009.
[29] “Superconducting fault current limiters: Technology watch 2009,” Tech. Rep.
1017793, EPRI, Palo Alto, CA, 2009.
[30] L. Ye and A. Campbell, “Case study of HTS resistive superconducting fault
current limiter in electrical distribution systems,” Electric Power Systems Re-
search, vol. 77, no. 5, pp. 534 – 539, 2007.
[31] M. Chen, W. Paul, M. Lakner, L. Donzel, M. Hoidis, P. Unternaehrer,
R. Weder, and M. Mendik, “6.4 MVA resistive fault current limiter based on
bi-2212 superconductor,” Physica C: Superconductivity, vol. 372-376, pp. 1657
– 1663, 2002.
[32] J. R. S. S. Kumara, A. Atputharajah, J. B. Ekanayake, and F. J. Mumford,
“Over current protection coordination of distribution networks with fault cur-
rent limiters,” in Power Engineering Society General Meeting, 2006. IEEE,
pp. 8 pp.–, 2006.
[33] B. Raju, K. Parton, and T. Bartram, “A current limiting device using super-
conduction D.C. bias applications and prospects,” IEEE Trans. Power App.
Syst., vol. PAS-101, pp. 3173–3177, Sept. 1982.
[34] F. Moriconi, F. De La Rosa, F. Darmann, A. Nelson, and L. Masur, “Develop-
ment and deployment of saturated-core fault current limiters in distribution
and transmission substations,” Applied Superconductivity, IEEE Transactions
on, vol. 21, pp. 1288 –1293, june 2011.
[35] V. Keilin, I. Kovalev, S. Kruglov, V. Stepanov, I. Shugaev, V. Shcherbakov,
I. Akimov, D. Rakov, and A. Shikov, “Model of HTS three-phase saturated
core fault current limiter,” IEEE Transactions on Applied Superconductivity,
vol. 10, no. 1, pp. 836 – 839, 2000.
223
[36] C. Hawley, F. Darmann, and T. Beales, “Performance of a 1 MVA high tem-
perature superconductors-enabled saturable magnetic core-type fault current
limiter,” Superconductor Science and Technology, vol. 18, pp. 255 – 259, 2005.
[37] A. Abramovitz, K. M. Smedley, F. D. L. Rosa, and F. Moriconi, “Prototyping
and testing of a 15 kV/1.2 kA saturable core HTS fault current limiter,” IEEE
Transactions on Power Delivery, vol. 28, pp. 1271–1279, July 2013.
[38] B. Lee, J. Sim, K. Park, and I. Oh, “Practical application issues of supercon-
ducting fault current limiters for electric power systems,” Applied Supercon-
ductivity, IEEE Transactions on, vol. 18, pp. 620 –623, june 2008.
[39] J. C. Knott, P. A. Comminsa, J. W. Moscrop, and S. X. Dou, “Design consid-
erations in MgB2-based superconducting coils for use in saturated-core fault
current limiters,” Applied Superconductivity, IEEE Transactions on, vol. 24,
no. 5, pp. 1–4, 2014.
[40] F. Moriconi, F. De La Rosa, F. Darmann, A. Nelson, and L. Masur, “Develop-
ment and deployment of saturated-core fault current limiters in distribution
and transmission substations,” Applied Superconductivity, IEEE Transactions
on, vol. 21, pp. 1288–1293, June 2011.
[41] J. W. Moscrop, “Experimental analysis of the magnetic flux characteristics
of saturated core fault current limiters,” Magnetics, IEEE Transactions on,
vol. 49, no. 2, pp. 874–882, 2013.
[42] J. Knott and J. Moscrop, “Increasing energy efficiency of saturated-core fault
current limiters with permanent magnets,” Magnetics, IEEE Transactions on,
vol. 49, pp. 4132–4136, July 2013.
[43] J. Yuan, Y. Lei, L. Wei, and B. Chen, “A novel bridge-type hybrid satu-
rated core fault current limiter based on permanent magnets,” in Magnetics
Conference (INTERMAG), 2015 IEEE, pp. 1–1, May 2015.
224
[44] I. Muta, T. Hoshino, K. M. Salim, A. Kawasaki, T. Nakamura, and M. Ya-
mada, “Proposal of DC shield reactor type superconducting fault current lim-
iter,” Cryogenics, vol. 44, no. 3, pp. 177 – 182, 2004.
[45] S. M. Gunawardana, P. A. Commins, J. W. Moscrop, and S. Perera, “Appli-
cability of nonlinear reluctance model to a closed core fault current limiter,”
in PowerTech, 2015 IEEE Eindhoven, pp. 1–6, IEEE, 2015.
[46] V. Rozenshtein, A. Friedman, Y. Wolfus, F. Kopansky, E. Perel, Y. Yeshurun,
Z. Bar-Haim, Z. Ron, E. Harel, and N. Pundak, “Saturated cores FCL - a new
approach,” Applied Superconductivity, IEEE Transactions on, vol. 17, no. 2,
pp. 1756–1759, 2007.
[47] Y. Xin, W. Gong, X. Niu, Y. Gao, Q. Guo, L. Xiao, Z. Cao, H. Hong, A. Wu,
Z. Li, X. Hu, B. Tian, J. Zhang, Y. He, Y. Wang, J. Cui, S. Ding, J. Wang,
A. Ren, and F. Ye, “Manufacturing and test of a 35 kV/90 MVA saturated
iron-core type superconductive fault current limiter for live-grid operation,”
Applied Superconductivity, IEEE Transactions on, vol. 19, pp. 1934 –1937,
june 2009.
[48] J. Wang, W. Gong, Y. Xin, J. Zhang, X. Hu, Y. Sun, T. Wu, B. Tian, Y. Wang,
H. Hong, X. Niu, Q. Li, and L. Zhang, “Fem simulations in designing saturated
iron core superconducting fault current limiters,” in Applied Superconductivity
and Electromagnetic Devices, 2009. ASEMD 2009. International Conference
on, pp. 52 –55, sept. 2009.
[49] S. Abbott, D. Robinson, S. Perera, F. Darmann, C. Hawley, and T. Beales,
“Simulation of HTS saturable core-type FCLs for MV distribution systems,”
IEEE Trans. Power Del., vol. 21, pp. 1013–1018, Apr. 2006.
[50] F. Moriconi, N. Koshnick, F. de la Rosa, and A. Singh, “Modeling and test vali-
dation of a 15kV 24MVA superconducting fault current limiter,” in IEEE/PES
Transmission and Distribution Conference and Exposition, pp. 1–6, Apr. 2010.
225
[51] Y. He, J. Li, X. Zong, J. Sun, Y. Wang, C. Wu, and J. Wang, “The high
voltage problem in the saturated core HTS fault current limiter,” Physica C:
Superconductivity, vol. 386, no. 0, pp. 527 – 530, 2003.
[52] M. Noe and B. Oswald, “Technical and economical benefits of superconduct-
ing fault current limiters in power systems,” Applied Superconductivity, IEEE
Transactions on, vol. 9, pp. 1347 –1350, jun 1999.
[53] H. Schmitt, “Fault current limiters report on the activities of CIGRE WG
A3.16,” in Power Engineering Society General Meeting, 2006. IEEE, p. 5 pp.,
0-0 2006.
[54] “Fault current limiters - utility needs and perspectives,” Tech. Rep. 1008696,
1008694, EPRI, Palo Alto, CA, 2004.
[55] P. Duggan, “Integration issues for fault current limiters and other new tech-
nologies - a utility perspective,” in IEEE Power Eng. Soc. General Meeting,
pp. 1–3, Jun. 2006.
[56] “Guideline on the impacts of fault current limiting devices on protection sys-
tems,” CIGRE Technical Brochure 339, CIGRE WG A3.10:, February 2008.
[57] S. Orpe and N.-K. Nair, “State of art of fault current limiters and their impact
on overcurrent protection,” in Power Energy Society General Meeting, 2009.
PES ’09. IEEE, pp. 1 –5, july 2009.
[58] M. Steurer, M. Noe, and F. Breuer, “Fault current limiters - R&D status
of two selected projects and emerging utility integration issues,” in Power
Engineering Society General Meeting, 2004. IEEE, pp. 1423 –1425 Vol.2, june
2004.
[59] Y. Feng, M. Saadeh, A. Escobar, J. C. Balda, S. Ang, and H. A. Mantooth, “A
solid state fault current limiter control algorithm,” in IPEC, 2010 Conference
Proceedings, pp. 328–333, Oct 2010.
226
[60] L. Ye, M. Majoros, T. Coombs, and A. M. Campbell, “System studies of the
superconducting fault current limiter in electrical distribution grids,” IEEE
Transactions on Applied Superconductivity, vol. 17, pp. 2339–2342, June 2007.
[61] J. Langston, M. Steurer, S. Woodruff, T. Baldwin, and J. Tang, “A generic
real-time computer simulation model for superconducting fault current limiters
and its application in system protection studies,” Applied Superconductivity,
IEEE Transactions on, vol. 15, pp. 2090 – 2093, june 2005.
[62] S. Henry, T. Baldwin, and M. Steurer, “The effects of a fast switching fault
current limiter on distance protection,” in System Theory, 2003. Proceedings
of the 35th Southeastern Symposium on, pp. 264–268, March 2003.
[63] H. Shateri and S. Jamali, “Measured impedance by distance relay in presence
of inductive fault current limiter,” in Power and Energy Conference, 2008.
PECon 2008. IEEE 2nd International, pp. 578–583, Dec 2008.
[64] S. Jamali and H. Shateri, “Measured impedance by distance relay in pres-
ence of resistive fault current limiter,” in Power System Technology and IEEE
Power India Conference, 2008. POWERCON 2008. Joint International Con-
ference on, pp. 1–6, Oct 2008.
[65] C. R. Clarke, F. Moriconi, A. Singh, A. Kamiab, R. Neal, A. Rodriguez,
F. D. L. Rosa, and N. Koshnick, “Resonance of a distribution feeder with a
saturable core fault current limiter,” in Transmission and Distribution Con-
ference and Exposition, 2010 IEEE PES, pp. 1–8, April 2010.
[66] P. A. Commins and J. W. Moscrop, “Analytical nonlinear reluctance model
of a single-phase saturated core fault current limiter,” IEEE Transactions on
Power Delivery, vol. 28, pp. 450–457, Jan 2013.
[67] E. Laithwaite, Exciting Electrical Machines. Selected topics in physics, Oxford:
Wheaton, 1974.
227
[68] G. Slemon, Electric Machines and Drives. Addison-Wesley series in electrical
engineering, Addison-Wesley Publ. Co., 1992.
[69] G. Slemon, “An equivalent circuit approach to analysis of synchronous ma-
chines with saliency and saturation,” Energy Conversion, IEEE Transactions
on, vol. 5, pp. 538–545, Sep 1990.
[70] V. Ostovic, “A method for evaluation of transient and steady state perfor-
mance in saturated squirrel cage induction machines,” Energy Conversion,
IEEE Transactions on, vol. EC-1, pp. 190–197, Sept 1986.
[71] M. Moallem and G. Dawson, “An improved magnetic equivalent circuit
method for predicting the characteristics of highly saturated electromagnetic
devices,” Magnetics, IEEE Transactions on, vol. 34, pp. 3632–3635, Sep 1998.
[72] J. A. Martinez and B. A. Mork, “Transformer modeling for simulation of low-
frequency transients,” in Power Engineering Society General Meeting, 2003,
IEEE, vol. 2, p. 1225 Vol. 2, July 2003.
[73] Manitoba HVDC Research Centre, Inc, PSCAD/EMTDC Manual, Version
x4, Manitoba HVDC Research Centre, Inc, version x4 ed.
[74] J. R. Marti and J. Lin, “Suppression of numerical oscillations in the EMTP
power systems,” IEEE Transactions on Power Systems, vol. 4, pp. 739–747,
May 1989.
[75] A. Russell, A Treatise on the Theory of Alternating Currents. University Press,
1904.
[76] E. C. Cherry, “The duality between interlinked electric and magnetic circuits
and the formation of transformer equivalent circuits,” Proceedings of the Phys-
ical Society. Section B, vol. 62, no. 2, p. 101, 1949.
[77] F. Darmann, R. Lombaerde, F. Moriconi, and A. Nelson, “Design, test and
demonstration of saturable reactor high-temperature superconductor fault cur-
228
rent limiters,” Final DOE Technical Report DE-FC26-07NT43242, Zenergy
Power, 2012.
[78] P. A. Commins and J. W. Moscrop, “Three phase saturated core fault current
limiter performance with a floating neutral,” in Electrical Power and Energy
Conference (EPEC), 2012 IEEE, pp. 249–254, Oct 2012.
[79] F. Moriconi, F. D. L. Rosa, A. Singh, B. Chen, M. Levitskaya, and A. Nelson,
“An innovative compact saturable-core hts fault current limiter - development,
testing and application to transmission class networks,” in Power and Energy
Society General Meeting, 2010 IEEE, pp. 1–8, July 2010.
[80] V. Sood and R. Amin, “EMTP RV-based study of solid-state fault current
limiter for distribution systems,” in Power India Conference, 2006 IEEE, p. 6,
2006.
[81] X. Wu, J. Mutale, N. Jenkins, and G. Strbac, “An investigation of network
splitting for fault level reduction,” Tyndall Centre Working Paper 25, 2003.
[82] C. Gandioli, M. Alvarez-Herault, P. Tixador, N. Hadjsaid, and D. Medina,
“Innovative distribution networks planning integrating superconducting fault
current limiters,” Applied Superconductivity, IEEE Transactions on, vol. 23,
pp. 5603904–5603904, June 2013.
[83] S. Blair, A. Roscoe, C. Booth, G. Burt, A. Teot, and C. Bright, “Implications
of fault current limitation for electrical distribution networks,” in Develop-
ments in Power System Protection (DPSP 2010). Managing the Change, 10th
IET International Conference on, pp. 1–5, March 2010.
[84] J. J. Grainger and W. D. Stevenson, Power system analysis, vol. 31. McGraw-
Hill New York, 1994.
[85] J.-H. Teng and C.-N. Lu, “Optimum fault current limiter placement with
search space reduction technique,” Generation, Transmission & Distribution,
IET, vol. 4, no. 4, pp. 485–494, 2010.
229
[86] M. Nagata, K. Tanaka, and H. Taniguchi, “Fcl location selection in large scale
power system,” Applied Superconductivity, IEEE Transactions on, vol. 11,
no. 1, pp. 2489–2494, 2001.
[87] Electranix Corporation, E-TRAN User’s Manual, February 2003.
[88] J. Blackburn and T. Domin, Protective Relaying: Principles and Applications,
Third Edition. Power engineering, Taylor & Francis, 2007.
[89] S. Horowitz and A. Phadke, Power System Relaying, Third Edition. RSP,
Wiley, 2008.
[90] G. Ziegler, Numerical Distance Protection: Principles and Applications,
Fourth Edition. Wiley, 2011.
[91] C. Christopoulos and A. Wright, Electrical Power System ProEdition, Second
Edition. Springer, 2 ed., 1999.
[92] M. Bollen, Understanding Power Quality Problems: Voltage Sags and Inter-
ruptions. IEEE Press Series on Power Engineering, Wiley, 2000.
[93] “IEEE application guide for transient recovery voltage for AC high-voltage
circuit breakers,” IEEE Std C37.011-2005 (Revision of IEEE Std C37.011-
1994), pp. 1–72, Feb 2006.
[94] J. Vasilj, P. Sarajcev, and R. Goic, “Modeling of current-limiting air-core
series reactor for transient recovery voltage studies,” Electric Power Systems
Research, vol. 117, no. 0, pp. 185 – 191, 2014.
[95] D. Shoup, J. Paserba, R. C. Jr., T. Rosenberger, L. Ganatra, and C. Isaac,
“Transient recovery voltage requirements associated with the application of
current-limiting series reactors,” Electric Power Systems Research, vol. 77,
no. 11, pp. 1466 – 1474, 2007. Selected Topics in Power System Transients -
Part {II} 6th International Conference on Power System Transients.
230
[96] “IEEE guide for the application of transient recovery voltage for AC high-
voltage circuit breakers,” IEEE Std C37.011-2011 (Revision of IEEE Std
C37.011-2005), pp. 1–97, Nov 2011.
[97] A. Keri, A. Gole, and J. Martinez-Velasco, “Modeling and analysis of system
transients using digital programs,” Power Electronics, vol. 2, p. 1, 1998.
[98] “IEEE standard for AC high-voltage circuit breakers rated on a symmetrical
current basis - preferred ratings and related required capabilities for voltages
above 1000V,” IEEE Std C37.06-2009, pp. 1–46, Nov 2009.
[99] F. Tosato and S. Quaia, “Reducing voltage sags through fault current limita-
tion,” Power Delivery, IEEE Transactions on, vol. 16, pp. 12–17, Jan 2001.
[100] M. Jafari, S. Naderi, M. Hagh, M. Abapour, and S. Hosseini, “Voltage sag
compensation of point of common coupling (PCC) using fault current limiter,”
Power Delivery, IEEE Transactions on, vol. 26, pp. 2638–2646, Oct 2011.
[101] J. Arrillaga, B. C. Smith, N. R. Watson, and A. R. Wood, Power System
Harmonic Analysis. Wiley, 1997.
[102] G. Wakileh, Power Systems Harmonics: Fundamentals, Analysis and Filter
Design. Engineering online library, Springer, 2001.
[103] F. De La Rosa, Harmonics, Power Systems, and Smart Grids, Second Edition.
CRC Press, 2015.
[104] “IEEE recommended practices and requirements for harmonic control in elec-
trical power systems,” IEEE Std 519-1992, pp. 1–112, April 1993.
[105] Y. Hase, Handbook of Power System Engineering. Wiley, 2007.
[106] V. Sokolovsky, V. Meerovich, A. Györe, and I. Vajda, “Transient stability
of a power system with superconducting fault current limiters,” Periodica
Polytechnica Electrical Engineering, vol. 51, no. 1-2, pp. 3–9, 2007.
231
[107] M. Almeida, C. Rocha, J. Dente, and P. Costa Branco, “Enhancement of
power system transient stability and power quality using superconducting fault
current limiters,” in Power Engineering, Energy and Electrical Drives, 2009.
POWERENG ’09. International Conference on, pp. 425–430, March 2009.
[108] M. Hagh, S. Naderi, and M. Jafari, “Application of non-superconducting fault
current limiter to improve transient stability,” in Power and Energy (PECon),
2010 IEEE International Conference on, pp. 646–650, Nov 2010.
[109] M. Sjostrom, R. Cherkaoui, and B. Dutoit, “Enhancement of power system
transient stability using superconducting fault current limiters,” Applied Su-
perconductivity, IEEE Transactions on, vol. 9, pp. 1328–1330, June 1999.
[110] S. Lee, C. Lee, T. K. Ko, and O. Hyun, “Stability analysis of a power system
with superconducting fault current limiter installed,” Applied Superconductiv-
ity, IEEE Transactions on, vol. 11, pp. 2098–2101, Mar 2001.
232
Nomenclature
Acoil Coil cross-sectional area
Acore Core height
Bsat Maximum flux density at saturation
F ac Magnetomotive force due to AC winding
F dc Magnetomotive force due to DC winding
H Magnetic field intensity
IOP Operating current
IRT Restraint current
IS1 Differential current threshold setting
IS2 Bias current threshold setting
iac AC line current
Idc DC current
Ifault Limited rms fault current
Imax Line current at which the core is fully saturated
Io Zero sequence current
Iphase Phase current
L̃ Differential inductance
Lair Air core inductance
L Inductance
nac Number of AC coil turns
Ndc Number of DC coil turns
Rac−coil AC coil resistance
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Rdc−coil DC coil resistance
< Reluctance
Vac−coil Voltage induced in the AC winding
Vdc−coil Voltage induced in the DC winding
Vfcl Voltage across the FCL
Vi Pre-fault bus voltage
Vphase Phase voltage
ZFCL FCL fault impedance
ZR Impedance reach
Zins Insertion impedance
Zbus Bus impedance matrix
Zfault Fault impedance
Zpickup Threshold pickup value of Mho relay
β Variable dependent on the AC coil geometry
h Height of coil
l Length of the flux path around the core
λ Flux linkage
µ0 Permeability of air
ω Frequency in radians per second
φ Relay characteristic angle
φac Magnetic flux through AC each winding
φdc Magnetic flux through DC each winding
k Residual compensation factor




EPRI Electric Power Research Institute
FCL Fault Current Limiter
234
FEA Finite Element Analysis
FE Finite Element
FEM Finite Element Method
FFT Fast Fourier Transform
GTO Gate-turn-off
HTS High Temperature Superconductors
HV High Voltage
IEC International Electrotechnical Commission
IEEE Institute of Electrical and Electronics Engineers
IPP Independent Power Producer
L-G Line-to-ground
L-L Line-to-line




RMS Root Mean Square
RRRV Rate-of-Rise-of-Recovery Voltage
RTDS Real-time digital simulator
SCFCL Superconducting Fault Current Limiter
SSFCL Solid State Fault Current Limiters
TNSP Transmission Network Service Provider
TRV Transient Recovery Voltage
VT Voltage Transformer
WTPG Wind Turbine Power Generation
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Appendix A
Derivation of Analytical Nonlinear
Reluctance Model of FCL
As described in Chapter 3 reluctance values of the magnetic circuit (shown in Fig-
ure A.1) representing an open core FCL geometry, can be derived by determining
the flux linkage of each coil under three different test conditions [66]:
• Test 1 - NIdc is varied and NIac1 = NIac2 = 0
• Test 2 - NIdc = 0 and NIac1 = NIac2 (varied)














Figure A.1: Equivalent magnetic circuit of open core FCL adapted from [66]
Test 1 and Test 2 are used to determine the values of <i and <o, along with





























Figure A.2: Equivalent circuit for (a) Test 1 (b) Test 2 (c) Test 3
circuits are completely symmetrical and hence can be reduced to two separate sides
that have identical reluctance and flux in each corresponding path (as shown in
Figure A.2a and A.2b).
By applying standard circuit analysis techniques to the circuits in Figure A.2a
and A.2b:
<i (φo1 − φc1) = NIdc −<oφo1 (A.1)
and (<c + <a) =
<i (φo1 − φc1)
φc1
(A.2)
<i (φo2 − φc2) = −<oφo2 (A.3)
where φo1 and φo2 are equal to half of the measured flux linkage of the DC coil
for Test 1 and Test 2 respectively. φc1 and φc2 are equal to the measured flux linkage
of one of the AC coils in Test 1 and Test 2 respectively.
Simultaneous solving of (A.1) and (A.3) results in:
<i =
NIdc




φo1 − φo2 φo1−φc1φo2−φc2
(A.5)
Substituting <i from (A.4) into (A.2):
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(<c + <a) =
NIdc (φo1 − φc1)
φc1
[
φo1 − φc1 − φo1φo2 (φo2 − φc2)
] (A.6)
Note that the magnitudes of the <i and <o are constant over the range of applied
mmf, while the magnitude of <c and the series combination of <c+<a are nonlinear.
Test 3 is then used to determine the individual values of <c and <a, along with
<y. Similar to the previous two tests, the analysis can be limited to a single side of
the Test 3 circuit (as shown in Figure A.2c) based on the symmetry of the circuit.
In Figure A.2c, <p is the parallel combination of <i and <o (magnitudes of which
were derived via Tests 1 and 2) and <′y is equal to one half of <y.
By applying standard circuit analysis techniques to the circuit in Figure A.2c:
<a =
NIac1 −<cφc3 −<p (φc3 − φy3)
(φc3 − φy3)
(A.7)
and can be re-arranged as:
<a =
(<c + <a)φc3 + <p (φc3 − φy3)−NIac1
φy3
(A.8)
The previously determined value of (<c + <a) from Test 1 is linear below the
saturation region, and hence, at very low values of applied mmf, (A.6) and (A.8)
can be used to calculate the magnitude of <a.




(<a + <p) (A.9)
Note that the mmf acting on the series combination of <c + <a is different in
each of Tests 1, 2 and 3. Hence curves for <c, over a range of applied mmfs, are
238
determined for each of the Tests 1, 2 and 3 using (A.10).
<c = <ca −<a (A.10)
It was shown in [66] that, while <c appears to have different saturation points
when plotted against the source mmf of each test, when it was plotted against the




Overview of Saturated Core FCL
Design
As discussed in Chapter 4 of this thesis, saturated core FCL design process is a multi-
variable optimisation problem that involves the use of both FEA and optimisation
software to determine the optimal FCL design that would meet the performance
specifications of the network under consideration.
The main electrical parameters used for the design are as follows:
• Line to line voltage (VLL)
• Number of phases (Ph)4.1
• Line frequency (f)
• Steady-state current (ISS)
• Prospective unlimited peak (asymmetrical) fault-current (Ifault−peak)
• Prospective unlimited symmetrical fault-current (Ifault−symm)
• Maximum allowable voltage drop at steady-state (Vdrop−max)
• Required peak limited current (IFCL−peak)
• Required symmetrical limited current (IFCL−symm)
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The clipping parameters for the symmetrical and asymmetrical fault are estimated
using (B.1) and (B.2), respectively.










The required FCL fault impedance can be calculated using (4.3) where VLG is





Similar to most FCL technologies, the actual FCL impedance during a fault
event is not a constant for saturated core FCLs. Hence, the fault impedance of an
FCL is typically defined as the equivalent steady-state impedance that would result
in the same fault current limiting effect [41]. Based on this definition, the fault
impedance of the FCL device can be expressed in terms of the percentage clipping

























Therefore, if the required percentage clipping of symmetric fault and the system







The next step is estimating the number of AC coil turns and the core cross
section area. According to Faraday’s law, the induced EMF is equal to the flux
linkage variation in the AC coil as given in (B.8), where nac is the number of turns





For the FCL to achieve the desired symmetrical clipping the EMF must be,
EMF =VLG × Pclip−symm (B.9)
Assuming that a sinusoidal EMF is induced on each AC coil in one quarter cycle,
the maximum Volts-seconds necessary to drive the cores out of saturation can be
calculated from (B.10).
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V cos(ωt)dθ = EMFpeak
ω
(B.10)
Assuming the maximum EMF is induced by fully de-saturating the magnetic
cores, and assuming that most of the flux changes in the steel core cross section, the
Volts-seconds can also be given as (B.11),












Using (B.12). a number of possible nacAcore combinations possible can be de-
termined. The value of Acore however, is constrained by the mass and size consider-
ations.
Another important consideration is determining the DC bias required to achieve
the limiting specifications. FEA magnetostatic simulations are used to determine
the ideal level of DC bias required based on insertion impedance curves. If the DC
bias level is too large, it will deter the de-saturation of the iron cores during fault
conditions. On the other hand, if the DC bias level is too small, it will increase the
steady-state impedance leading to a higher voltage drop across the device during
un-faulted conditions.
While it is possible to determine the FCL design parameters based on these
calculations and FEA simulations, it is a tedious process and the chosen FCL design
may not be the optimal solution. Therefore, to optimise the designs an optimisation
software coupled with FEA is used to automate small changes in the FCL design
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parameters, with an overall goal of minimising both the steady state (pre-fault)
voltage drop across the FCL and the fault current through the FCL.
The optimisation software processes several hundred iterations of pre-calculations
and FEA simulations to generate a Pareto Frontier of possible design solutions. The
Pareto Frontier is a curve that describes the most Pareto efficient solutions in terms
of minimum voltage drop and minimum fault current. The geometric design pa-
rameters that are considered in the optimisation process included the height of the
cores, the area of the cores, the number of turns of the AC coils and the DC bias re-
quirements. While the optimisation process focuses on minimising the steady state
voltage drop and the fault current, several other FCL parameters are calculated in
each design iteration – including the mass, footprint and power consumption of the




132 kV FCL Model and System
Modelling
C.1 132 kV FCL model parameters
As discussed in Section 4.3, following the saturated core FCL design process de-
scribed in Appendix B, an optimal FCL design that would meet the performance
specifications of the network under consideration was determined. Once the FCL
design was chosen, an FE model of the prototype FCL was developed in the Cedrat
Flux3D package using the geometric parameters of the device determined from the
optimisation process as well as the electromagnetic properties of each material. Ce-
drat Flux3D was subsequently used to perform magnetostatic simulations and
to determine the equivalent electric circuit parameters of the FCL model. The re-
sulting FE FCL model is shown in Figure C.1 with corresponding linear inductance
values given in Table C.1. The L− i characteristic curve that was used to represent
the nonlinear core inductances are given in Figure C.2.
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Figure C.1: Finite element model of 132 kV FCL (Acore = 0.32 m2 and Hcore =
3.1 m )


























L - i Characteristic Curve
Figure C.2: Inductance - current characteristic curve representing the nonlinear




There are four line models available in the PSCAD/EMTDC master library to rep-
resent transmission line segments: equivalent π-section model, Bergeron model, Fre-
quency Dependent (Mode) and Frequency Dependent (Phase). The Bergeron and
frequency dependent models are based on travelling wave theory. Selection of an
appropriate line model is dependent on the study requirements and the availability
of data. Equivalent π-section models are typically used to represent transmission
line segments of short lengths (i.e. less than 15 km for a 50 µs simulation time
step). For transmission distances of longer lengths (where the travelling time is
greater than the solution time step) use of an appropriate travelling wave line model
is recommended by the PSCAD/EMTDC vendor. While the Frequency Dependent
line models are the most accurate, these models are only necessary when frequency
domain characteristics of the lines are of primary interest. For studies where the
frequency dependency of the line models is not critical, and only the accurate repre-
sentation of steady state impedance/admittance of the lines are of importance (i.e.
transient or the harmonic behaviour of the lines are not the primary interest) the
constant frequency Bergeron line model can provide adequate representation.
Since the switching studies to be performed within the scope of this research
focus on low-frequency effects that are mostly localised, the Bergeron model was
used to represent the 275 kV and 132 kV transmission lines of the Powerlink system.
C.2.2 Transformers
Transformers were modelled using three phase two-winding and three-winding trans-
former models available in the PSCAD/EMTDC and E-TRAN Libraries. PSS/E
load flow data for transformer impedance, winding MVA, magnetising conductance
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Figure C.3: Reproduced PSCAD saturation characteristic [73]
and susceptance were used for transformer models. The PSCAD/EMTDC trans-
former models also require an air core reactance, a knee point and a magnetising
current for each transformer to represent saturation characteristics of the trans-
former. The air core reactance is the slope of the asymptote to the saturated part of
the V-I characteristic, the knee point is the V-axis intercept to that asymptote, and
the magnetising current sets a point on the curve at 1.00 pu voltage, as per Figure
C.3. In the absence of transformer saturation data, typical values were assumed.
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Appendix D
Circuit breaker TRV studies
D.1 Circuit Breaker modelling
The specific TRV characteristics for the Columboola 170 kV circuit breakers were
unavailable. Instead, standard values for prospective TRV characteristics for break-
ers with a rated voltage of 170kV and a rated interrupting current of 40kA circuit
breaker specified by IEEE Standard C37.06-2009 [98] were used for the studies.
D.2 Effective Capacitances of Station Equipment
As discussed in Section 6.2, circuit breaker TRV is predominantly a localised phe-
nomenon. Hence, in EMT simulations a detailed representation of the substation of
interest is necessary. This involved accounting for the effective stray capacitances
and inductances of various substation equipment such as circuit breakers, discon-
nector switches, surge arrestors, transformers, bus VTs and series reactors. Where
the capacitance values of station equipment were not available, the minimum recom-
mended values in IEEE Standard C37.011-2011 [96] were adopted as given in Table
D.1.
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Table D.1: Effective capacitance of station equipment
Device Rating Type
Stray Capacitance
Min (ρF ) Max (ρF )
Circuit Breakers 170 kV Outdoor, Live, SF6 50 250
Disconnector switch 132 kV Outdoor, Closed 60 200
Surge Arrestor 132 kV Outdoor, Closed 80 120
Voltage Transformer 132 kV 150 450
Transformer* 100 MVA 2000 6500
*Note that these transformers at the station are of various voltage ratings at 100
MVA
Table D.2: TRV capabilities of circuit breakers at various interrupting levels for
terminal faults
Percent of interrupting capability Multipliers for rated parameters
Ku1 Kt1 Kuc Kt2
100 1 1 1 1
60 1 0.67 1.07 0.5
30 2.05 0.82 1.1 0.21
45 1.525 0.745 1.085 0.355
D.3 Calculation of TRV capability at 45% test
duty
The circuit breaker TRV capability envelope at 45% short-circuit interrupting cur-
rent, was derived using a method of interpolation. This was achieved by deriving
the multipliers for terminal fault at 45% test duty using the multipliers for 30% and
60% interrupting capabilities that were defined in [96]. The standard multipliers
defined in [96] and the multipliers derived for 45% test duty are given in Table D.2.
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The four parameters defining the T45 envelope can then be obtained as follows:
u1−45% = Ku1−45% × u1−100% = 206 kV
t1−45% = Kt1−45% × t1−100% = 51µs
uc−45% = Kuc−45% × uc−100% = 275 kV
t2−45% = Kt2−45% × t2−100% = 97µs
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